
Appendix B
Sampling Results for VRTX Treatment System
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Number Date Location Matrix Analyte Results Units report number

TB-3 8/16/2006 Sump Water TDS 350 mg/L S608353 Resampling event.  Forgotten during initial sampling on 8/9/06.
TB-3 8/16/2006 Sump Water TSS ND mg/L S608353 Resampling event.  Forgotten during initial sampling on 8/9/06.
TB-4 8/16/2006 Make-up Water TDS 72 mg/L S608353 Resampling event.  Forgotten during initial sampling on 8/9/06.
TB-4 8/16/2006 Make-up Water TSS ND mg/L S608353 Resampling event.  Forgotten during initial sampling on 8/9/06.
HT-3 8/16/2006 Sump Water TDS 1800 mg/L S608353 Resampling event.  Forgotten during initial sampling on 8/9/06.
HT-3 8/16/2006 Sump Water TSS ND mg/L S608353 Resampling event.  Forgotten during initial sampling on 8/9/06.
HT-4 8/16/2006 Make-up Water TDS 200 mg/L S608353 Resampling event.  Forgotten during initial sampling on 8/9/06.
HT-4 8/16/2006 Make-up Water TSS ND mg/L S608353 Resampling event.  Forgotten during initial sampling on 8/9/06.
EQ-3 8/16/2006 Sump Water TDS 1100 mg/L S608353 Resampling event.  Forgotten during initial sampling on 8/9/06.
EQ-3 8/16/2006 Sump Water TSS ND mg/L S608353 Resampling event.  Forgotten during initial sampling on 8/9/06.
EQ-4 8/16/2006 Make-up Water TDS 190 mg/L S608353 Resampling event.  Forgotten during initial sampling on 8/9/06.
EQ-4 8/16/2006 Make-up Water TSS ND mg/L S608353 Resampling event.  Forgotten during initial sampling on 8/9/06.
TB-3 8/16/2006 Sump Water HPC 1700 CFU/ml S608376 Resampling event.  Holding time was exceeded on 8/9/06.
TB-4 8/16/2006 Make-up Water HPC ND CFU/ml S608376 Resampling event.  Holding time was exceeded on 8/9/06.
HT-3 8/16/2006 Sump Water HPC 74000 CFU/ml S608376 Resampling event.  Holding time was exceeded on 8/9/06.
HT-4 8/16/2006 Make-up Water HPC ND CFU/ml S608376 Resampling event.  Holding time was exceeded on 8/9/06.
EQ-3 8/16/2006 Sump Water HPC 19000 CFU/ml S608376 Resampling event.  Holding time was exceeded on 8/9/06.
EQ-4 8/16/2006 Make-up Water HPC ND CFU/ml S608376 Resampling event.  Holding time was exceeded on 8/9/06.
TB-5 9/5/2006 Make-up Water HPC ND CFU/ml S609057
TB-6 9/5/2006 Sump Water HPC 1600 CFU/ml S609057
HT-5 9/5/2006 Sump Water HPC 59000 CFU/ml S609057
HT-6 9/5/2006 Make-up Water HPC 1000 CFU/ml S609057
EQ-5 9/5/2006 Sump Water HPC 30000 CFU/ml S609057
EQ-6 9/5/2006 Make-up Water HPC 1 CFU/ml S609057
TB-1 8/9/2006 Sump Water Calcium 42 mg/L S608217
TB-1 8/9/2006 Sump Water Copper 23 ug/L S608217
TB-1 8/9/2006 Sump Water Iron 0.52 mg/L S608217
TB-1 8/9/2006 Sump Water Magnesium 9 mg/L S608217
TB-1 8/9/2006 Sump Water Nickel 6.3 ug/L S608217
TB-1 8/9/2006 Sump Water Potassium 5 mg/L S608217
TB-1 8/9/2006 Sump Water Silicon 49 mg/L as silica S608217
TB-1 8/9/2006 Sump Water Sodium 53 mg/L S608217
TB-1 8/9/2006 Sump Water Zinc 270 ug/L S608217
TB-2 8/9/2006 Make-up Water Calcium 4.6 mg/L S608217
TB-2 8/9/2006 Make-up Water Copper 2.8 ug/L S608217
TB-2 8/9/2006 Make-up Water Iron ND mg/L S608217
TB-2 8/9/2006 Make-up Water Magnesium 0.78 mg/L S608217
TB-2 8/9/2006 Make-up Water Nickel ND ug/L S608217
TB-2 8/9/2006 Make-up Water Potassium ND mg/L S608217
TB-2 8/9/2006 Make-up Water Silicon 8.9 mg/L as silica S608217
TB-2 8/9/2006 Make-up Water Sodium 5.5 mg/L S608217
TB-2 8/9/2006 Make-up Water Zinc 20 ug/L S608217
HT-1 8/9/2006 Sump Water Calcium 120 mg/L S608217
HT-1 8/9/2006 Sump Water Copper 140 ug/L S608217
HT-1 8/9/2006 Sump Water Iron 0.28 mg/L S608217
HT-1 8/9/2006 Sump Water Magnesium 87 mg/L S608217
HT-1 8/9/2006 Sump Water Nickel 3.2 ug/L S608217
HT-1 8/9/2006 Sump Water Potassium 22 mg/L S608217
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HT-1 8/9/2006 Sump Water Silicon 130 mg/L as silica S608217
HT-1 8/9/2006 Sump Water Sodium 380 mg/L S608217
HT-1 8/9/2006 Sump Water Zinc 75 ug/L S608217
HT-2 8/9/2006 Make-up Water Calcium 13 mg/L S608217
HT-2 8/9/2006 Make-up Water Copper 8.7 ug/L S608217
HT-2 8/9/2006 Make-up Water Iron ND mg/L S608217
HT-2 8/9/2006 Make-up Water Magnesium 7.1 mg/L S608217
HT-2 8/9/2006 Make-up Water Nickel ND ug/L S608217
HT-2 8/9/2006 Make-up Water Potassium 1.5 mg/L S608217
HT-2 8/9/2006 Make-up Water Silicon 12 mg/L as silica S608217
HT-2 8/9/2006 Make-up Water Sodium 28 mg/L S608217
HT-2 8/9/2006 Make-up Water Zinc 65 ug/L S608217
EQ-1 8/9/2006 Sump Water Calcium 110 mg/L S608217
EQ-1 8/9/2006 Sump Water Copper 39 ug/L S608217
EQ-1 8/9/2006 Sump Water Iron ND mg/L S608217
EQ-1 8/9/2006 Sump Water Magnesium 87 mg/L S608217
EQ-1 8/9/2006 Sump Water Nickel 4.1 ug/L S608217
EQ-1 8/9/2006 Sump Water Potassium 18 mg/L S608217
EQ-1 8/9/2006 Sump Water Silicon 120 mg/L as silica S608217
EQ-1 8/9/2006 Sump Water Sodium 340 mg/L S608217
EQ-1 8/9/2006 Sump Water Zinc 27 ug/L S608217
EQ-2 8/9/2006 Make-up Water Calcium 13 mg/L S608217
EQ-2 8/9/2006 Make-up Water Copper 33 ug/L S608217
EQ-2 8/9/2006 Make-up Water Iron ND mg/L S608217
EQ-2 8/9/2006 Make-up Water Magnesium 7.1 mg/L S608217
EQ-2 8/9/2006 Make-up Water Nickel 7.9 ug/L S608217
EQ-2 8/9/2006 Make-up Water Potassium 1.4 mg/L S608217
EQ-2 8/9/2006 Make-up Water Silicon 12 mg/L as silica S608217
EQ-2 8/9/2006 Make-up Water Sodium 27 mg/L S608217
EQ-2 8/9/2006 Make-up Water Zinc 120 ug/L S608217
TB-1 8/9/2006 Sump Water Hardness (as CacO3) 100 mg/L S608217
TB-2 8/9/2006 Make-up Water Hardness (as CacO3) 12 mg/L S608217
HT-1 8/9/2006 Sump Water Hardness (as CacO3) 300 mg/L S608217
HT-2 8/9/2006 Make-up Water Hardness (as CacO3) 32 mg/L S608217
EQ-1 8/9/2006 Sump Water Hardness (as CacO3) 270 mg/L S608217
EQ-2 8/9/2006 Make-up Water Hardness (as CacO3) 33 mg/L S608217
TB-1 8/9/2006 Sump Water Benzene ND ug/L S608217
TB-1 8/9/2006 Sump Water Bromobenzene ND ug/L S608217
TB-1 8/9/2006 Sump Water Bromochloromethane ND ug/L S608217
TB-1 8/9/2006 Sump Water Bromodichloromethane ND ug/L S608217
TB-1 8/9/2006 Sump Water Bromoform ND ug/L S608217
TB-1 8/9/2006 Sump Water Bromomethane ND ug/L S608217
TB-1 8/9/2006 Sump Water n-Butylbenzene ND ug/L S608217
TB-1 8/9/2006 Sump Water sec-Butylbenzene ND ug/L S608217
TB-1 8/9/2006 Sump Water tert-Butylbenzene ND ug/L S608217
TB-1 8/9/2006 Sump Water Carbon tetrachloride ND ug/L S608217
TB-1 8/9/2006 Sump Water Chlorobenzene ND ug/L S608217
TB-1 8/9/2006 Sump Water Chloroethane ND ug/L S608217
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TB-1 8/9/2006 Sump Water Chloroform ND ug/L S608217
TB-1 8/9/2006 Sump Water Chloromethane ND ug/L S608217
TB-1 8/9/2006 Sump Water 2-Chlorotoluene ND ug/L S608217
TB-1 8/9/2006 Sump Water 4-Chlorotoluene ND ug/L S608217
TB-1 8/9/2006 Sump Water Dibromochloromethane ND ug/L S608217
TB-1 8/9/2006 Sump Water 1,2-Dibromoethane (EDB) ND ug/L S608217
TB-1 8/9/2006 Sump Water Dibromomethane ND ug/L S608217
TB-1 8/9/2006 Sump Water 1,2-Dibromo-3-chloropropane ND ug/L S608217
TB-1 8/9/2006 Sump Water 1,2-Dichlorobenzene ND ug/L S608217
TB-1 8/9/2006 Sump Water 1,3-Dichlorobenzene ND ug/L S608217
TB-1 8/9/2006 Sump Water 1,4-Dichlorobenzene ND ug/L S608217
TB-1 8/9/2006 Sump Water Dichlorodifluoromethane ND ug/L S608217
TB-1 8/9/2006 Sump Water 1,1-Dichloroethane ND ug/L S608217
TB-1 8/9/2006 Sump Water 1,2-Dichloroethane ND ug/L S608217
TB-1 8/9/2006 Sump Water 1,1-Dichloroethene ND ug/L S608217
TB-1 8/9/2006 Sump Water cis-1,2-Dichloroethene ND ug/L S608217
TB-1 8/9/2006 Sump Water trans-1,2-Dichloroethene ND ug/L S608217
TB-1 8/9/2006 Sump Water 1,2-Dichloropropane ND ug/L S608217
TB-1 8/9/2006 Sump Water 1,3-Dichloropropane ND ug/L S608217
TB-1 8/9/2006 Sump Water 2,2-Dichloropropane ND ug/L S608217
TB-1 8/9/2006 Sump Water 1,1-Dichloropropene ND ug/L S608217
TB-1 8/9/2006 Sump Water Ethylbenzene ND ug/L S608217
TB-1 8/9/2006 Sump Water Hexachlorobutadiene ND ug/L S608217
TB-1 8/9/2006 Sump Water Isopropylbenzene ND ug/L S608217
TB-1 8/9/2006 Sump Water p-Isopropyltoluene ND ug/L S608217
TB-1 8/9/2006 Sump Water Methylene chloride ND ug/L S608217
TB-1 8/9/2006 Sump Water Methyl tert-butyl ether ND ug/L S608217
TB-1 8/9/2006 Sump Water Naphthalene ND ug/L S608217
TB-1 8/9/2006 Sump Water n-Propylbenzene ND ug/L S608217
TB-1 8/9/2006 Sump Water Styrene ND ug/L S608217
TB-1 8/9/2006 Sump Water 1,1,1,2-Tetrachloroethane ND ug/L S608217
TB-1 8/9/2006 Sump Water 1,1,2,2-Tetrachloroethane ND ug/L S608217
TB-1 8/9/2006 Sump Water Tetrachloroethene ND ug/L S608217
TB-1 8/9/2006 Sump Water Toluene ND ug/L S608217
TB-1 8/9/2006 Sump Water 1,2,3-Trichlorobenzene ND ug/L S608217
TB-1 8/9/2006 Sump Water 1,2,4-Trichlorobenzene ND ug/L S608217
TB-1 8/9/2006 Sump Water 1,1,1-Trichloroethane ND ug/L S608217
TB-1 8/9/2006 Sump Water 1,1,2-Trichloroethane ND ug/L S608217
TB-1 8/9/2006 Sump Water Trichloroethene ND ug/L S608217
TB-1 8/9/2006 Sump Water Trichlorofluoromethane ND ug/L S608217
TB-1 8/9/2006 Sump Water 1,2,3-Trichloropropane ND ug/L S608217
TB-1 8/9/2006 Sump Water 1,2,4-Trimethylbenzene ND ug/L S608217
TB-1 8/9/2006 Sump Water 1,3,5-Trimethylbenzene ND ug/L S608217
TB-1 8/9/2006 Sump Water Vinyl chloride ND ug/L S608217
TB-1 8/9/2006 Sump Water  Xylenes (total) ND ug/L S608217
TB-2 8/9/2006 Make-up Water Benzene ND ug/L S608217
TB-2 8/9/2006 Make-up Water Bromobenzene ND ug/L S608217
TB-2 8/9/2006 Make-up Water Bromochloromethane ND ug/L S608217
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TB-2 8/9/2006 Make-up Water Bromodichloromethane 1.2 ug/L S608217
TB-2 8/9/2006 Make-up Water Bromoform ND ug/L S608217
TB-2 8/9/2006 Make-up Water Bromomethane ND ug/L S608217
TB-2 8/9/2006 Make-up Water n-Butylbenzene ND ug/L S608217
TB-2 8/9/2006 Make-up Water sec-Butylbenzene ND ug/L S608217
TB-2 8/9/2006 Make-up Water tert-Butylbenzene ND ug/L S608217
TB-2 8/9/2006 Make-up Water Carbon tetrachloride ND ug/L S608217
TB-2 8/9/2006 Make-up Water Chlorobenzene ND ug/L S608217
TB-2 8/9/2006 Make-up Water Chloroethane ND ug/L S608217
TB-2 8/9/2006 Make-up Water Chloroform 49 ug/L S608217
TB-2 8/9/2006 Make-up Water Chloromethane ND ug/L S608217
TB-2 8/9/2006 Make-up Water 2-Chlorotoluene ND ug/L S608217
TB-2 8/9/2006 Make-up Water 4-Chlorotoluene ND ug/L S608217
TB-2 8/9/2006 Make-up Water Dibromochloromethane 0.62 ug/L S608217
TB-2 8/9/2006 Make-up Water 1,2-Dibromoethane (EDB) ND ug/L S608217
TB-2 8/9/2006 Make-up Water Dibromomethane ND ug/L S608217
TB-2 8/9/2006 Make-up Water 1,2-Dibromo-3-chloropropane ND ug/L S608217
TB-2 8/9/2006 Make-up Water 1,2-Dichlorobenzene ND ug/L S608217
TB-2 8/9/2006 Make-up Water 1,3-Dichlorobenzene ND ug/L S608217
TB-2 8/9/2006 Make-up Water 1,4-Dichlorobenzene ND ug/L S608217
TB-2 8/9/2006 Make-up Water Dichlorodifluoromethane ND ug/L S608217
TB-2 8/9/2006 Make-up Water 1,1-Dichloroethane ND ug/L S608217
TB-2 8/9/2006 Make-up Water 1,2-Dichloroethane ND ug/L S608217
TB-2 8/9/2006 Make-up Water 1,1-Dichloroethene ND ug/L S608217
TB-2 8/9/2006 Make-up Water cis-1,2-Dichloroethene ND ug/L S608217
TB-2 8/9/2006 Make-up Water trans-1,2-Dichloroethene ND ug/L S608217
TB-2 8/9/2006 Make-up Water 1,2-Dichloropropane ND ug/L S608217
TB-2 8/9/2006 Make-up Water 1,3-Dichloropropane ND ug/L S608217
TB-2 8/9/2006 Make-up Water 2,2-Dichloropropane ND ug/L S608217
TB-2 8/9/2006 Make-up Water 1,1-Dichloropropene ND ug/L S608217
TB-2 8/9/2006 Make-up Water Ethylbenzene ND ug/L S608217
TB-2 8/9/2006 Make-up Water Hexachlorobutadiene ND ug/L S608217
TB-2 8/9/2006 Make-up Water Isopropylbenzene ND ug/L S608217
TB-2 8/9/2006 Make-up Water p-Isopropyltoluene ND ug/L S608217
TB-2 8/9/2006 Make-up Water Methylene chloride ND ug/L S608217
TB-2 8/9/2006 Make-up Water Methyl tert-butyl ether ND ug/L S608217
TB-2 8/9/2006 Make-up Water Naphthalene ND ug/L S608217
TB-2 8/9/2006 Make-up Water n-Propylbenzene ND ug/L S608217
TB-2 8/9/2006 Make-up Water Styrene ND ug/L S608217
TB-2 8/9/2006 Make-up Water 1,1,1,2-Tetrachloroethane ND ug/L S608217
TB-2 8/9/2006 Make-up Water 1,1,2,2-Tetrachloroethane ND ug/L S608217
TB-2 8/9/2006 Make-up Water Tetrachloroethene ND ug/L S608217
TB-2 8/9/2006 Make-up Water Toluene ND ug/L S608217
TB-2 8/9/2006 Make-up Water 1,2,3-Trichlorobenzene ND ug/L S608217
TB-2 8/9/2006 Make-up Water 1,2,4-Trichlorobenzene ND ug/L S608217
TB-2 8/9/2006 Make-up Water 1,1,1-Trichloroethane ND ug/L S608217
TB-2 8/9/2006 Make-up Water 1,1,2-Trichloroethane ND ug/L S608217
TB-2 8/9/2006 Make-up Water Trichloroethene ND ug/L S608217
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TB-2 8/9/2006 Make-up Water Trichlorofluoromethane ND ug/L S608217
TB-2 8/9/2006 Make-up Water 1,2,3-Trichloropropane ND ug/L S608217
TB-2 8/9/2006 Make-up Water 1,2,4-Trimethylbenzene ND ug/L S608217
TB-2 8/9/2006 Make-up Water 1,3,5-Trimethylbenzene ND ug/L S608217
TB-2 8/9/2006 Make-up Water Vinyl chloride ND ug/L S608217
TB-2 8/9/2006 Make-up Water  Xylenes (total) ND ug/L S608217
HT-1 8/9/2006 Sump Water Benzene ND ug/L S608217
HT-1 8/9/2006 Sump Water Bromobenzene ND ug/L S608217
HT-1 8/9/2006 Sump Water Bromochloromethane ND ug/L S608217
HT-1 8/9/2006 Sump Water Bromodichloromethane ND ug/L S608217
HT-1 8/9/2006 Sump Water Bromoform ND ug/L S608217
HT-1 8/9/2006 Sump Water Bromomethane ND ug/L S608217
HT-1 8/9/2006 Sump Water n-Butylbenzene ND ug/L S608217
HT-1 8/9/2006 Sump Water sec-Butylbenzene ND ug/L S608217
HT-1 8/9/2006 Sump Water tert-Butylbenzene ND ug/L S608217
HT-1 8/9/2006 Sump Water Carbon tetrachloride ND ug/L S608217
HT-1 8/9/2006 Sump Water Chlorobenzene ND ug/L S608217
HT-1 8/9/2006 Sump Water Chloroethane ND ug/L S608217
HT-1 8/9/2006 Sump Water Chloroform ND ug/L S608217
HT-1 8/9/2006 Sump Water Chloromethane ND ug/L S608217
HT-1 8/9/2006 Sump Water 2-Chlorotoluene ND ug/L S608217
HT-1 8/9/2006 Sump Water 4-Chlorotoluene ND ug/L S608217
HT-1 8/9/2006 Sump Water Dibromochloromethane ND ug/L S608217
HT-1 8/9/2006 Sump Water 1,2-Dibromoethane (EDB) ND ug/L S608217
HT-1 8/9/2006 Sump Water Dibromomethane ND ug/L S608217
HT-1 8/9/2006 Sump Water 1,2-Dibromo-3-chloropropane ND ug/L S608217
HT-1 8/9/2006 Sump Water 1,2-Dichlorobenzene ND ug/L S608217
HT-1 8/9/2006 Sump Water 1,3-Dichlorobenzene ND ug/L S608217
HT-1 8/9/2006 Sump Water 1,4-Dichlorobenzene ND ug/L S608217
HT-1 8/9/2006 Sump Water Dichlorodifluoromethane ND ug/L S608217
HT-1 8/9/2006 Sump Water 1,1-Dichloroethane ND ug/L S608217
HT-1 8/9/2006 Sump Water 1,2-Dichloroethane ND ug/L S608217
HT-1 8/9/2006 Sump Water 1,1-Dichloroethene ND ug/L S608217
HT-1 8/9/2006 Sump Water cis-1,2-Dichloroethene ND ug/L S608217
HT-1 8/9/2006 Sump Water trans-1,2-Dichloroethene ND ug/L S608217
HT-1 8/9/2006 Sump Water 1,2-Dichloropropane ND ug/L S608217
HT-1 8/9/2006 Sump Water 1,3-Dichloropropane ND ug/L S608217
HT-1 8/9/2006 Sump Water 2,2-Dichloropropane ND ug/L S608217
HT-1 8/9/2006 Sump Water 1,1-Dichloropropene ND ug/L S608217
HT-1 8/9/2006 Sump Water Ethylbenzene ND ug/L S608217
HT-1 8/9/2006 Sump Water Hexachlorobutadiene ND ug/L S608217
HT-1 8/9/2006 Sump Water Isopropylbenzene ND ug/L S608217
HT-1 8/9/2006 Sump Water p-Isopropyltoluene ND ug/L S608217
HT-1 8/9/2006 Sump Water Methylene chloride ND ug/L S608217
HT-1 8/9/2006 Sump Water Methyl tert-butyl ether ND ug/L S608217
HT-1 8/9/2006 Sump Water Naphthalene ND ug/L S608217
HT-1 8/9/2006 Sump Water n-Propylbenzene ND ug/L S608217
HT-1 8/9/2006 Sump Water Styrene ND ug/L S608217
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HT-1 8/9/2006 Sump Water 1,1,1,2-Tetrachloroethane ND ug/L S608217
HT-1 8/9/2006 Sump Water 1,1,2,2-Tetrachloroethane ND ug/L S608217
HT-1 8/9/2006 Sump Water Tetrachloroethene ND ug/L S608217
HT-1 8/9/2006 Sump Water Toluene ND ug/L S608217
HT-1 8/9/2006 Sump Water 1,2,3-Trichlorobenzene ND ug/L S608217
HT-1 8/9/2006 Sump Water 1,2,4-Trichlorobenzene ND ug/L S608217
HT-1 8/9/2006 Sump Water 1,1,1-Trichloroethane ND ug/L S608217
HT-1 8/9/2006 Sump Water 1,1,2-Trichloroethane ND ug/L S608217
HT-1 8/9/2006 Sump Water Trichloroethene ND ug/L S608217
HT-1 8/9/2006 Sump Water Trichlorofluoromethane ND ug/L S608217
HT-1 8/9/2006 Sump Water 1,2,3-Trichloropropane ND ug/L S608217
HT-1 8/9/2006 Sump Water 1,2,4-Trimethylbenzene ND ug/L S608217
HT-1 8/9/2006 Sump Water 1,3,5-Trimethylbenzene ND ug/L S608217
HT-1 8/9/2006 Sump Water Vinyl chloride ND ug/L S608217
HT-1 8/9/2006 Sump Water  Xylenes (total) ND ug/L S608217
HT-2 8/9/2006 Make-up Water Benzene ND ug/L S608217
HT-2 8/9/2006 Make-up Water Bromobenzene ND ug/L S608217
HT-2 8/9/2006 Make-up Water Bromochloromethane ND ug/L S608217
HT-2 8/9/2006 Make-up Water Bromodichloromethane 13 ug/L S608217
HT-2 8/9/2006 Make-up Water Bromoform 1.8 ug/L S608217
HT-2 8/9/2006 Make-up Water Bromomethane ND ug/L S608217
HT-2 8/9/2006 Make-up Water n-Butylbenzene ND ug/L S608217
HT-2 8/9/2006 Make-up Water sec-Butylbenzene ND ug/L S608217
HT-2 8/9/2006 Make-up Water tert-Butylbenzene ND ug/L S608217
HT-2 8/9/2006 Make-up Water Carbon tetrachloride ND ug/L S608217
HT-2 8/9/2006 Make-up Water Chlorobenzene ND ug/L S608217
HT-2 8/9/2006 Make-up Water Chloroethane ND ug/L S608217
HT-2 8/9/2006 Make-up Water Chloroform 19 ug/L S608217
HT-2 8/9/2006 Make-up Water Chloromethane ND ug/L S608217
HT-2 8/9/2006 Make-up Water 2-Chlorotoluene ND ug/L S608217
HT-2 8/9/2006 Make-up Water 4-Chlorotoluene ND ug/L S608217
HT-2 8/9/2006 Make-up Water Dibromochloromethane 7.3 ug/L S608217
HT-2 8/9/2006 Make-up Water 1,2-Dibromoethane (EDB) ND ug/L S608217
HT-2 8/9/2006 Make-up Water Dibromomethane ND ug/L S608217
HT-2 8/9/2006 Make-up Water 1,2-Dibromo-3-chloropropane ND ug/L S608217
HT-2 8/9/2006 Make-up Water 1,2-Dichlorobenzene ND ug/L S608217
HT-2 8/9/2006 Make-up Water 1,3-Dichlorobenzene ND ug/L S608217
HT-2 8/9/2006 Make-up Water 1,4-Dichlorobenzene ND ug/L S608217
HT-2 8/9/2006 Make-up Water Dichlorodifluoromethane ND ug/L S608217
HT-2 8/9/2006 Make-up Water 1,1-Dichloroethane ND ug/L S608217
HT-2 8/9/2006 Make-up Water 1,2-Dichloroethane ND ug/L S608217
HT-2 8/9/2006 Make-up Water 1,1-Dichloroethene ND ug/L S608217
HT-2 8/9/2006 Make-up Water cis-1,2-Dichloroethene ND ug/L S608217
HT-2 8/9/2006 Make-up Water trans-1,2-Dichloroethene ND ug/L S608217
HT-2 8/9/2006 Make-up Water 1,2-Dichloropropane ND ug/L S608217
HT-2 8/9/2006 Make-up Water 1,3-Dichloropropane ND ug/L S608217
HT-2 8/9/2006 Make-up Water 2,2-Dichloropropane ND ug/L S608217
HT-2 8/9/2006 Make-up Water 1,1-Dichloropropene ND ug/L S608217
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HT-2 8/9/2006 Make-up Water Ethylbenzene ND ug/L S608217
HT-2 8/9/2006 Make-up Water Hexachlorobutadiene ND ug/L S608217
HT-2 8/9/2006 Make-up Water Isopropylbenzene ND ug/L S608217
HT-2 8/9/2006 Make-up Water p-Isopropyltoluene ND ug/L S608217
HT-2 8/9/2006 Make-up Water Methylene chloride ND ug/L S608217
HT-2 8/9/2006 Make-up Water Methyl tert-butyl ether ND ug/L S608217
HT-2 8/9/2006 Make-up Water Naphthalene ND ug/L S608217
HT-2 8/9/2006 Make-up Water n-Propylbenzene ND ug/L S608217
HT-2 8/9/2006 Make-up Water Styrene ND ug/L S608217
HT-2 8/9/2006 Make-up Water 1,1,1,2-Tetrachloroethane ND ug/L S608217
HT-2 8/9/2006 Make-up Water 1,1,2,2-Tetrachloroethane ND ug/L S608217
HT-2 8/9/2006 Make-up Water Tetrachloroethene ND ug/L S608217
HT-2 8/9/2006 Make-up Water Toluene ND ug/L S608217
HT-2 8/9/2006 Make-up Water 1,2,3-Trichlorobenzene ND ug/L S608217
HT-2 8/9/2006 Make-up Water 1,2,4-Trichlorobenzene ND ug/L S608217
HT-2 8/9/2006 Make-up Water 1,1,1-Trichloroethane ND ug/L S608217
HT-2 8/9/2006 Make-up Water 1,1,2-Trichloroethane ND ug/L S608217
HT-2 8/9/2006 Make-up Water Trichloroethene ND ug/L S608217
HT-2 8/9/2006 Make-up Water Trichlorofluoromethane ND ug/L S608217
HT-2 8/9/2006 Make-up Water 1,2,3-Trichloropropane ND ug/L S608217
HT-2 8/9/2006 Make-up Water 1,2,4-Trimethylbenzene ND ug/L S608217
HT-2 8/9/2006 Make-up Water 1,3,5-Trimethylbenzene ND ug/L S608217
HT-2 8/9/2006 Make-up Water Vinyl chloride ND ug/L S608217
HT-2 8/9/2006 Make-up Water  Xylenes (total) ND ug/L S608217
EQ-1 8/9/2006 Sump Water Benzene ND ug/L S608217
EQ-1 8/9/2006 Sump Water Bromobenzene ND ug/L S608217
EQ-1 8/9/2006 Sump Water Bromochloromethane ND ug/L S608217
EQ-1 8/9/2006 Sump Water Bromodichloromethane ND ug/L S608217
EQ-1 8/9/2006 Sump Water Bromoform ND ug/L S608217
EQ-1 8/9/2006 Sump Water Bromomethane ND ug/L S608217
EQ-1 8/9/2006 Sump Water n-Butylbenzene ND ug/L S608217
EQ-1 8/9/2006 Sump Water sec-Butylbenzene ND ug/L S608217
EQ-1 8/9/2006 Sump Water tert-Butylbenzene ND ug/L S608217
EQ-1 8/9/2006 Sump Water Carbon tetrachloride ND ug/L S608217
EQ-1 8/9/2006 Sump Water Chlorobenzene ND ug/L S608217
EQ-1 8/9/2006 Sump Water Chloroethane ND ug/L S608217
EQ-1 8/9/2006 Sump Water Chloroform ND ug/L S608217
EQ-1 8/9/2006 Sump Water Chloromethane ND ug/L S608217
EQ-1 8/9/2006 Sump Water 2-Chlorotoluene ND ug/L S608217
EQ-1 8/9/2006 Sump Water 4-Chlorotoluene ND ug/L S608217
EQ-1 8/9/2006 Sump Water Dibromochloromethane ND ug/L S608217
EQ-1 8/9/2006 Sump Water 1,2-Dibromoethane (EDB) ND ug/L S608217
EQ-1 8/9/2006 Sump Water Dibromomethane ND ug/L S608217
EQ-1 8/9/2006 Sump Water 1,2-Dibromo-3-chloropropane ND ug/L S608217
EQ-1 8/9/2006 Sump Water 1,2-Dichlorobenzene ND ug/L S608217
EQ-1 8/9/2006 Sump Water 1,3-Dichlorobenzene ND ug/L S608217
EQ-1 8/9/2006 Sump Water 1,4-Dichlorobenzene ND ug/L S608217
EQ-1 8/9/2006 Sump Water Dichlorodifluoromethane ND ug/L S608217
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EQ-1 8/9/2006 Sump Water 1,1-Dichloroethane ND ug/L S608217
EQ-1 8/9/2006 Sump Water 1,2-Dichloroethane ND ug/L S608217
EQ-1 8/9/2006 Sump Water 1,1-Dichloroethene ND ug/L S608217
EQ-1 8/9/2006 Sump Water cis-1,2-Dichloroethene ND ug/L S608217
EQ-1 8/9/2006 Sump Water trans-1,2-Dichloroethene ND ug/L S608217
EQ-1 8/9/2006 Sump Water 1,2-Dichloropropane ND ug/L S608217
EQ-1 8/9/2006 Sump Water 1,3-Dichloropropane ND ug/L S608217
EQ-1 8/9/2006 Sump Water 2,2-Dichloropropane ND ug/L S608217
EQ-1 8/9/2006 Sump Water 1,1-Dichloropropene ND ug/L S608217
EQ-1 8/9/2006 Sump Water Ethylbenzene ND ug/L S608217
EQ-1 8/9/2006 Sump Water Hexachlorobutadiene ND ug/L S608217
EQ-1 8/9/2006 Sump Water Isopropylbenzene ND ug/L S608217
EQ-1 8/9/2006 Sump Water p-Isopropyltoluene ND ug/L S608217
EQ-1 8/9/2006 Sump Water Methylene chloride ND ug/L S608217
EQ-1 8/9/2006 Sump Water Methyl tert-butyl ether ND ug/L S608217
EQ-1 8/9/2006 Sump Water Naphthalene ND ug/L S608217
EQ-1 8/9/2006 Sump Water n-Propylbenzene ND ug/L S608217
EQ-1 8/9/2006 Sump Water Styrene ND ug/L S608217
EQ-1 8/9/2006 Sump Water 1,1,1,2-Tetrachloroethane ND ug/L S608217
EQ-1 8/9/2006 Sump Water 1,1,2,2-Tetrachloroethane ND ug/L S608217
EQ-1 8/9/2006 Sump Water Tetrachloroethene ND ug/L S608217
EQ-1 8/9/2006 Sump Water Toluene ND ug/L S608217
EQ-1 8/9/2006 Sump Water 1,2,3-Trichlorobenzene ND ug/L S608217
EQ-1 8/9/2006 Sump Water 1,2,4-Trichlorobenzene ND ug/L S608217
EQ-1 8/9/2006 Sump Water 1,1,1-Trichloroethane ND ug/L S608217
EQ-1 8/9/2006 Sump Water 1,1,2-Trichloroethane ND ug/L S608217
EQ-1 8/9/2006 Sump Water Trichloroethene ND ug/L S608217
EQ-1 8/9/2006 Sump Water Trichlorofluoromethane ND ug/L S608217
EQ-1 8/9/2006 Sump Water 1,2,3-Trichloropropane ND ug/L S608217
EQ-1 8/9/2006 Sump Water 1,2,4-Trimethylbenzene ND ug/L S608217
EQ-1 8/9/2006 Sump Water 1,3,5-Trimethylbenzene ND ug/L S608217
EQ-1 8/9/2006 Sump Water Vinyl chloride ND ug/L S608217
EQ-1 8/9/2006 Sump Water  Xylenes (total) ND ug/L S608217
EQ-2 8/9/2006 Make-up Water Benzene ND ug/L S608217
EQ-2 8/9/2006 Make-up Water Bromobenzene ND ug/L S608217
EQ-2 8/9/2006 Make-up Water Bromochloromethane ND ug/L S608217
EQ-2 8/9/2006 Make-up Water Bromodichloromethane 10 ug/L S608217
EQ-2 8/9/2006 Make-up Water Bromoform 2.3 ug/L S608217
EQ-2 8/9/2006 Make-up Water Bromomethane ND ug/L S608217
EQ-2 8/9/2006 Make-up Water n-Butylbenzene ND ug/L S608217
EQ-2 8/9/2006 Make-up Water sec-Butylbenzene ND ug/L S608217
EQ-2 8/9/2006 Make-up Water tert-Butylbenzene ND ug/L S608217
EQ-2 8/9/2006 Make-up Water Carbon tetrachloride ND ug/L S608217
EQ-2 8/9/2006 Make-up Water Chlorobenzene ND ug/L S608217
EQ-2 8/9/2006 Make-up Water Chloroethane ND ug/L S608217
EQ-2 8/9/2006 Make-up Water Chloroform 12 ug/L S608217
EQ-2 8/9/2006 Make-up Water Chloromethane ND ug/L S608217
EQ-2 8/9/2006 Make-up Water 2-Chlorotoluene ND ug/L S608217
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EQ-2 8/9/2006 Make-up Water 4-Chlorotoluene ND ug/L S608217
EQ-2 8/9/2006 Make-up Water Dibromochloromethane 6.3 ug/L S608217
EQ-2 8/9/2006 Make-up Water 1,2-Dibromoethane (EDB) ND ug/L S608217
EQ-2 8/9/2006 Make-up Water Dibromomethane ND ug/L S608217
EQ-2 8/9/2006 Make-up Water 1,2-Dibromo-3-chloropropane ND ug/L S608217
EQ-2 8/9/2006 Make-up Water 1,2-Dichlorobenzene ND ug/L S608217
EQ-2 8/9/2006 Make-up Water 1,3-Dichlorobenzene ND ug/L S608217
EQ-2 8/9/2006 Make-up Water 1,4-Dichlorobenzene ND ug/L S608217
EQ-2 8/9/2006 Make-up Water Dichlorodifluoromethane ND ug/L S608217
EQ-2 8/9/2006 Make-up Water 1,1-Dichloroethane ND ug/L S608217
EQ-2 8/9/2006 Make-up Water 1,2-Dichloroethane ND ug/L S608217
EQ-2 8/9/2006 Make-up Water 1,1-Dichloroethene ND ug/L S608217
EQ-2 8/9/2006 Make-up Water cis-1,2-Dichloroethene ND ug/L S608217
EQ-2 8/9/2006 Make-up Water trans-1,2-Dichloroethene ND ug/L S608217
EQ-2 8/9/2006 Make-up Water 1,2-Dichloropropane ND ug/L S608217
EQ-2 8/9/2006 Make-up Water 1,3-Dichloropropane ND ug/L S608217
EQ-2 8/9/2006 Make-up Water 2,2-Dichloropropane ND ug/L S608217
EQ-2 8/9/2006 Make-up Water 1,1-Dichloropropene ND ug/L S608217
EQ-2 8/9/2006 Make-up Water Ethylbenzene ND ug/L S608217
EQ-2 8/9/2006 Make-up Water Hexachlorobutadiene ND ug/L S608217
EQ-2 8/9/2006 Make-up Water Isopropylbenzene ND ug/L S608217
EQ-2 8/9/2006 Make-up Water p-Isopropyltoluene ND ug/L S608217
EQ-2 8/9/2006 Make-up Water Methylene chloride ND ug/L S608217
EQ-2 8/9/2006 Make-up Water Methyl tert-butyl ether ND ug/L S608217
EQ-2 8/9/2006 Make-up Water Naphthalene ND ug/L S608217
EQ-2 8/9/2006 Make-up Water n-Propylbenzene ND ug/L S608217
EQ-2 8/9/2006 Make-up Water Styrene ND ug/L S608217
EQ-2 8/9/2006 Make-up Water 1,1,1,2-Tetrachloroethane ND ug/L S608217
EQ-2 8/9/2006 Make-up Water 1,1,2,2-Tetrachloroethane ND ug/L S608217
EQ-2 8/9/2006 Make-up Water Tetrachloroethene ND ug/L S608217
EQ-2 8/9/2006 Make-up Water Toluene ND ug/L S608217
EQ-2 8/9/2006 Make-up Water 1,2,3-Trichlorobenzene ND ug/L S608217
EQ-2 8/9/2006 Make-up Water 1,2,4-Trichlorobenzene ND ug/L S608217
EQ-2 8/9/2006 Make-up Water 1,1,1-Trichloroethane ND ug/L S608217
EQ-2 8/9/2006 Make-up Water 1,1,2-Trichloroethane ND ug/L S608217
EQ-2 8/9/2006 Make-up Water Trichloroethene ND ug/L S608217
EQ-2 8/9/2006 Make-up Water Trichlorofluoromethane ND ug/L S608217
EQ-2 8/9/2006 Make-up Water 1,2,3-Trichloropropane ND ug/L S608217
EQ-2 8/9/2006 Make-up Water 1,2,4-Trimethylbenzene ND ug/L S608217
EQ-2 8/9/2006 Make-up Water 1,3,5-Trimethylbenzene ND ug/L S608217
EQ-2 8/9/2006 Make-up Water Vinyl chloride ND ug/L S608217
EQ-2 8/9/2006 Make-up Water  Xylenes (total) ND ug/L S608217
TB-1 8/9/2006 Sump Water Total Alkalinity 140 mg/L S608217
TB-1 8/9/2006 Sump Water Biochemical Oxygen Demand ND mg/L S608217
TB-1 8/9/2006 Sump Water Specific Conductivity 490 umhos/cm S608217
TB-1 8/9/2006 Sump Water pH 8.6 pH units S608217
TB-2 8/9/2006 Make-up Water Total Alkalinity 24 mg/L S608217
TB-2 8/9/2006 Make-up Water Biochemical Oxygen Demand 9.1 mg/L S608217
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TB-2 8/9/2006 Make-up Water Specific Conductivity 56 umhos/cm S608217
TB-2 8/9/2006 Make-up Water pH 8.89 pH units S608217
HT-1 8/9/2006 Sump Water Total Alkalinity 390 mg/L S608217
HT-1 8/9/2006 Sump Water Biochemical Oxygen Demand 37 mg/L S608217
HT-1 8/9/2006 Sump Water Specific Conductivity 2500 umhos/cm S608217
HT-1 8/9/2006 Sump Water pH 9.15 pH units S608217
HT-2 8/9/2006 Make-up Water Total Alkalinity 56 mg/L S608217
HT-2 8/9/2006 Make-up Water Biochemical Oxygen Demand 10 mg/L S608217
HT-2 8/9/2006 Make-up Water Specific Conductivity 260 umhos/cm S608217
HT-2 8/9/2006 Make-up Water pH 7.84 pH units S608217
EQ-1 8/9/2006 Sump Water Total Alkalinity 390 mg/L S608217
EQ-1 8/9/2006 Sump Water Biochemical Oxygen Demand 340 mg/L S608217
EQ-1 8/9/2006 Sump Water Specific Conductivity 2300 umhos/cm S608217
EQ-1 8/9/2006 Sump Water pH 9.05 pH units S608217
EQ-2 8/9/2006 Make-up Water Total Alkalinity 57 mg/L S608217
EQ-2 8/9/2006 Make-up Water Biochemical Oxygen Demand 12 mg/L S608217
EQ-2 8/9/2006 Make-up Water Specific Conductivity 260 umhos/cm S608217
EQ-2 8/9/2006 Make-up Water pH 7.96 pH units S608217
TB-1 8/9/2006 Sump Water Chloride 43 mg/L S608217
TB-1 8/9/2006 Sump Water Fluoride 6.3 mg/L S608217
TB-1 8/9/2006 Sump Water Nitrate as NO3 24 mg/L S608217
TB-1 8/9/2006 Sump Water Phosphate ND mg/L S608217
TB-1 8/9/2006 Sump Water Sulfate as SO4 42 mg/L S608217
TB-2 8/9/2006 Make-up Water Chloride 4.2 mg/L S608217
TB-2 8/9/2006 Make-up Water Fluoride ND mg/L S608217
TB-2 8/9/2006 Make-up Water Nitrate as NO3 ND mg/L S608217
TB-2 8/9/2006 Make-up Water Phosphate ND mg/L S608217
TB-2 8/9/2006 Make-up Water Sulfate as SO4 ND mg/L S608217
HT-1 8/9/2006 Sump Water Chloride 380 mg/L S608217
HT-1 8/9/2006 Sump Water Fluoride ND mg/L S608217
HT-1 8/9/2006 Sump Water Nitrate as NO3 54 mg/L S608217
HT-1 8/9/2006 Sump Water Phosphate ND mg/L S608217
HT-1 8/9/2006 Sump Water Sulfate as SO4 440 mg/L S608217
HT-2 8/9/2006 Make-up Water Chloride 27 mg/L S608217
HT-2 8/9/2006 Make-up Water Fluoride ND mg/L S608217
HT-2 8/9/2006 Make-up Water Nitrate as NO3 1.2 mg/L S608217
HT-2 8/9/2006 Make-up Water Phosphate ND mg/L S608217
HT-2 8/9/2006 Make-up Water Sulfate as SO4 32 mg/L S608217
EQ-1 8/9/2006 Sump Water Chloride 340 mg/L S608217
EQ-1 8/9/2006 Sump Water Fluoride ND mg/L S608217
EQ-1 8/9/2006 Sump Water Nitrate as NO3 55 mg/L S608217
EQ-1 8/9/2006 Sump Water Phosphate ND mg/L S608217
EQ-1 8/9/2006 Sump Water Sulfate as SO4 400 mg/L S608217
EQ-2 8/9/2006 Make-up Water Chloride 26 mg/L S608217
EQ-2 8/9/2006 Make-up Water Fluoride ND mg/L S608217
EQ-2 8/9/2006 Make-up Water Nitrate as NO3 1.5 mg/L S608217
EQ-2 8/9/2006 Make-up Water Phosphate ND mg/L S608217
EQ-2 8/9/2006 Make-up Water Sulfate as SO4 31 mg/L S608217
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TB-1 8/9/2006 Sump Water Total Coliforms DET Present/Absent S608217 Presence/Absence test performed due to exceedance of sample 
hold time.

TB-1 8/9/2006 Sump Water E. Coli. DET Present/Absent S608217 Presence/Absence test performed due to exceedance of sample 
hold time.

TB-2 8/9/2006 Make-up Water Total Coliforms ND Present/Absent S608217 Presence/Absence test performed due to exceedance of sample 
hold time.

TB-2 8/9/2006 Make-up Water E. Coli. ND Present/Absent S608217 Presence/Absence test performed due to exceedance of sample 
hold time.

HT-1 8/9/2006 Sump Water Total Coliforms DET Present/Absent S608217 Presence/Absence test performed due to exceedance of sample 
hold time.

HT-1 8/9/2006 Sump Water E. Coli. ND Present/Absent S608217 Presence/Absence test performed due to exceedance of sample 
hold time.

HT-2 8/9/2006 Make-up Water Total Coliforms ND Present/Absent S608217 Presence/Absence test performed due to exceedance of sample 
hold time.

HT-2 8/9/2006 Make-up Water E. Coli. ND Present/Absent S608217 Presence/Absence test performed due to exceedance of sample 
hold time.

EQ-1 8/9/2006 Sump Water Total Coliforms DET Present/Absent S608217 Presence/Absence test performed due to exceedance of sample 
hold time.

EQ-1 8/9/2006 Sump Water E. Coli. ND Present/Absent S608217 Presence/Absence test performed due to exceedance of sample 
hold time.

EQ-2 8/9/2006 Make-up Water Total Coliforms ND Present/Absent S608217 Presence/Absence test performed due to exceedance of sample 
hold time.

EQ-2 8/9/2006 Make-up Water E. Coli. ND Present/Absent S608217 Presence/Absence test performed due to exceedance of sample 
hold time.

TB-5 9/5/2006 Make-up Water Calcium 9.6 mg/L S609056
TB-5 9/5/2006 Make-up Water Copper 5.3 ug/L S609056
TB-5 9/5/2006 Make-up Water Iron ND mg/L S609056
TB-5 9/5/2006 Make-up Water Magnesium 2.1 mg/L S609056
TB-5 9/5/2006 Make-up Water Nickel ND ug/L S609056
TB-5 9/5/2006 Make-up Water Potassium 1.1 mg/L S609056
TB-5 9/5/2006 Make-up Water Silicon 8.3 mg/L as silica S609056
TB-5 9/5/2006 Make-up Water Sodium 9.5 mg/L S609056
TB-5 9/5/2006 Make-up Water Zinc 100 ug/L S609056
TB-6 9/5/2006 Sump Water Calcium 45 mg/L S609056
TB-6 9/5/2006 Sump Water Copper 17 ug/L S609056
TB-6 9/5/2006 Sump Water Iron 0.092 mg/L S609056
TB-6 9/5/2006 Sump Water Magnesium 9.8 mg/L S609056
TB-6 9/5/2006 Sump Water Nickel ND ug/L S609056
TB-6 9/5/2006 Sump Water Potassium 4.6 mg/L S609056
TB-6 9/5/2006 Sump Water Silicon 26 mg/L as silica S609056
TB-6 9/5/2006 Sump Water Sodium 51 mg/L S609056
TB-6 9/5/2006 Sump Water Zinc 210 ug/L S609056
HT-5 9/5/2006 Sump Water Calcium 79 mg/L S609056
HT-5 9/5/2006 Sump Water Copper 280 ug/L S609056
HT-5 9/5/2006 Sump Water Iron 0.57 mg/L S609056
HT-5 9/5/2006 Sump Water Magnesium 62 mg/L S609056
HT-5 9/5/2006 Sump Water Nickel 2.8 ug/L S609056
HT-5 9/5/2006 Sump Water Potassium 14 mg/L S609056
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HT-5 9/5/2006 Sump Water Silicon 82 mg/L as silica S609056
HT-5 9/5/2006 Sump Water Sodium 230 mg/L S609056
HT-5 9/5/2006 Sump Water Zinc 230 ug/L S609056
HT-6 9/5/2006 Make-up Water Calcium 14 mg/L S609056
HT-6 9/5/2006 Make-up Water Copper 12 ug/L S609056
HT-6 9/5/2006 Make-up Water Iron ND mg/L S609056
HT-6 9/5/2006 Make-up Water Magnesium 8.5 mg/L S609056
HT-6 9/5/2006 Make-up Water Nickel ND ug/L S609056
HT-6 9/5/2006 Make-up Water Potassium 2 mg/L S609056
HT-6 9/5/2006 Make-up Water Silicon 12 mg/L as silica S609056
HT-6 9/5/2006 Make-up Water Sodium 31 mg/L S609056
HT-6 9/5/2006 Make-up Water Zinc ND ug/L S609056
EQ-5 9/5/2006 Sump Water Calcium 110 mg/L S609056
EQ-5 9/5/2006 Sump Water Copper 61 ug/L S609056
EQ-5 9/5/2006 Sump Water Iron 0.07 mg/L S609056
EQ-5 9/5/2006 Sump Water Magnesium 66 mg/L S609056
EQ-5 9/5/2006 Sump Water Nickel ND ug/L S609056
EQ-5 9/5/2006 Sump Water Potassium 14 mg/L S609056
EQ-5 9/5/2006 Sump Water Silicon 88 mg/L as silica S609056
EQ-5 9/5/2006 Sump Water Sodium 240 mg/L S609056
EQ-5 9/5/2006 Sump Water Zinc 59 ug/L S609056
EQ-6 9/5/2006 Make-up Water Calcium 15 mg/L S609056
EQ-6 9/5/2006 Make-up Water Copper 24 ug/L S609056
EQ-6 9/5/2006 Make-up Water Iron ND mg/L S609056
EQ-6 9/5/2006 Make-up Water Magnesium 8.7 mg/L S609056
EQ-6 9/5/2006 Make-up Water Nickel ND ug/L S609056
EQ-6 9/5/2006 Make-up Water Potassium 2.1 mg/L S609056
EQ-6 9/5/2006 Make-up Water Silicon 11 mg/L as silica S609056
EQ-6 9/5/2006 Make-up Water Sodium 30 mg/L S609056
EQ-6 9/5/2006 Make-up Water Zinc ND ug/L S609056
TB-5 9/5/2006 Make-up Water Hardness (as CacO3) 24 mg/L S609056
TB-6 9/5/2006 Sump Water Hardness (as CacO3) 110 mg/L S609056
HT-5 9/5/2006 Sump Water Hardness (as CacO3) 200 mg/L S609056
HT-6 9/5/2006 Make-up Water Hardness (as CacO3) 35 mg/L S609056
EQ-5 9/5/2006 Sump Water Hardness (as CacO3) 260 mg/L S609056
EQ-6 9/5/2006 Make-up Water Hardness (as CacO3) 38 mg/L S609056
TB-5 9/5/2006 Make-up Water Benzene ND ug/L S609056
TB-5 9/5/2006 Make-up Water Bromobenzene ND ug/L S609056
TB-5 9/5/2006 Make-up Water Bromochloromethane ND ug/L S609056
TB-5 9/5/2006 Make-up Water Bromodichloromethane 2.5 ug/L S609056
TB-5 9/5/2006 Make-up Water Bromoform ND ug/L S609056
TB-5 9/5/2006 Make-up Water Bromomethane ND ug/L S609056
TB-5 9/5/2006 Make-up Water n-Butylbenzene ND ug/L S609056
TB-5 9/5/2006 Make-up Water sec-Butylbenzene ND ug/L S609056
TB-5 9/5/2006 Make-up Water tert-Butylbenzene ND ug/L S609056
TB-5 9/5/2006 Make-up Water Carbon tetrachloride ND ug/L S609056
TB-5 9/5/2006 Make-up Water Chlorobenzene ND ug/L S609056
TB-5 9/5/2006 Make-up Water Chloroethane ND ug/L S609056
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TB-5 9/5/2006 Make-up Water Chloroform 41 ug/L S609056
TB-5 9/5/2006 Make-up Water Chloromethane ND ug/L S609056
TB-5 9/5/2006 Make-up Water 2-Chlorotoluene ND ug/L S609056
TB-5 9/5/2006 Make-up Water 4-Chlorotoluene ND ug/L S609056
TB-5 9/5/2006 Make-up Water Dibromochloromethane 0.65 ug/L S609056
TB-5 9/5/2006 Make-up Water 1,2-Dibromoethane (EDB) ND ug/L S609056
TB-5 9/5/2006 Make-up Water Dibromomethane ND ug/L S609056
TB-5 9/5/2006 Make-up Water 1,2-Dibromo-3-chloropropane ND ug/L S609056
TB-5 9/5/2006 Make-up Water 1,2-Dichlorobenzene ND ug/L S609056
TB-5 9/5/2006 Make-up Water 1,3-Dichlorobenzene ND ug/L S609056
TB-5 9/5/2006 Make-up Water 1,4-Dichlorobenzene ND ug/L S609056
TB-5 9/5/2006 Make-up Water Dichlorodifluoromethane ND ug/L S609056
TB-5 9/5/2006 Make-up Water 1,1-Dichloroethane ND ug/L S609056
TB-5 9/5/2006 Make-up Water 1,2-Dichloroethane ND ug/L S609056
TB-5 9/5/2006 Make-up Water 1,1-Dichloroethene ND ug/L S609056
TB-5 9/5/2006 Make-up Water cis-1,2-Dichloroethene ND ug/L S609056
TB-5 9/5/2006 Make-up Water trans-1,2-Dichloroethene ND ug/L S609056
TB-5 9/5/2006 Make-up Water 1,2-Dichloropropane ND ug/L S609056
TB-5 9/5/2006 Make-up Water 1,3-Dichloropropane ND ug/L S609056
TB-5 9/5/2006 Make-up Water 2,2-Dichloropropane ND ug/L S609056
TB-5 9/5/2006 Make-up Water 1,1-Dichloropropene ND ug/L S609056
TB-5 9/5/2006 Make-up Water Ethylbenzene ND ug/L S609056
TB-5 9/5/2006 Make-up Water Hexachlorobutadiene ND ug/L S609056
TB-5 9/5/2006 Make-up Water Isopropylbenzene ND ug/L S609056
TB-5 9/5/2006 Make-up Water p-Isopropyltoluene ND ug/L S609056
TB-5 9/5/2006 Make-up Water Methylene chloride ND ug/L S609056
TB-5 9/5/2006 Make-up Water Methyl tert-butyl ether ND ug/L S609056
TB-5 9/5/2006 Make-up Water Naphthalene ND ug/L S609056
TB-5 9/5/2006 Make-up Water n-Propylbenzene ND ug/L S609056
TB-5 9/5/2006 Make-up Water Styrene ND ug/L S609056
TB-5 9/5/2006 Make-up Water 1,1,1,2-Tetrachloroethane ND ug/L S609056
TB-5 9/5/2006 Make-up Water 1,1,2,2-Tetrachloroethane ND ug/L S609056
TB-5 9/5/2006 Make-up Water Tetrachloroethene ND ug/L S609056
TB-5 9/5/2006 Make-up Water Toluene ND ug/L S609056
TB-5 9/5/2006 Make-up Water 1,2,3-Trichlorobenzene ND ug/L S609056
TB-5 9/5/2006 Make-up Water 1,2,4-Trichlorobenzene ND ug/L S609056
TB-5 9/5/2006 Make-up Water 1,1,1-Trichloroethane ND ug/L S609056
TB-5 9/5/2006 Make-up Water 1,1,2-Trichloroethane ND ug/L S609056
TB-5 9/5/2006 Make-up Water Trichloroethene ND ug/L S609056
TB-5 9/5/2006 Make-up Water Trichlorofluoromethane ND ug/L S609056
TB-5 9/5/2006 Make-up Water 1,2,3-Trichloropropane ND ug/L S609056
TB-5 9/5/2006 Make-up Water 1,2,4-Trimethylbenzene ND ug/L S609056
TB-5 9/5/2006 Make-up Water 1,3,5-Trimethylbenzene ND ug/L S609056
TB-5 9/5/2006 Make-up Water Vinyl chloride ND ug/L S609056
TB-5 9/5/2006 Make-up Water  Xylenes (total) ND ug/L S609056
TB-6 9/5/2006 Sump Water Benzene ND ug/L S609056
TB-6 9/5/2006 Sump Water Bromobenzene ND ug/L S609056
TB-6 9/5/2006 Sump Water Bromochloromethane ND ug/L S609056
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TB-6 9/5/2006 Sump Water Bromodichloromethane ND ug/L S609056
TB-6 9/5/2006 Sump Water Bromoform ND ug/L S609056
TB-6 9/5/2006 Sump Water Bromomethane ND ug/L S609056
TB-6 9/5/2006 Sump Water n-Butylbenzene ND ug/L S609056
TB-6 9/5/2006 Sump Water sec-Butylbenzene ND ug/L S609056
TB-6 9/5/2006 Sump Water tert-Butylbenzene ND ug/L S609056
TB-6 9/5/2006 Sump Water Carbon tetrachloride ND ug/L S609056
TB-6 9/5/2006 Sump Water Chlorobenzene ND ug/L S609056
TB-6 9/5/2006 Sump Water Chloroethane ND ug/L S609056
TB-6 9/5/2006 Sump Water Chloroform 6 ug/L S609056
TB-6 9/5/2006 Sump Water Chloromethane ND ug/L S609056
TB-6 9/5/2006 Sump Water 2-Chlorotoluene ND ug/L S609056
TB-6 9/5/2006 Sump Water 4-Chlorotoluene ND ug/L S609056
TB-6 9/5/2006 Sump Water Dibromochloromethane ND ug/L S609056
TB-6 9/5/2006 Sump Water 1,2-Dibromoethane (EDB) ND ug/L S609056
TB-6 9/5/2006 Sump Water Dibromomethane ND ug/L S609056
TB-6 9/5/2006 Sump Water 1,2-Dibromo-3-chloropropane ND ug/L S609056
TB-6 9/5/2006 Sump Water 1,2-Dichlorobenzene ND ug/L S609056
TB-6 9/5/2006 Sump Water 1,3-Dichlorobenzene ND ug/L S609056
TB-6 9/5/2006 Sump Water 1,4-Dichlorobenzene ND ug/L S609056
TB-6 9/5/2006 Sump Water Dichlorodifluoromethane ND ug/L S609056
TB-6 9/5/2006 Sump Water 1,1-Dichloroethane ND ug/L S609056
TB-6 9/5/2006 Sump Water 1,2-Dichloroethane ND ug/L S609056
TB-6 9/5/2006 Sump Water 1,1-Dichloroethene ND ug/L S609056
TB-6 9/5/2006 Sump Water cis-1,2-Dichloroethene ND ug/L S609056
TB-6 9/5/2006 Sump Water trans-1,2-Dichloroethene ND ug/L S609056
TB-6 9/5/2006 Sump Water 1,2-Dichloropropane ND ug/L S609056
TB-6 9/5/2006 Sump Water 1,3-Dichloropropane ND ug/L S609056
TB-6 9/5/2006 Sump Water 2,2-Dichloropropane ND ug/L S609056
TB-6 9/5/2006 Sump Water 1,1-Dichloropropene ND ug/L S609056
TB-6 9/5/2006 Sump Water Ethylbenzene ND ug/L S609056
TB-6 9/5/2006 Sump Water Hexachlorobutadiene ND ug/L S609056
TB-6 9/5/2006 Sump Water Isopropylbenzene ND ug/L S609056
TB-6 9/5/2006 Sump Water p-Isopropyltoluene ND ug/L S609056
TB-6 9/5/2006 Sump Water Methylene chloride ND ug/L S609056
TB-6 9/5/2006 Sump Water Methyl tert-butyl ether ND ug/L S609056
TB-6 9/5/2006 Sump Water Naphthalene ND ug/L S609056
TB-6 9/5/2006 Sump Water n-Propylbenzene ND ug/L S609056
TB-6 9/5/2006 Sump Water Styrene ND ug/L S609056
TB-6 9/5/2006 Sump Water 1,1,1,2-Tetrachloroethane ND ug/L S609056
TB-6 9/5/2006 Sump Water 1,1,2,2-Tetrachloroethane ND ug/L S609056
TB-6 9/5/2006 Sump Water Tetrachloroethene ND ug/L S609056
TB-6 9/5/2006 Sump Water Toluene ND ug/L S609056
TB-6 9/5/2006 Sump Water 1,2,3-Trichlorobenzene ND ug/L S609056
TB-6 9/5/2006 Sump Water 1,2,4-Trichlorobenzene ND ug/L S609056
TB-6 9/5/2006 Sump Water 1,1,1-Trichloroethane ND ug/L S609056
TB-6 9/5/2006 Sump Water 1,1,2-Trichloroethane ND ug/L S609056
TB-6 9/5/2006 Sump Water Trichloroethene ND ug/L S609056
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TB-6 9/5/2006 Sump Water Trichlorofluoromethane ND ug/L S609056
TB-6 9/5/2006 Sump Water 1,2,3-Trichloropropane ND ug/L S609056
TB-6 9/5/2006 Sump Water 1,2,4-Trimethylbenzene ND ug/L S609056
TB-6 9/5/2006 Sump Water 1,3,5-Trimethylbenzene ND ug/L S609056
TB-6 9/5/2006 Sump Water Vinyl chloride ND ug/L S609056
TB-6 9/5/2006 Sump Water  Xylenes (total) ND ug/L S609056
HT-5 9/5/2006 Sump Water Benzene ND ug/L S609056
HT-5 9/5/2006 Sump Water Bromobenzene ND ug/L S609056
HT-5 9/5/2006 Sump Water Bromochloromethane ND ug/L S609056
HT-5 9/5/2006 Sump Water Bromodichloromethane 1.2 ug/L S609056
HT-5 9/5/2006 Sump Water Bromoform ND ug/L S609056
HT-5 9/5/2006 Sump Water Bromomethane ND ug/L S609056
HT-5 9/5/2006 Sump Water n-Butylbenzene ND ug/L S609056
HT-5 9/5/2006 Sump Water sec-Butylbenzene ND ug/L S609056
HT-5 9/5/2006 Sump Water tert-Butylbenzene ND ug/L S609056
HT-5 9/5/2006 Sump Water Carbon tetrachloride ND ug/L S609056
HT-5 9/5/2006 Sump Water Chlorobenzene ND ug/L S609056
HT-5 9/5/2006 Sump Water Chloroethane ND ug/L S609056
HT-5 9/5/2006 Sump Water Chloroform 1.1 ug/L S609056
HT-5 9/5/2006 Sump Water Chloromethane ND ug/L S609056
HT-5 9/5/2006 Sump Water 2-Chlorotoluene ND ug/L S609056
HT-5 9/5/2006 Sump Water 4-Chlorotoluene ND ug/L S609056
HT-5 9/5/2006 Sump Water Dibromochloromethane 1 ug/L S609056
HT-5 9/5/2006 Sump Water 1,2-Dibromoethane (EDB) ND ug/L S609056
HT-5 9/5/2006 Sump Water Dibromomethane ND ug/L S609056
HT-5 9/5/2006 Sump Water 1,2-Dibromo-3-chloropropane ND ug/L S609056
HT-5 9/5/2006 Sump Water 1,2-Dichlorobenzene ND ug/L S609056
HT-5 9/5/2006 Sump Water 1,3-Dichlorobenzene ND ug/L S609056
HT-5 9/5/2006 Sump Water 1,4-Dichlorobenzene ND ug/L S609056
HT-5 9/5/2006 Sump Water Dichlorodifluoromethane ND ug/L S609056
HT-5 9/5/2006 Sump Water 1,1-Dichloroethane ND ug/L S609056
HT-5 9/5/2006 Sump Water 1,2-Dichloroethane ND ug/L S609056
HT-5 9/5/2006 Sump Water 1,1-Dichloroethene ND ug/L S609056
HT-5 9/5/2006 Sump Water cis-1,2-Dichloroethene ND ug/L S609056
HT-5 9/5/2006 Sump Water trans-1,2-Dichloroethene ND ug/L S609056
HT-5 9/5/2006 Sump Water 1,2-Dichloropropane ND ug/L S609056
HT-5 9/5/2006 Sump Water 1,3-Dichloropropane ND ug/L S609056
HT-5 9/5/2006 Sump Water 2,2-Dichloropropane ND ug/L S609056
HT-5 9/5/2006 Sump Water 1,1-Dichloropropene ND ug/L S609056
HT-5 9/5/2006 Sump Water Ethylbenzene ND ug/L S609056
HT-5 9/5/2006 Sump Water Hexachlorobutadiene ND ug/L S609056
HT-5 9/5/2006 Sump Water Isopropylbenzene ND ug/L S609056
HT-5 9/5/2006 Sump Water p-Isopropyltoluene ND ug/L S609056
HT-5 9/5/2006 Sump Water Methylene chloride ND ug/L S609056
HT-5 9/5/2006 Sump Water Methyl tert-butyl ether ND ug/L S609056
HT-5 9/5/2006 Sump Water Naphthalene ND ug/L S609056
HT-5 9/5/2006 Sump Water n-Propylbenzene ND ug/L S609056
HT-5 9/5/2006 Sump Water Styrene ND ug/L S609056
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HT-5 9/5/2006 Sump Water 1,1,1,2-Tetrachloroethane ND ug/L S609056
HT-5 9/5/2006 Sump Water 1,1,2,2-Tetrachloroethane ND ug/L S609056
HT-5 9/5/2006 Sump Water Tetrachloroethene ND ug/L S609056
HT-5 9/5/2006 Sump Water Toluene ND ug/L S609056
HT-5 9/5/2006 Sump Water 1,2,3-Trichlorobenzene ND ug/L S609056
HT-5 9/5/2006 Sump Water 1,2,4-Trichlorobenzene ND ug/L S609056
HT-5 9/5/2006 Sump Water 1,1,1-Trichloroethane ND ug/L S609056
HT-5 9/5/2006 Sump Water 1,1,2-Trichloroethane ND ug/L S609056
HT-5 9/5/2006 Sump Water Trichloroethene ND ug/L S609056
HT-5 9/5/2006 Sump Water Trichlorofluoromethane ND ug/L S609056
HT-5 9/5/2006 Sump Water 1,2,3-Trichloropropane ND ug/L S609056
HT-5 9/5/2006 Sump Water 1,2,4-Trimethylbenzene ND ug/L S609056
HT-5 9/5/2006 Sump Water 1,3,5-Trimethylbenzene ND ug/L S609056
HT-5 9/5/2006 Sump Water Vinyl chloride ND ug/L S609056
HT-5 9/5/2006 Sump Water  Xylenes (total) ND ug/L S609056
HT-6 9/5/2006 Make-up Water Benzene ND ug/L S609056
HT-6 9/5/2006 Make-up Water Bromobenzene ND ug/L S609056
HT-6 9/5/2006 Make-up Water Bromochloromethane ND ug/L S609056
HT-6 9/5/2006 Make-up Water Bromodichloromethane 9.4 ug/L S609056
HT-6 9/5/2006 Make-up Water Bromoform 3.6 ug/L S609056
HT-6 9/5/2006 Make-up Water Bromomethane ND ug/L S609056
HT-6 9/5/2006 Make-up Water n-Butylbenzene ND ug/L S609056
HT-6 9/5/2006 Make-up Water sec-Butylbenzene ND ug/L S609056
HT-6 9/5/2006 Make-up Water tert-Butylbenzene ND ug/L S609056
HT-6 9/5/2006 Make-up Water Carbon tetrachloride ND ug/L S609056
HT-6 9/5/2006 Make-up Water Chlorobenzene ND ug/L S609056
HT-6 9/5/2006 Make-up Water Chloroethane ND ug/L S609056
HT-6 9/5/2006 Make-up Water Chloroform 7.9 ug/L S609056
HT-6 9/5/2006 Make-up Water Chloromethane ND ug/L S609056
HT-6 9/5/2006 Make-up Water 2-Chlorotoluene ND ug/L S609056
HT-6 9/5/2006 Make-up Water 4-Chlorotoluene ND ug/L S609056
HT-6 9/5/2006 Make-up Water Dibromochloromethane 8.5 ug/L S609056
HT-6 9/5/2006 Make-up Water 1,2-Dibromoethane (EDB) ND ug/L S609056
HT-6 9/5/2006 Make-up Water Dibromomethane ND ug/L S609056
HT-6 9/5/2006 Make-up Water 1,2-Dibromo-3-chloropropane ND ug/L S609056
HT-6 9/5/2006 Make-up Water 1,2-Dichlorobenzene ND ug/L S609056
HT-6 9/5/2006 Make-up Water 1,3-Dichlorobenzene ND ug/L S609056
HT-6 9/5/2006 Make-up Water 1,4-Dichlorobenzene ND ug/L S609056
HT-6 9/5/2006 Make-up Water Dichlorodifluoromethane ND ug/L S609056
HT-6 9/5/2006 Make-up Water 1,1-Dichloroethane ND ug/L S609056
HT-6 9/5/2006 Make-up Water 1,2-Dichloroethane ND ug/L S609056
HT-6 9/5/2006 Make-up Water 1,1-Dichloroethene ND ug/L S609056
HT-6 9/5/2006 Make-up Water cis-1,2-Dichloroethene ND ug/L S609056
HT-6 9/5/2006 Make-up Water trans-1,2-Dichloroethene ND ug/L S609056
HT-6 9/5/2006 Make-up Water 1,2-Dichloropropane ND ug/L S609056
HT-6 9/5/2006 Make-up Water 1,3-Dichloropropane ND ug/L S609056
HT-6 9/5/2006 Make-up Water 2,2-Dichloropropane ND ug/L S609056
HT-6 9/5/2006 Make-up Water 1,1-Dichloropropene ND ug/L S609056
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HT-6 9/5/2006 Make-up Water Ethylbenzene ND ug/L S609056
HT-6 9/5/2006 Make-up Water Hexachlorobutadiene ND ug/L S609056
HT-6 9/5/2006 Make-up Water Isopropylbenzene ND ug/L S609056
HT-6 9/5/2006 Make-up Water p-Isopropyltoluene ND ug/L S609056
HT-6 9/5/2006 Make-up Water Methylene chloride ND ug/L S609056
HT-6 9/5/2006 Make-up Water Methyl tert-butyl ether ND ug/L S609056
HT-6 9/5/2006 Make-up Water Naphthalene ND ug/L S609056
HT-6 9/5/2006 Make-up Water n-Propylbenzene ND ug/L S609056
HT-6 9/5/2006 Make-up Water Styrene ND ug/L S609056
HT-6 9/5/2006 Make-up Water 1,1,1,2-Tetrachloroethane ND ug/L S609056
HT-6 9/5/2006 Make-up Water 1,1,2,2-Tetrachloroethane ND ug/L S609056
HT-6 9/5/2006 Make-up Water Tetrachloroethene ND ug/L S609056
HT-6 9/5/2006 Make-up Water Toluene ND ug/L S609056
HT-6 9/5/2006 Make-up Water 1,2,3-Trichlorobenzene ND ug/L S609056
HT-6 9/5/2006 Make-up Water 1,2,4-Trichlorobenzene ND ug/L S609056
HT-6 9/5/2006 Make-up Water 1,1,1-Trichloroethane ND ug/L S609056
HT-6 9/5/2006 Make-up Water 1,1,2-Trichloroethane ND ug/L S609056
HT-6 9/5/2006 Make-up Water Trichloroethene ND ug/L S609056
HT-6 9/5/2006 Make-up Water Trichlorofluoromethane ND ug/L S609056
HT-6 9/5/2006 Make-up Water 1,2,3-Trichloropropane ND ug/L S609056
HT-6 9/5/2006 Make-up Water 1,2,4-Trimethylbenzene ND ug/L S609056
HT-6 9/5/2006 Make-up Water 1,3,5-Trimethylbenzene ND ug/L S609056
HT-6 9/5/2006 Make-up Water Vinyl chloride ND ug/L S609056
HT-6 9/5/2006 Make-up Water  Xylenes (total) ND ug/L S609056
EQ-6 9/5/2006 Make-up Water Benzene ND ug/L S609056
EQ-6 9/5/2006 Make-up Water Bromobenzene ND ug/L S609056
EQ-6 9/5/2006 Make-up Water Bromochloromethane ND ug/L S609056
EQ-6 9/5/2006 Make-up Water Bromodichloromethane 8.5 ug/L S609056
EQ-6 9/5/2006 Make-up Water Bromoform 3.9 ug/L S609056
EQ-6 9/5/2006 Make-up Water Bromomethane ND ug/L S609056
EQ-6 9/5/2006 Make-up Water n-Butylbenzene ND ug/L S609056
EQ-6 9/5/2006 Make-up Water sec-Butylbenzene ND ug/L S609056
EQ-6 9/5/2006 Make-up Water tert-Butylbenzene ND ug/L S609056
EQ-6 9/5/2006 Make-up Water Carbon tetrachloride ND ug/L S609056
EQ-6 9/5/2006 Make-up Water Chlorobenzene ND ug/L S609056
EQ-6 9/5/2006 Make-up Water Chloroethane ND ug/L S609056
EQ-6 9/5/2006 Make-up Water Chloroform 7.1 ug/L S609056
EQ-6 9/5/2006 Make-up Water Chloromethane ND ug/L S609056
EQ-6 9/5/2006 Make-up Water 2-Chlorotoluene ND ug/L S609056
EQ-6 9/5/2006 Make-up Water 4-Chlorotoluene ND ug/L S609056
EQ-6 9/5/2006 Make-up Water Dibromochloromethane 8 ug/L S609056
EQ-6 9/5/2006 Make-up Water 1,2-Dibromoethane (EDB) ND ug/L S609056
EQ-6 9/5/2006 Make-up Water Dibromomethane ND ug/L S609056
EQ-6 9/5/2006 Make-up Water 1,2-Dibromo-3-chloropropane ND ug/L S609056
EQ-6 9/5/2006 Make-up Water 1,2-Dichlorobenzene ND ug/L S609056
EQ-6 9/5/2006 Make-up Water 1,3-Dichlorobenzene ND ug/L S609056
EQ-6 9/5/2006 Make-up Water 1,4-Dichlorobenzene ND ug/L S609056
EQ-6 9/5/2006 Make-up Water Dichlorodifluoromethane ND ug/L S609056

B 17



Appendix B
Sampling Results for VRTX Treatment System

Sample Sample Sampling Original laboratory Comments
Number Date Location Matrix Analyte Results Units report number

EQ-6 9/5/2006 Make-up Water 1,1-Dichloroethane ND ug/L S609056
EQ-6 9/5/2006 Make-up Water 1,2-Dichloroethane ND ug/L S609056
EQ-6 9/5/2006 Make-up Water 1,1-Dichloroethene ND ug/L S609056
EQ-6 9/5/2006 Make-up Water cis-1,2-Dichloroethene ND ug/L S609056
EQ-6 9/5/2006 Make-up Water trans-1,2-Dichloroethene ND ug/L S609056
EQ-6 9/5/2006 Make-up Water 1,2-Dichloropropane ND ug/L S609056
EQ-6 9/5/2006 Make-up Water 1,3-Dichloropropane ND ug/L S609056
EQ-6 9/5/2006 Make-up Water 2,2-Dichloropropane ND ug/L S609056
EQ-6 9/5/2006 Make-up Water 1,1-Dichloropropene ND ug/L S609056
EQ-6 9/5/2006 Make-up Water Ethylbenzene ND ug/L S609056
EQ-6 9/5/2006 Make-up Water Hexachlorobutadiene ND ug/L S609056
EQ-6 9/5/2006 Make-up Water Isopropylbenzene ND ug/L S609056
EQ-6 9/5/2006 Make-up Water p-Isopropyltoluene ND ug/L S609056
EQ-6 9/5/2006 Make-up Water Methylene chloride ND ug/L S609056
EQ-6 9/5/2006 Make-up Water Methyl tert-butyl ether ND ug/L S609056
EQ-6 9/5/2006 Make-up Water Naphthalene ND ug/L S609056
EQ-6 9/5/2006 Make-up Water n-Propylbenzene ND ug/L S609056
EQ-6 9/5/2006 Make-up Water Styrene ND ug/L S609056
EQ-6 9/5/2006 Make-up Water 1,1,1,2-Tetrachloroethane ND ug/L S609056
EQ-6 9/5/2006 Make-up Water 1,1,2,2-Tetrachloroethane ND ug/L S609056
EQ-6 9/5/2006 Make-up Water Tetrachloroethene ND ug/L S609056
EQ-6 9/5/2006 Make-up Water Toluene ND ug/L S609056
EQ-6 9/5/2006 Make-up Water 1,2,3-Trichlorobenzene ND ug/L S609056
EQ-6 9/5/2006 Make-up Water 1,2,4-Trichlorobenzene ND ug/L S609056
EQ-6 9/5/2006 Make-up Water 1,1,1-Trichloroethane ND ug/L S609056
EQ-6 9/5/2006 Make-up Water 1,1,2-Trichloroethane ND ug/L S609056
EQ-6 9/5/2006 Make-up Water Trichloroethene ND ug/L S609056
EQ-6 9/5/2006 Make-up Water Trichlorofluoromethane ND ug/L S609056
EQ-6 9/5/2006 Make-up Water 1,2,3-Trichloropropane ND ug/L S609056
EQ-6 9/5/2006 Make-up Water 1,2,4-Trimethylbenzene ND ug/L S609056
EQ-6 9/5/2006 Make-up Water 1,3,5-Trimethylbenzene ND ug/L S609056
EQ-6 9/5/2006 Make-up Water Vinyl chloride ND ug/L S609056
EQ-6 9/5/2006 Make-up Water  Xylenes (total) ND ug/L S609056
TB-5 9/5/2006 Make-up Water Total Alkalinity 33 mg/L S609056
TB-5 9/5/2006 Make-up Water Biochemical Oxygen Demand 5.3 mg/L S609056
TB-5 9/5/2006 Make-up Water Specific Conductivity 140 umhos/cm S609056
TB-5 9/5/2006 Make-up Water pH 8.66 pH units S609056
TB-5 9/5/2006 Make-up Water TDS 79 mg/L S609056
TB-5 9/5/2006 Make-up Water TSS ND mg/L S609056
TB-6 9/5/2006 Sump Water Total Alkalinity 130 mg/L S609056
TB-6 9/5/2006 Sump Water Biochemical Oxygen Demand 3.7 mg/L S609056
TB-6 9/5/2006 Sump Water Specific Conductivity 670 umhos/cm S609056
TB-6 9/5/2006 Sump Water pH 8.46 pH units S609056
TB-6 9/5/2006 Sump Water TDS 380 mg/L S609056
TB-6 9/5/2006 Sump Water TSS 7 mg/L S609056
HT-5 9/5/2006 Sump Water Total Alkalinity 340 mg/L S609056
HT-5 9/5/2006 Sump Water Biochemical Oxygen Demand 19 mg/L S609056
HT-5 9/5/2006 Sump Water Specific Conductivity 2200 umhos/cm S609056
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HT-5 9/5/2006 Sump Water pH 8.86 pH units S609056
HT-5 9/5/2006 Sump Water TDS 1200 mg/L S609056
HT-5 9/5/2006 Sump Water TSS 8 mg/L S609056
HT-6 9/5/2006 Make-up Water Total Alkalinity 64 mg/L S609056
HT-6 9/5/2006 Make-up Water Biochemical Oxygen Demand 3.7 mg/L S609056
HT-6 9/5/2006 Make-up Water Specific Conductivity 360 umhos/cm S609056
HT-6 9/5/2006 Make-up Water pH 7.96 pH units S609056
HT-6 9/5/2006 Make-up Water TDS 210 mg/L S609056
HT-6 9/5/2006 Make-up Water TSS ND mg/L S609056
EQ-5 9/5/2006 Sump Water Total Alkalinity 390 mg/L S609056
EQ-5 9/5/2006 Sump Water Biochemical Oxygen Demand 2.9 mg/L S609056
EQ-5 9/5/2006 Sump Water Specific Conductivity 2400 umhos/cm S609056
EQ-5 9/5/2006 Sump Water pH 8.87 pH units S609056
EQ-5 9/5/2006 Sump Water TDS 1300 mg/L S609056
EQ-5 9/5/2006 Sump Water TSS 17 mg/L S609056
EQ-6 9/5/2006 Make-up Water Total Alkalinity 76 mg/L S609056
EQ-6 9/5/2006 Make-up Water Biochemical Oxygen Demand 4.7 mg/L S609056
EQ-6 9/5/2006 Make-up Water Specific Conductivity 380 umhos/cm S609056
EQ-6 9/5/2006 Make-up Water pH 7.88 pH units S609056
EQ-6 9/5/2006 Make-up Water TDS 230 mg/L S609056
EQ-6 9/5/2006 Make-up Water TSS ND mg/L S609056
TB-5 9/5/2006 Make-up Water Chloride 6.5 mg/L S609056
TB-5 9/5/2006 Make-up Water Fluoride ND mg/L S609056
TB-5 9/5/2006 Make-up Water Nitrate as NO3 ND mg/L S609056 Amended
TB-5 9/5/2006 Make-up Water Phosphate ND mg/L S609056
TB-5 9/5/2006 Make-up Water Sulfate as SO4 11 mg/L S609056
TB-6 9/5/2006 Sump Water Chloride 45 mg/L S609056
TB-6 9/5/2006 Sump Water Fluoride 60 mg/L S609056
TB-6 9/5/2006 Sump Water Nitrate as NO3 16 mg/L S609056 Amended
TB-6 9/5/2006 Sump Water Phosphate ND mg/L S609056
TB-6 9/5/2006 Sump Water Sulfate as SO4 53 mg/L S609056
HT-5 9/5/2006 Sump Water Chloride 320 mg/L S609056
HT-5 9/5/2006 Sump Water Fluoride ND mg/L S609056
HT-5 9/5/2006 Sump Water Nitrate as NO3 44 mg/L S609056 Amended
HT-5 9/5/2006 Sump Water Phosphate ND mg/L S609056
HT-5 9/5/2006 Sump Water Sulfate as SO4 230 mg/L S609056
HT-6 9/5/2006 Make-up Water Chloride 38 mg/L S609056
HT-6 9/5/2006 Make-up Water Fluoride ND mg/L S609056
HT-6 9/5/2006 Make-up Water Nitrate as NO3 1.3 mg/L S609056 Amended
HT-6 9/5/2006 Make-up Water Phosphate ND mg/L S609056
HT-6 9/5/2006 Make-up Water Sulfate as SO4 28 mg/L S609056
EQ-5 9/5/2006 Sump Water Chloride 340 mg/L S609056
EQ-5 9/5/2006 Sump Water Fluoride ND mg/L S609056
EQ-5 9/5/2006 Sump Water Nitrate as NO3 41 mg/L S609056 Amended
EQ-5 9/5/2006 Sump Water Phosphate ND mg/L S609056
EQ-5 9/5/2006 Sump Water Sulfate as SO4 240 mg/L S609056
EQ-6 9/5/2006 Make-up Water Chloride 37 mg/L S609056
EQ-6 9/5/2006 Make-up Water Fluoride ND mg/L S609056
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EQ-6 9/5/2006 Make-up Water Nitrate as NO3 2.3 mg/L S609056 Amended
EQ-6 9/5/2006 Make-up Water Phosphate ND mg/L S609056
EQ-6 9/5/2006 Make-up Water Sulfate as SO4 28 mg/L S609056
HT-7 10/2/2006 Sump Water Calcium 73 mg/L S610027
HT-7 10/2/2006 Sump Water Copper 60 ug/L S610027
HT-7 10/2/2006 Sump Water Iron ND mg/L S610027
HT-7 10/2/2006 Sump Water Magnesium 110 mg/L S610027
HT-7 10/2/2006 Sump Water Nickel 3.5 ug/L S610027
HT-7 10/2/2006 Sump Water Potassium 21 mg/L S610027
HT-7 10/2/2006 Sump Water Silicon 110 mg/L as silica S610027
HT-7 10/2/2006 Sump Water Sodium 320 mg/L S610027
HT-7 10/2/2006 Sump Water Zinc 29 ug/L S610027
HT-8 10/2/2006 Make-up Water Calcium 15 mg/L S610027
HT-8 10/2/2006 Make-up Water Copper 7.1 ug/L S610027
HT-8 10/2/2006 Make-up Water Iron ND mg/L S610027
HT-8 10/2/2006 Make-up Water Magnesium 9 mg/L S610027
HT-8 10/2/2006 Make-up Water Nickel ND ug/L S610027
HT-8 10/2/2006 Make-up Water Potassium 2.2 mg/L S610027
HT-8 10/2/2006 Make-up Water Silicon 12 mg/L as silica S610027
HT-8 10/2/2006 Make-up Water Sodium 26 mg/L S610027
HT-8 10/2/2006 Make-up Water Zinc 31 ug/L S610027
EQ-7 10/2/2006 Sump Water Calcium 79 mg/L S610027
EQ-7 10/2/2006 Sump Water Copper 45 ug/L S610027
EQ-7 10/2/2006 Sump Water Iron ND mg/L S610027
EQ-7 10/2/2006 Sump Water Magnesium 100 mg/L S610027
EQ-7 10/2/2006 Sump Water Nickel 4 ug/L S610027
EQ-7 10/2/2006 Sump Water Potassium 19 mg/L S610027
EQ-7 10/2/2006 Sump Water Silicon 110 mg/L as silica S610027
EQ-7 10/2/2006 Sump Water Sodium 300 mg/L S610027
EQ-7 10/2/2006 Sump Water Zinc 20 ug/L S610027
EQ-8 10/2/2006 Make-up Water Calcium 18 mg/L S610027
EQ-8 10/2/2006 Make-up Water Copper 9.9 ug/L S610027
EQ-8 10/2/2006 Make-up Water Iron ND mg/L S610027
EQ-8 10/2/2006 Make-up Water Magnesium 10 mg/L S610027
EQ-8 10/2/2006 Make-up Water Nickel ND ug/L S610027
EQ-8 10/2/2006 Make-up Water Potassium 1.9 mg/L S610027
EQ-8 10/2/2006 Make-up Water Silicon 13 mg/L as silica S610027
EQ-8 10/2/2006 Make-up Water Sodium 29 mg/L S610027
EQ-8 10/2/2006 Make-up Water Zinc 28 ug/L S610027
HT-7 10/2/2006 Sump Water Hardness (as CacO3) 180 mg/L S610027
HT-8 10/2/2006 Make-up Water Hardness (as CacO3) 38 mg/L S610027
EQ-7 10/2/2006 Sump Water Hardness (as CacO3) 200 mg/L S610027
EQ-8 10/2/2006 Make-up Water Hardness (as CacO3) 45 mg/L S610027
HT-7 10/2/2006 Sump Water Chloride 380 mg/L S610027
HT-7 10/2/2006 Sump Water Fluoride 2.2 mg/L S610027
HT-7 10/2/2006 Sump Water Nitrate as NO3 61 mg/L S610027 Amended
HT-7 10/2/2006 Sump Water Phosphate (Ortho) as P ND mg/L S610027
HT-7 10/2/2006 Sump Water Sulfate as SO4 360 mg/L S610027
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HT-8 10/2/2006 Make-up Water Chloride 34 mg/L S610027
HT-8 10/2/2006 Make-up Water Fluoride ND mg/L S610027
HT-8 10/2/2006 Make-up Water Nitrate as NO3 5 mg/L S610027 Amended
HT-8 10/2/2006 Make-up Water Phosphate (Ortho) as P ND mg/L S610027
HT-8 10/2/2006 Make-up Water Sulfate as SO4 30 mg/L S610027
EQ-7 10/2/2006 Sump Water Chloride 390 mg/L S610027
EQ-7 10/2/2006 Sump Water Fluoride 2.1 mg/L S610027
EQ-7 10/2/2006 Sump Water Nitrate as NO3 49 mg/L S610027 Amended
EQ-7 10/2/2006 Sump Water Phosphate (Ortho) as P ND mg/L S610027
EQ-7 10/2/2006 Sump Water Sulfate as SO4 370 mg/L S610027
EQ-8 10/2/2006 Make-up Water Chloride 36 mg/L S610027
EQ-8 10/2/2006 Make-up Water Fluoride ND mg/L S610027
EQ-8 10/2/2006 Make-up Water Nitrate as NO3 5.8 mg/L S610027 Amended
EQ-8 10/2/2006 Make-up Water Phosphate (Ortho) as P ND mg/L S610027
EQ-8 10/2/2006 Make-up Water Sulfate as SO4 31 mg/L S610027
HT-7 10/2/2006 Sump Water HPC 3200 CFU/ml S610027
HT-8 10/2/2006 Make-up Water HPC 100 CFU/ml S610027
EQ-7 10/2/2006 Sump Water HPC 6800 CFU/ml S610027
EQ-8 10/2/2006 Make-up Water HPC 100 CFU/ml S610027
HT-7 10/2/2006 Sump Water Benzene ND ug/L S610027
HT-7 10/2/2006 Sump Water Bromobenzene ND ug/L S610027
HT-7 10/2/2006 Sump Water Bromochloromethane ND ug/L S610027
HT-7 10/2/2006 Sump Water Bromodichloromethane ND ug/L S610027
HT-7 10/2/2006 Sump Water Bromoform ND ug/L S610027
HT-7 10/2/2006 Sump Water Bromomethane ND ug/L S610027
HT-7 10/2/2006 Sump Water n-Butylbenzene ND ug/L S610027
HT-7 10/2/2006 Sump Water sec-Butylbenzene ND ug/L S610027
HT-7 10/2/2006 Sump Water tert-Butylbenzene ND ug/L S610027
HT-7 10/2/2006 Sump Water Carbon tetrachloride ND ug/L S610027
HT-7 10/2/2006 Sump Water Chlorobenzene ND ug/L S610027
HT-7 10/2/2006 Sump Water Chloroethane ND ug/L S610027
HT-7 10/2/2006 Sump Water Chloroform ND ug/L S610027
HT-7 10/2/2006 Sump Water Chloromethane ND ug/L S610027
HT-7 10/2/2006 Sump Water 2-Chlorotoluene ND ug/L S610027
HT-7 10/2/2006 Sump Water 4-Chlorotoluene ND ug/L S610027
HT-7 10/2/2006 Sump Water Dibromochloromethane ND ug/L S610027
HT-7 10/2/2006 Sump Water 1,2-Dibromoethane (EDB) ND ug/L S610027
HT-7 10/2/2006 Sump Water Dibromomethane ND ug/L S610027
HT-7 10/2/2006 Sump Water 1,2-Dibromo-3-chloropropane ND ug/L S610027
HT-7 10/2/2006 Sump Water 1,2-Dichlorobenzene ND ug/L S610027
HT-7 10/2/2006 Sump Water 1,3-Dichlorobenzene ND ug/L S610027
HT-7 10/2/2006 Sump Water 1,4-Dichlorobenzene ND ug/L S610027
HT-7 10/2/2006 Sump Water Dichlorodifluoromethane ND ug/L S610027
HT-7 10/2/2006 Sump Water 1,1-Dichloroethane ND ug/L S610027
HT-7 10/2/2006 Sump Water 1,2-Dichloroethane ND ug/L S610027
HT-7 10/2/2006 Sump Water 1,1-Dichloroethene ND ug/L S610027
HT-7 10/2/2006 Sump Water cis-1,2-Dichloroethene ND ug/L S610027
HT-7 10/2/2006 Sump Water trans-1,2-Dichloroethene ND ug/L S610027
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HT-7 10/2/2006 Sump Water 1,2-Dichloropropane ND ug/L S610027
HT-7 10/2/2006 Sump Water 1,3-Dichloropropane ND ug/L S610027
HT-7 10/2/2006 Sump Water 2,2-Dichloropropane ND ug/L S610027
HT-7 10/2/2006 Sump Water 1,1-Dichloropropene ND ug/L S610027
HT-7 10/2/2006 Sump Water Ethylbenzene ND ug/L S610027
HT-7 10/2/2006 Sump Water Hexachlorobutadiene ND ug/L S610027
HT-7 10/2/2006 Sump Water Isopropylbenzene ND ug/L S610027
HT-7 10/2/2006 Sump Water p-Isopropyltoluene ND ug/L S610027
HT-7 10/2/2006 Sump Water Methylene chloride ND ug/L S610027
HT-7 10/2/2006 Sump Water Methyl tert-butyl ether ND ug/L S610027
HT-7 10/2/2006 Sump Water Naphthalene ND ug/L S610027
HT-7 10/2/2006 Sump Water n-Propylbenzene ND ug/L S610027
HT-7 10/2/2006 Sump Water Styrene ND ug/L S610027
HT-7 10/2/2006 Sump Water 1,1,1,2-Tetrachloroethane ND ug/L S610027
HT-7 10/2/2006 Sump Water 1,1,2,2-Tetrachloroethane ND ug/L S610027
HT-7 10/2/2006 Sump Water Tetrachloroethene ND ug/L S610027
HT-7 10/2/2006 Sump Water Toluene ND ug/L S610027
HT-7 10/2/2006 Sump Water 1,2,3-Trichlorobenzene ND ug/L S610027
HT-7 10/2/2006 Sump Water 1,2,4-Trichlorobenzene ND ug/L S610027
HT-7 10/2/2006 Sump Water 1,1,1-Trichloroethane ND ug/L S610027
HT-7 10/2/2006 Sump Water 1,1,2-Trichloroethane ND ug/L S610027
HT-7 10/2/2006 Sump Water Trichloroethene ND ug/L S610027
HT-7 10/2/2006 Sump Water Trichlorofluoromethane ND ug/L S610027
HT-7 10/2/2006 Sump Water 1,2,3-Trichloropropane ND ug/L S610027
HT-7 10/2/2006 Sump Water 1,2,4-Trimethylbenzene ND ug/L S610027
HT-7 10/2/2006 Sump Water 1,3,5-Trimethylbenzene ND ug/L S610027
HT-7 10/2/2006 Sump Water Vinyl chloride ND ug/L S610027
HT-7 10/2/2006 Sump Water  Xylenes (total) ND ug/L S610027
HT-8 10/2/2006 Make-up Water Benzene ND ug/L S610027
HT-8 10/2/2006 Make-up Water Bromobenzene ND ug/L S610027
HT-8 10/2/2006 Make-up Water Bromochloromethane ND ug/L S610027
HT-8 10/2/2006 Make-up Water Bromodichloromethane 4.6 ug/L S610027
HT-8 10/2/2006 Make-up Water Bromoform 2.7 ug/L S610027
HT-8 10/2/2006 Make-up Water Bromomethane ND ug/L S610027
HT-8 10/2/2006 Make-up Water n-Butylbenzene ND ug/L S610027
HT-8 10/2/2006 Make-up Water sec-Butylbenzene ND ug/L S610027
HT-8 10/2/2006 Make-up Water tert-Butylbenzene ND ug/L S610027
HT-8 10/2/2006 Make-up Water Carbon tetrachloride ND ug/L S610027
HT-8 10/2/2006 Make-up Water Chlorobenzene ND ug/L S610027
HT-8 10/2/2006 Make-up Water Chloroethane ND ug/L S610027
HT-8 10/2/2006 Make-up Water Chloroform 2.5 ug/L S610027
HT-8 10/2/2006 Make-up Water Chloromethane ND ug/L S610027
HT-8 10/2/2006 Make-up Water 2-Chlorotoluene ND ug/L S610027
HT-8 10/2/2006 Make-up Water 4-Chlorotoluene ND ug/L S610027
HT-8 10/2/2006 Make-up Water Dibromochloromethane 5.6 ug/L S610027
HT-8 10/2/2006 Make-up Water 1,2-Dibromoethane (EDB) ND ug/L S610027
HT-8 10/2/2006 Make-up Water Dibromomethane ND ug/L S610027
HT-8 10/2/2006 Make-up Water 1,2-Dibromo-3-chloropropane ND ug/L S610027
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HT-8 10/2/2006 Make-up Water 1,2-Dichlorobenzene ND ug/L S610027
HT-8 10/2/2006 Make-up Water 1,3-Dichlorobenzene ND ug/L S610027
HT-8 10/2/2006 Make-up Water 1,4-Dichlorobenzene ND ug/L S610027
HT-8 10/2/2006 Make-up Water Dichlorodifluoromethane ND ug/L S610027
HT-8 10/2/2006 Make-up Water 1,1-Dichloroethane ND ug/L S610027
HT-8 10/2/2006 Make-up Water 1,2-Dichloroethane ND ug/L S610027
HT-8 10/2/2006 Make-up Water 1,1-Dichloroethene ND ug/L S610027
HT-8 10/2/2006 Make-up Water cis-1,2-Dichloroethene ND ug/L S610027
HT-8 10/2/2006 Make-up Water trans-1,2-Dichloroethene ND ug/L S610027
HT-8 10/2/2006 Make-up Water 1,2-Dichloropropane ND ug/L S610027
HT-8 10/2/2006 Make-up Water 1,3-Dichloropropane ND ug/L S610027
HT-8 10/2/2006 Make-up Water 2,2-Dichloropropane ND ug/L S610027
HT-8 10/2/2006 Make-up Water 1,1-Dichloropropene ND ug/L S610027
HT-8 10/2/2006 Make-up Water Ethylbenzene ND ug/L S610027
HT-8 10/2/2006 Make-up Water Hexachlorobutadiene ND ug/L S610027
HT-8 10/2/2006 Make-up Water Isopropylbenzene ND ug/L S610027
HT-8 10/2/2006 Make-up Water p-Isopropyltoluene ND ug/L S610027
HT-8 10/2/2006 Make-up Water Methylene chloride ND ug/L S610027
HT-8 10/2/2006 Make-up Water Methyl tert-butyl ether ND ug/L S610027
HT-8 10/2/2006 Make-up Water Naphthalene ND ug/L S610027
HT-8 10/2/2006 Make-up Water n-Propylbenzene ND ug/L S610027
HT-8 10/2/2006 Make-up Water Styrene ND ug/L S610027
HT-8 10/2/2006 Make-up Water 1,1,1,2-Tetrachloroethane ND ug/L S610027
HT-8 10/2/2006 Make-up Water 1,1,2,2-Tetrachloroethane ND ug/L S610027
HT-8 10/2/2006 Make-up Water Tetrachloroethene ND ug/L S610027
HT-8 10/2/2006 Make-up Water Toluene ND ug/L S610027
HT-8 10/2/2006 Make-up Water 1,2,3-Trichlorobenzene ND ug/L S610027
HT-8 10/2/2006 Make-up Water 1,2,4-Trichlorobenzene ND ug/L S610027
HT-8 10/2/2006 Make-up Water 1,1,1-Trichloroethane ND ug/L S610027
HT-8 10/2/2006 Make-up Water 1,1,2-Trichloroethane ND ug/L S610027
HT-8 10/2/2006 Make-up Water Trichloroethene ND ug/L S610027
HT-8 10/2/2006 Make-up Water Trichlorofluoromethane ND ug/L S610027
HT-8 10/2/2006 Make-up Water 1,2,3-Trichloropropane ND ug/L S610027
HT-8 10/2/2006 Make-up Water 1,2,4-Trimethylbenzene ND ug/L S610027
HT-8 10/2/2006 Make-up Water 1,3,5-Trimethylbenzene ND ug/L S610027
HT-8 10/2/2006 Make-up Water Vinyl chloride ND ug/L S610027
HT-8 10/2/2006 Make-up Water  Xylenes (total) ND ug/L S610027
EQ-7 10/2/2006 Sump Water Benzene ND ug/L S610027
EQ-7 10/2/2006 Sump Water Bromobenzene ND ug/L S610027
EQ-7 10/2/2006 Sump Water Bromochloromethane ND ug/L S610027
EQ-7 10/2/2006 Sump Water Bromodichloromethane ND ug/L S610027
EQ-7 10/2/2006 Sump Water Bromoform ND ug/L S610027
EQ-7 10/2/2006 Sump Water Bromomethane ND ug/L S610027
EQ-7 10/2/2006 Sump Water n-Butylbenzene ND ug/L S610027
EQ-7 10/2/2006 Sump Water sec-Butylbenzene ND ug/L S610027
EQ-7 10/2/2006 Sump Water tert-Butylbenzene ND ug/L S610027
EQ-7 10/2/2006 Sump Water Carbon tetrachloride ND ug/L S610027
EQ-7 10/2/2006 Sump Water Chlorobenzene ND ug/L S610027
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EQ-7 10/2/2006 Sump Water Chloroethane ND ug/L S610027
EQ-7 10/2/2006 Sump Water Chloroform ND ug/L S610027
EQ-7 10/2/2006 Sump Water Chloromethane ND ug/L S610027
EQ-7 10/2/2006 Sump Water 2-Chlorotoluene ND ug/L S610027
EQ-7 10/2/2006 Sump Water 4-Chlorotoluene ND ug/L S610027
EQ-7 10/2/2006 Sump Water Dibromochloromethane ND ug/L S610027
EQ-7 10/2/2006 Sump Water 1,2-Dibromoethane (EDB) ND ug/L S610027
EQ-7 10/2/2006 Sump Water Dibromomethane ND ug/L S610027
EQ-7 10/2/2006 Sump Water 1,2-Dibromo-3-chloropropane ND ug/L S610027
EQ-7 10/2/2006 Sump Water 1,2-Dichlorobenzene ND ug/L S610027
EQ-7 10/2/2006 Sump Water 1,3-Dichlorobenzene ND ug/L S610027
EQ-7 10/2/2006 Sump Water 1,4-Dichlorobenzene ND ug/L S610027
EQ-7 10/2/2006 Sump Water Dichlorodifluoromethane ND ug/L S610027
EQ-7 10/2/2006 Sump Water 1,1-Dichloroethane ND ug/L S610027
EQ-7 10/2/2006 Sump Water 1,2-Dichloroethane ND ug/L S610027
EQ-7 10/2/2006 Sump Water 1,1-Dichloroethene ND ug/L S610027
EQ-7 10/2/2006 Sump Water cis-1,2-Dichloroethene ND ug/L S610027
EQ-7 10/2/2006 Sump Water trans-1,2-Dichloroethene ND ug/L S610027
EQ-7 10/2/2006 Sump Water 1,2-Dichloropropane ND ug/L S610027
EQ-7 10/2/2006 Sump Water 1,3-Dichloropropane ND ug/L S610027
EQ-7 10/2/2006 Sump Water 2,2-Dichloropropane ND ug/L S610027
EQ-7 10/2/2006 Sump Water 1,1-Dichloropropene ND ug/L S610027
EQ-7 10/2/2006 Sump Water Ethylbenzene ND ug/L S610027
EQ-7 10/2/2006 Sump Water Hexachlorobutadiene ND ug/L S610027
EQ-7 10/2/2006 Sump Water Isopropylbenzene ND ug/L S610027
EQ-7 10/2/2006 Sump Water p-Isopropyltoluene ND ug/L S610027
EQ-7 10/2/2006 Sump Water Methylene chloride ND ug/L S610027
EQ-7 10/2/2006 Sump Water Methyl tert-butyl ether ND ug/L S610027
EQ-7 10/2/2006 Sump Water Naphthalene ND ug/L S610027
EQ-7 10/2/2006 Sump Water n-Propylbenzene ND ug/L S610027
EQ-7 10/2/2006 Sump Water Styrene ND ug/L S610027
EQ-7 10/2/2006 Sump Water 1,1,1,2-Tetrachloroethane ND ug/L S610027
EQ-7 10/2/2006 Sump Water 1,1,2,2-Tetrachloroethane ND ug/L S610027
EQ-7 10/2/2006 Sump Water Tetrachloroethene ND ug/L S610027
EQ-7 10/2/2006 Sump Water Toluene ND ug/L S610027
EQ-7 10/2/2006 Sump Water 1,2,3-Trichlorobenzene ND ug/L S610027
EQ-7 10/2/2006 Sump Water 1,2,4-Trichlorobenzene ND ug/L S610027
EQ-7 10/2/2006 Sump Water 1,1,1-Trichloroethane ND ug/L S610027
EQ-7 10/2/2006 Sump Water 1,1,2-Trichloroethane ND ug/L S610027
EQ-7 10/2/2006 Sump Water Trichloroethene ND ug/L S610027
EQ-7 10/2/2006 Sump Water Trichlorofluoromethane ND ug/L S610027
EQ-7 10/2/2006 Sump Water 1,2,3-Trichloropropane ND ug/L S610027
EQ-7 10/2/2006 Sump Water 1,2,4-Trimethylbenzene ND ug/L S610027
EQ-7 10/2/2006 Sump Water 1,3,5-Trimethylbenzene ND ug/L S610027
EQ-7 10/2/2006 Sump Water Vinyl chloride ND ug/L S610027
EQ-7 10/2/2006 Sump Water  Xylenes (total) ND ug/L S610027
EQ-8 10/2/2006 Make-up Water Benzene ND ug/L S610027
EQ-8 10/2/2006 Make-up Water Bromobenzene ND ug/L S610027
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EQ-8 10/2/2006 Make-up Water Bromochloromethane ND ug/L S610027
EQ-8 10/2/2006 Make-up Water Bromodichloromethane 4.3 ug/L S610027
EQ-8 10/2/2006 Make-up Water Bromoform 3.1 ug/L S610027
EQ-8 10/2/2006 Make-up Water Bromomethane ND ug/L S610027
EQ-8 10/2/2006 Make-up Water n-Butylbenzene ND ug/L S610027
EQ-8 10/2/2006 Make-up Water sec-Butylbenzene ND ug/L S610027
EQ-8 10/2/2006 Make-up Water tert-Butylbenzene ND ug/L S610027
EQ-8 10/2/2006 Make-up Water Carbon tetrachloride ND ug/L S610027
EQ-8 10/2/2006 Make-up Water Chlorobenzene ND ug/L S610027
EQ-8 10/2/2006 Make-up Water Chloroethane ND ug/L S610027
EQ-8 10/2/2006 Make-up Water Chloroform 2.4 ug/L S610027
EQ-8 10/2/2006 Make-up Water Chloromethane ND ug/L S610027
EQ-8 10/2/2006 Make-up Water 2-Chlorotoluene ND ug/L S610027
EQ-8 10/2/2006 Make-up Water 4-Chlorotoluene ND ug/L S610027
EQ-8 10/2/2006 Make-up Water Dibromochloromethane 5.4 ug/L S610027
EQ-8 10/2/2006 Make-up Water 1,2-Dibromoethane (EDB) ND ug/L S610027
EQ-8 10/2/2006 Make-up Water Dibromomethane ND ug/L S610027
EQ-8 10/2/2006 Make-up Water 1,2-Dibromo-3-chloropropane ND ug/L S610027
EQ-8 10/2/2006 Make-up Water 1,2-Dichlorobenzene ND ug/L S610027
EQ-8 10/2/2006 Make-up Water 1,3-Dichlorobenzene ND ug/L S610027
EQ-8 10/2/2006 Make-up Water 1,4-Dichlorobenzene ND ug/L S610027
EQ-8 10/2/2006 Make-up Water Dichlorodifluoromethane ND ug/L S610027
EQ-8 10/2/2006 Make-up Water 1,1-Dichloroethane ND ug/L S610027
EQ-8 10/2/2006 Make-up Water 1,2-Dichloroethane ND ug/L S610027
EQ-8 10/2/2006 Make-up Water 1,1-Dichloroethene ND ug/L S610027
EQ-8 10/2/2006 Make-up Water cis-1,2-Dichloroethene ND ug/L S610027
EQ-8 10/2/2006 Make-up Water trans-1,2-Dichloroethene ND ug/L S610027
EQ-8 10/2/2006 Make-up Water 1,2-Dichloropropane ND ug/L S610027
EQ-8 10/2/2006 Make-up Water 1,3-Dichloropropane ND ug/L S610027
EQ-8 10/2/2006 Make-up Water 2,2-Dichloropropane ND ug/L S610027
EQ-8 10/2/2006 Make-up Water 1,1-Dichloropropene ND ug/L S610027
EQ-8 10/2/2006 Make-up Water Ethylbenzene ND ug/L S610027
EQ-8 10/2/2006 Make-up Water Hexachlorobutadiene ND ug/L S610027
EQ-8 10/2/2006 Make-up Water Isopropylbenzene ND ug/L S610027
EQ-8 10/2/2006 Make-up Water p-Isopropyltoluene ND ug/L S610027
EQ-8 10/2/2006 Make-up Water Methylene chloride ND ug/L S610027
EQ-8 10/2/2006 Make-up Water Methyl tert-butyl ether ND ug/L S610027
EQ-8 10/2/2006 Make-up Water Naphthalene ND ug/L S610027
EQ-8 10/2/2006 Make-up Water n-Propylbenzene ND ug/L S610027
EQ-8 10/2/2006 Make-up Water Styrene ND ug/L S610027
EQ-8 10/2/2006 Make-up Water 1,1,1,2-Tetrachloroethane ND ug/L S610027
EQ-8 10/2/2006 Make-up Water 1,1,2,2-Tetrachloroethane ND ug/L S610027
EQ-8 10/2/2006 Make-up Water Tetrachloroethene ND ug/L S610027
EQ-8 10/2/2006 Make-up Water Toluene ND ug/L S610027
EQ-8 10/2/2006 Make-up Water 1,2,3-Trichlorobenzene ND ug/L S610027
EQ-8 10/2/2006 Make-up Water 1,2,4-Trichlorobenzene ND ug/L S610027
EQ-8 10/2/2006 Make-up Water 1,1,1-Trichloroethane ND ug/L S610027
EQ-8 10/2/2006 Make-up Water 1,1,2-Trichloroethane ND ug/L S610027
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EQ-8 10/2/2006 Make-up Water Trichloroethene ND ug/L S610027
EQ-8 10/2/2006 Make-up Water Trichlorofluoromethane ND ug/L S610027
EQ-8 10/2/2006 Make-up Water 1,2,3-Trichloropropane ND ug/L S610027
EQ-8 10/2/2006 Make-up Water 1,2,4-Trimethylbenzene ND ug/L S610027
EQ-8 10/2/2006 Make-up Water 1,3,5-Trimethylbenzene ND ug/L S610027
EQ-8 10/2/2006 Make-up Water Vinyl chloride ND ug/L S610027
EQ-8 10/2/2006 Make-up Water  Xylenes (total) ND ug/L S610027
HT-7 10/2/2006 Sump Water Total Alkalinity 440 mg/L S610027
HT-7 10/2/2006 Sump Water Biochemical Oxygen Demand 12 mg/L S610027
HT-7 10/2/2006 Sump Water Specific Conductivity 2700 umhos/cm S610027
HT-7 10/2/2006 Sump Water pH 8.97 pH units S610027
HT-7 10/2/2006 Sump Water TDS 1700 mg/L S610027
HT-7 10/2/2006 Sump Water TSS ND mg/L S610027
HT-8 10/2/2006 Make-up Water Total Alkalinity 67 mg/L S610027
HT-8 10/2/2006 Make-up Water Biochemical Oxygen Demand 11 mg/L S610027
HT-8 10/2/2006 Make-up Water Specific Conductivity 310 umhos/cm S610027
HT-8 10/2/2006 Make-up Water pH 7.8 pH units S610027
HT-8 10/2/2006 Make-up Water TDS 220 mg/L S610027
HT-8 10/2/2006 Make-up Water TSS ND mg/L S610027
EQ-7 10/2/2006 Sump Water Total Alkalinity 450 mg/L S610027
EQ-7 10/2/2006 Sump Water Biochemical Oxygen Demand 2.1 mg/L S610027
EQ-7 10/2/2006 Sump Water Specific Conductivity 2700 umhos/cm S610027
EQ-7 10/2/2006 Sump Water pH 8.98 pH units S610027
EQ-7 10/2/2006 Sump Water TDS 1700 mg/L S610027
EQ-7 10/2/2006 Sump Water TSS ND mg/L S610027
EQ-8 10/2/2006 Make-up Water Total Alkalinity 77 mg/L S610027
EQ-8 10/2/2006 Make-up Water Biochemical Oxygen Demand 9 mg/L S610027
EQ-8 10/2/2006 Make-up Water Specific Conductivity 340 umhos/cm S610027
EQ-8 10/2/2006 Make-up Water pH 7.82 pH units S610027
EQ-8 10/2/2006 Make-up Water TDS 230 mg/L S610027
EQ-8 10/2/2006 Make-up Water TSS ND mg/L S610027
TB-5 9/13/2006 Make-up Water Benzene ND ug/L S609253
TB-5 9/13/2006 Make-up Water Bromobenzene ND ug/L S609253
TB-5 9/13/2006 Make-up Water Bromochloromethane ND ug/L S609253
TB-5 9/13/2006 Make-up Water Bromodichloromethane ND ug/L S609253
TB-5 9/13/2006 Make-up Water Bromoform ND ug/L S609253
TB-5 9/13/2006 Make-up Water Bromomethane ND ug/L S609253
TB-5 9/13/2006 Make-up Water n-Butylbenzene ND ug/L S609253
TB-5 9/13/2006 Make-up Water sec-Butylbenzene ND ug/L S609253
TB-5 9/13/2006 Make-up Water tert-Butylbenzene ND ug/L S609253
TB-5 9/13/2006 Make-up Water Carbon tetrachloride ND ug/L S609253
TB-5 9/13/2006 Make-up Water Chlorobenzene ND ug/L S609253
TB-5 9/13/2006 Make-up Water Chloroethane ND ug/L S609253
TB-5 9/13/2006 Make-up Water Chloroform ND ug/L S609253
TB-5 9/13/2006 Make-up Water Chloromethane ND ug/L S609253
TB-5 9/13/2006 Make-up Water 2-Chlorotoluene ND ug/L S609253
TB-5 9/13/2006 Make-up Water 4-Chlorotoluene ND ug/L S609253
TB-5 9/13/2006 Make-up Water Dibromochloromethane ND ug/L S609253
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TB-5 9/13/2006 Make-up Water 1,2-Dibromoethane (EDB) ND ug/L S609253
TB-5 9/13/2006 Make-up Water Dibromomethane ND ug/L S609253
TB-5 9/13/2006 Make-up Water 1,2-Dibromo-3-chloropropane ND ug/L S609253
TB-5 9/13/2006 Make-up Water 1,2-Dichlorobenzene ND ug/L S609253
TB-5 9/13/2006 Make-up Water 1,3-Dichlorobenzene ND ug/L S609253
TB-5 9/13/2006 Make-up Water 1,4-Dichlorobenzene ND ug/L S609253
TB-5 9/13/2006 Make-up Water Dichlorodifluoromethane ND ug/L S609253
TB-5 9/13/2006 Make-up Water 1,1-Dichloroethane ND ug/L S609253
TB-5 9/13/2006 Make-up Water 1,2-Dichloroethane ND ug/L S609253
TB-5 9/13/2006 Make-up Water 1,1-Dichloroethene ND ug/L S609253
TB-5 9/13/2006 Make-up Water cis-1,2-Dichloroethene ND ug/L S609253
TB-5 9/13/2006 Make-up Water trans-1,2-Dichloroethene ND ug/L S609253
TB-5 9/13/2006 Make-up Water 1,2-Dichloropropane ND ug/L S609253
TB-5 9/13/2006 Make-up Water 1,3-Dichloropropane ND ug/L S609253
TB-5 9/13/2006 Make-up Water 2,2-Dichloropropane ND ug/L S609253
TB-5 9/13/2006 Make-up Water 1,1-Dichloropropene ND ug/L S609253
TB-5 9/13/2006 Make-up Water Ethylbenzene ND ug/L S609253
TB-5 9/13/2006 Make-up Water Hexachlorobutadiene ND ug/L S609253
TB-5 9/13/2006 Make-up Water Isopropylbenzene ND ug/L S609253
TB-5 9/13/2006 Make-up Water p-Isopropyltoluene ND ug/L S609253
TB-5 9/13/2006 Make-up Water Methylene chloride ND ug/L S609253
TB-5 9/13/2006 Make-up Water Methyl tert-butyl ether ND ug/L S609253
TB-5 9/13/2006 Make-up Water Naphthalene ND ug/L S609253
TB-5 9/13/2006 Make-up Water n-Propylbenzene ND ug/L S609253
TB-5 9/13/2006 Make-up Water Styrene ND ug/L S609253
TB-5 9/13/2006 Make-up Water 1,1,1,2-Tetrachloroethane ND ug/L S609253
TB-5 9/13/2006 Make-up Water 1,1,2,2-Tetrachloroethane ND ug/L S609253
TB-5 9/13/2006 Make-up Water Tetrachloroethene ND ug/L S609253
TB-5 9/13/2006 Make-up Water Toluene ND ug/L S609253
TB-5 9/13/2006 Make-up Water 1,2,3-Trichlorobenzene ND ug/L S609253
TB-5 9/13/2006 Make-up Water 1,2,4-Trichlorobenzene ND ug/L S609253
TB-5 9/13/2006 Make-up Water 1,1,1-Trichloroethane ND ug/L S609253
TB-5 9/13/2006 Make-up Water 1,1,2-Trichloroethane ND ug/L S609253
TB-5 9/13/2006 Make-up Water Trichloroethene ND ug/L S609253
TB-5 9/13/2006 Make-up Water Trichlorofluoromethane ND ug/L S609253
TB-5 9/13/2006 Make-up Water 1,2,3-Trichloropropane ND ug/L S609253
TB-5 9/13/2006 Make-up Water 1,2,4-Trimethylbenzene ND ug/L S609253
TB-5 9/13/2006 Make-up Water 1,3,5-Trimethylbenzene ND ug/L S609253
TB-5 9/13/2006 Make-up Water Vinyl chloride ND ug/L S609253
TB-5 9/13/2006 Make-up Water  Xylenes (total) ND ug/L S609253
TB-7 11/20/2006 Sump Water Calcium 63 mg/L S611454
TB-7 11/20/2006 Sump Water Copper 18 ug/L S611454
TB-7 11/20/2006 Sump Water Iron 0.048 mg/L S611454
TB-7 11/20/2006 Sump Water Magnesium 17 mg/L S611454
TB-7 11/20/2006 Sump Water Nickel ND ug/L S611454
TB-7 11/20/2006 Sump Water Potassium 3.9 mg/L S611454
TB-7 11/20/2006 Sump Water Silicon 36 mg/L as silica S611454
TB-7 11/20/2006 Sump Water Sodium 69 mg/L S611454
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TB-7 11/20/2006 Sump Water Zinc 200 ug/L S611454
TB-100 11/20/2006 Sump Water Calcium 58 mg/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water Copper 16 ug/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water Iron 0.053 mg/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water Magnesium 16 mg/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water Nickel ND ug/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water Potassium 3.7 mg/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water Silicon 34 mg/L as silica S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water Sodium 66 mg/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water Zinc 130 ug/L S611454 Duplicate sample of TB-7.
TB-8 11/20/2006 Make-up Water Calcium 17 mg/L S611454
TB-8 11/20/2006 Make-up Water Copper 14 ug/L S611454
TB-8 11/20/2006 Make-up Water Iron ND mg/L S611454
TB-8 11/20/2006 Make-up Water Magnesium 5.1 mg/L S611454
TB-8 11/20/2006 Make-up Water Nickel ND ug/L S611454
TB-8 11/20/2006 Make-up Water Potassium 1.3 mg/L S611454
TB-8 11/20/2006 Make-up Water Silicon 11 mg/L as silica S611454
TB-8 11/20/2006 Make-up Water Sodium 21 mg/L S611454
TB-8 11/20/2006 Make-up Water Zinc 59 ug/L S611454

TB-101 11/20/2006 Make-up Water Calcium 17 mg/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water Copper 14 ug/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water Iron ND mg/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water Magnesium 5.1 mg/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water Nickel ND ug/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water Potassium 0.94 mg/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water Silicon 11 mg/L as silica S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water Sodium 20 mg/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water Zinc 22 ug/L S611454 Duplicate sample of TB-8.

TB-7 11/20/2006 Sump Water Chloride 34 mg/L S611454
TB-7 11/20/2006 Sump Water Fluoride 3.1 mg/L S611454
TB-7 11/20/2006 Sump Water Calcium Hardness (as CaCo3) 230 mg/L S611454
TB-7 11/20/2006 Sump Water Nitrate - NO3 7 mg/L S611454
TB-7 11/20/2006 Sump Water Nitrite - NO2 ND mg/L S611454
TB-7 11/20/2006 Sump Water Phosphate (PO4) ND mg/L S611454
TB-7 11/20/2006 Sump Water Sulfate as SO4 77 mg/L S611454

TB-100 11/20/2006 Sump Water Chloride 36 mg/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water Fluoride 3.1 mg/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water Calcium Hardness (as CaCo3) 210 mg/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water Nitrate - NO3 7 mg/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water Nitrite - NO2 ND mg/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water Phosphate (PO4) ND mg/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water Sulfate as SO4 80 mg/L S611454 Duplicate sample of TB-7.

TB-8 11/20/2006 Make-up Water Chloride 10 mg/L S611454
TB-8 11/20/2006 Make-up Water Fluoride 1.1 mg/L S611454
TB-8 11/20/2006 Make-up Water Calcium Hardness (as CaCo3) 63 mg/L S611454
TB-8 11/20/2006 Make-up Water Nitrate - NO3 ND mg/L S611454
TB-8 11/20/2006 Make-up Water Nitrite - NO2 ND mg/L S611454
TB-8 11/20/2006 Make-up Water Phosphate (PO4) ND mg/L S611454
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TB-8 11/20/2006 Make-up Water Sulfate as SO4 25 mg/L S611454
TB-101 11/20/2006 Make-up Water Chloride 8.5 mg/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water Fluoride 0.81 mg/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water Calcium Hardness (as CaCo3) 63 mg/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water Nitrate - NO3 ND mg/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water Nitrite - NO2 ND mg/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water Phosphate (PO4) ND mg/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water Sulfate as SO4 22 mg/L S611454 Duplicate sample of TB-8.
TB-7 11/20/2006 Sump Water Benzene ND ug/L S611454
TB-7 11/20/2006 Sump Water Bromobenzene ND ug/L S611454
TB-7 11/20/2006 Sump Water Bromochloromethane ND ug/L S611454
TB-7 11/20/2006 Sump Water Bromodichloromethane ND ug/L S611454
TB-7 11/20/2006 Sump Water Bromoform ND ug/L S611454
TB-7 11/20/2006 Sump Water Bromomethane ND ug/L S611454
TB-7 11/20/2006 Sump Water n-Butylbenzene ND ug/L S611454
TB-7 11/20/2006 Sump Water sec-Butylbenzene ND ug/L S611454
TB-7 11/20/2006 Sump Water tert-Butylbenzene ND ug/L S611454
TB-7 11/20/2006 Sump Water Carbon tetrachloride ND ug/L S611454
TB-7 11/20/2006 Sump Water Chlorobenzene ND ug/L S611454
TB-7 11/20/2006 Sump Water Chloroethane ND ug/L S611454
TB-7 11/20/2006 Sump Water Chloroform ND ug/L S611454
TB-7 11/20/2006 Sump Water Chloromethane ND ug/L S611454
TB-7 11/20/2006 Sump Water 2-Chlorotoluene ND ug/L S611454
TB-7 11/20/2006 Sump Water 4-Chlorotoluene ND ug/L S611454
TB-7 11/20/2006 Sump Water Dibromochloromethane ND ug/L S611454
TB-7 11/20/2006 Sump Water 1,2-Dibromoethane (EDB) ND ug/L S611454
TB-7 11/20/2006 Sump Water Dibromomethane ND ug/L S611454
TB-7 11/20/2006 Sump Water 1,2-Dibromo-3-chloropropane ND ug/L S611454
TB-7 11/20/2006 Sump Water 1,2-Dichlorobenzene ND ug/L S611454
TB-7 11/20/2006 Sump Water 1,3-Dichlorobenzene ND ug/L S611454
TB-7 11/20/2006 Sump Water 1,4-Dichlorobenzene ND ug/L S611454
TB-7 11/20/2006 Sump Water Dichlorodifluoromethane ND ug/L S611454
TB-7 11/20/2006 Sump Water 1,1-Dichloroethane ND ug/L S611454
TB-7 11/20/2006 Sump Water 1,2-Dichloroethane ND ug/L S611454
TB-7 11/20/2006 Sump Water 1,1-Dichloroethene ND ug/L S611454
TB-7 11/20/2006 Sump Water cis-1,2-Dichloroethene ND ug/L S611454
TB-7 11/20/2006 Sump Water trans-1,2-Dichloroethene ND ug/L S611454
TB-7 11/20/2006 Sump Water 1,2-Dichloropropane ND ug/L S611454
TB-7 11/20/2006 Sump Water 1,3-Dichloropropane ND ug/L S611454
TB-7 11/20/2006 Sump Water 2,2-Dichloropropane ND ug/L S611454
TB-7 11/20/2006 Sump Water 1,1-Dichloropropene ND ug/L S611454
TB-7 11/20/2006 Sump Water Ethylbenzene ND ug/L S611454
TB-7 11/20/2006 Sump Water Hexachlorobutadiene ND ug/L S611454
TB-7 11/20/2006 Sump Water Isopropylbenzene ND ug/L S611454
TB-7 11/20/2006 Sump Water p-Isopropyltoluene ND ug/L S611454
TB-7 11/20/2006 Sump Water Methylene chloride ND ug/L S611454
TB-7 11/20/2006 Sump Water Methyl tert-butyl ether ND ug/L S611454
TB-7 11/20/2006 Sump Water Naphthalene ND ug/L S611454
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TB-7 11/20/2006 Sump Water n-Propylbenzene ND ug/L S611454
TB-7 11/20/2006 Sump Water Styrene ND ug/L S611454
TB-7 11/20/2006 Sump Water 1,1,1,2-Tetrachloroethane ND ug/L S611454
TB-7 11/20/2006 Sump Water 1,1,2,2-Tetrachloroethane ND ug/L S611454
TB-7 11/20/2006 Sump Water Tetrachloroethene ND ug/L S611454
TB-7 11/20/2006 Sump Water Toluene ND ug/L S611454
TB-7 11/20/2006 Sump Water 1,2,3-Trichlorobenzene ND ug/L S611454
TB-7 11/20/2006 Sump Water 1,2,4-Trichlorobenzene ND ug/L S611454
TB-7 11/20/2006 Sump Water 1,1,1-Trichloroethane ND ug/L S611454
TB-7 11/20/2006 Sump Water 1,1,2-Trichloroethane ND ug/L S611454
TB-7 11/20/2006 Sump Water Trichloroethene ND ug/L S611454
TB-7 11/20/2006 Sump Water Trichlorofluoromethane ND ug/L S611454
TB-7 11/20/2006 Sump Water 1,2,3-Trichloropropane ND ug/L S611454
TB-7 11/20/2006 Sump Water 1,2,4-Trimethylbenzene ND ug/L S611454
TB-7 11/20/2006 Sump Water 1,3,5-Trimethylbenzene ND ug/L S611454
TB-7 11/20/2006 Sump Water Vinyl chloride ND ug/L S611454
TB-7 11/20/2006 Sump Water  Xylenes (total) ND ug/L S611454

TB-100 11/20/2006 Sump Water Benzene ND ug/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water Bromobenzene ND ug/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water Bromochloromethane ND ug/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water Bromodichloromethane ND ug/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water Bromoform ND ug/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water Bromomethane ND ug/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water n-Butylbenzene ND ug/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water sec-Butylbenzene ND ug/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water tert-Butylbenzene ND ug/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water Carbon tetrachloride ND ug/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water Chlorobenzene ND ug/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water Chloroethane ND ug/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water Chloroform ND ug/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water Chloromethane ND ug/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water 2-Chlorotoluene ND ug/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water 4-Chlorotoluene ND ug/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water Dibromochloromethane ND ug/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water 1,2-Dibromoethane (EDB) ND ug/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water Dibromomethane ND ug/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water 1,2-Dibromo-3-chloropropane ND ug/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water 1,2-Dichlorobenzene ND ug/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water 1,3-Dichlorobenzene ND ug/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water 1,4-Dichlorobenzene ND ug/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water Dichlorodifluoromethane ND ug/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water 1,1-Dichloroethane ND ug/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water 1,2-Dichloroethane ND ug/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water 1,1-Dichloroethene ND ug/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water cis-1,2-Dichloroethene ND ug/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water trans-1,2-Dichloroethene ND ug/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water 1,2-Dichloropropane ND ug/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water 1,3-Dichloropropane ND ug/L S611454 Duplicate sample of TB-7.
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TB-100 11/20/2006 Sump Water 2,2-Dichloropropane ND ug/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water 1,1-Dichloropropene ND ug/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water Ethylbenzene ND ug/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water Hexachlorobutadiene ND ug/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water Isopropylbenzene ND ug/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water p-Isopropyltoluene ND ug/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water Methylene chloride ND ug/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water Methyl tert-butyl ether ND ug/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water Naphthalene ND ug/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water n-Propylbenzene ND ug/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water Styrene ND ug/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water 1,1,1,2-Tetrachloroethane ND ug/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water 1,1,2,2-Tetrachloroethane ND ug/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water Tetrachloroethene ND ug/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water Toluene ND ug/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water 1,2,3-Trichlorobenzene ND ug/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water 1,2,4-Trichlorobenzene ND ug/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water 1,1,1-Trichloroethane ND ug/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water 1,1,2-Trichloroethane ND ug/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water Trichloroethene ND ug/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water Trichlorofluoromethane ND ug/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water 1,2,3-Trichloropropane ND ug/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water 1,2,4-Trimethylbenzene ND ug/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water 1,3,5-Trimethylbenzene ND ug/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water Vinyl chloride ND ug/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water  Xylenes (total) ND ug/L S611454 Duplicate sample of TB-7.

TB-8 11/20/2006 Make-up Water Benzene ND ug/L S611454
TB-8 11/20/2006 Make-up Water Bromobenzene ND ug/L S611454
TB-8 11/20/2006 Make-up Water Bromochloromethane ND ug/L S611454
TB-8 11/20/2006 Make-up Water Bromodichloromethane 5.1 ug/L S611454
TB-8 11/20/2006 Make-up Water Bromoform ND ug/L S611454
TB-8 11/20/2006 Make-up Water Bromomethane ND ug/L S611454
TB-8 11/20/2006 Make-up Water n-Butylbenzene ND ug/L S611454
TB-8 11/20/2006 Make-up Water sec-Butylbenzene ND ug/L S611454
TB-8 11/20/2006 Make-up Water tert-Butylbenzene ND ug/L S611454
TB-8 11/20/2006 Make-up Water Carbon tetrachloride ND ug/L S611454
TB-8 11/20/2006 Make-up Water Chlorobenzene ND ug/L S611454
TB-8 11/20/2006 Make-up Water Chloroethane ND ug/L S611454
TB-8 11/20/2006 Make-up Water Chloroform 21 ug/L S611454
TB-8 11/20/2006 Make-up Water Chloromethane ND ug/L S611454
TB-8 11/20/2006 Make-up Water 2-Chlorotoluene ND ug/L S611454
TB-8 11/20/2006 Make-up Water 4-Chlorotoluene ND ug/L S611454
TB-8 11/20/2006 Make-up Water Dibromochloromethane 1.3 ug/L S611454
TB-8 11/20/2006 Make-up Water 1,2-Dibromoethane (EDB) ND ug/L S611454
TB-8 11/20/2006 Make-up Water Dibromomethane ND ug/L S611454
TB-8 11/20/2006 Make-up Water 1,2-Dibromo-3-chloropropane ND ug/L S611454
TB-8 11/20/2006 Make-up Water 1,2-Dichlorobenzene ND ug/L S611454
TB-8 11/20/2006 Make-up Water 1,3-Dichlorobenzene ND ug/L S611454
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TB-8 11/20/2006 Make-up Water 1,4-Dichlorobenzene ND ug/L S611454
TB-8 11/20/2006 Make-up Water Dichlorodifluoromethane ND ug/L S611454
TB-8 11/20/2006 Make-up Water 1,1-Dichloroethane ND ug/L S611454
TB-8 11/20/2006 Make-up Water 1,2-Dichloroethane ND ug/L S611454
TB-8 11/20/2006 Make-up Water 1,1-Dichloroethene ND ug/L S611454
TB-8 11/20/2006 Make-up Water cis-1,2-Dichloroethene ND ug/L S611454
TB-8 11/20/2006 Make-up Water trans-1,2-Dichloroethene ND ug/L S611454
TB-8 11/20/2006 Make-up Water 1,2-Dichloropropane ND ug/L S611454
TB-8 11/20/2006 Make-up Water 1,3-Dichloropropane ND ug/L S611454
TB-8 11/20/2006 Make-up Water 2,2-Dichloropropane ND ug/L S611454
TB-8 11/20/2006 Make-up Water 1,1-Dichloropropene ND ug/L S611454
TB-8 11/20/2006 Make-up Water Ethylbenzene ND ug/L S611454
TB-8 11/20/2006 Make-up Water Hexachlorobutadiene ND ug/L S611454
TB-8 11/20/2006 Make-up Water Isopropylbenzene ND ug/L S611454
TB-8 11/20/2006 Make-up Water p-Isopropyltoluene ND ug/L S611454
TB-8 11/20/2006 Make-up Water Methylene chloride ND ug/L S611454
TB-8 11/20/2006 Make-up Water Methyl tert-butyl ether ND ug/L S611454
TB-8 11/20/2006 Make-up Water Naphthalene ND ug/L S611454
TB-8 11/20/2006 Make-up Water n-Propylbenzene ND ug/L S611454
TB-8 11/20/2006 Make-up Water Styrene ND ug/L S611454
TB-8 11/20/2006 Make-up Water 1,1,1,2-Tetrachloroethane ND ug/L S611454
TB-8 11/20/2006 Make-up Water 1,1,2,2-Tetrachloroethane ND ug/L S611454
TB-8 11/20/2006 Make-up Water Tetrachloroethene ND ug/L S611454
TB-8 11/20/2006 Make-up Water Toluene ND ug/L S611454
TB-8 11/20/2006 Make-up Water 1,2,3-Trichlorobenzene ND ug/L S611454
TB-8 11/20/2006 Make-up Water 1,2,4-Trichlorobenzene ND ug/L S611454
TB-8 11/20/2006 Make-up Water 1,1,1-Trichloroethane ND ug/L S611454
TB-8 11/20/2006 Make-up Water 1,1,2-Trichloroethane ND ug/L S611454
TB-8 11/20/2006 Make-up Water Trichloroethene ND ug/L S611454
TB-8 11/20/2006 Make-up Water Trichlorofluoromethane ND ug/L S611454
TB-8 11/20/2006 Make-up Water 1,2,3-Trichloropropane ND ug/L S611454
TB-8 11/20/2006 Make-up Water 1,2,4-Trimethylbenzene ND ug/L S611454
TB-8 11/20/2006 Make-up Water 1,3,5-Trimethylbenzene ND ug/L S611454
TB-8 11/20/2006 Make-up Water Vinyl chloride ND ug/L S611454
TB-8 11/20/2006 Make-up Water  Xylenes (total) ND ug/L S611454

TB-101 11/20/2006 Make-up Water Benzene ND ug/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water Bromobenzene ND ug/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water Bromochloromethane ND ug/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water Bromodichloromethane 5.2 ug/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water Bromoform ND ug/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water Bromomethane ND ug/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water n-Butylbenzene ND ug/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water sec-Butylbenzene ND ug/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water tert-Butylbenzene ND ug/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water Carbon tetrachloride ND ug/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water Chlorobenzene ND ug/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water Chloroethane ND ug/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water Chloroform 22 ug/L S611454 Duplicate sample of TB-8.
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TB-101 11/20/2006 Make-up Water Chloromethane ND ug/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water 2-Chlorotoluene ND ug/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water 4-Chlorotoluene ND ug/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water Dibromochloromethane 1.2 ug/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water 1,2-Dibromoethane (EDB) ND ug/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water Dibromomethane ND ug/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water 1,2-Dibromo-3-chloropropane ND ug/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water 1,2-Dichlorobenzene ND ug/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water 1,3-Dichlorobenzene ND ug/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water 1,4-Dichlorobenzene ND ug/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water Dichlorodifluoromethane ND ug/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water 1,1-Dichloroethane ND ug/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water 1,2-Dichloroethane ND ug/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water 1,1-Dichloroethene ND ug/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water cis-1,2-Dichloroethene ND ug/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water trans-1,2-Dichloroethene ND ug/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water 1,2-Dichloropropane ND ug/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water 1,3-Dichloropropane ND ug/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water 2,2-Dichloropropane ND ug/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water 1,1-Dichloropropene ND ug/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water Ethylbenzene ND ug/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water Hexachlorobutadiene ND ug/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water Isopropylbenzene ND ug/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water p-Isopropyltoluene ND ug/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water Methylene chloride ND ug/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water Methyl tert-butyl ether ND ug/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water Naphthalene ND ug/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water n-Propylbenzene ND ug/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water Styrene ND ug/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water 1,1,1,2-Tetrachloroethane ND ug/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water 1,1,2,2-Tetrachloroethane ND ug/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water Tetrachloroethene ND ug/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water Toluene ND ug/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water 1,2,3-Trichlorobenzene ND ug/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water 1,2,4-Trichlorobenzene ND ug/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water 1,1,1-Trichloroethane ND ug/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water 1,1,2-Trichloroethane ND ug/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water Trichloroethene ND ug/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water Trichlorofluoromethane ND ug/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water 1,2,3-Trichloropropane ND ug/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water 1,2,4-Trimethylbenzene ND ug/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water 1,3,5-Trimethylbenzene ND ug/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water Vinyl chloride ND ug/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water  Xylenes (total) ND ug/L S611454 Duplicate sample of TB-8.

TB-7 11/20/2006 Sump Water Total Alkalinity 190 mg/L S611454
TB-7 11/20/2006 Sump Water Biochemical Oxygen Demand ND mg/L S611454
TB-7 11/20/2006 Sump Water Specific Conductivity 650 umhos/cm S611454
TB-7 11/20/2006 Sump Water pH 8.55 pH units S611454
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TB-7 11/20/2006 Sump Water TDS 420 mg/L S611454
TB-7 11/20/2006 Sump Water TSS ND mg/L S611454

TB-100 11/20/2006 Sump Water Total Alkalinity 190 mg/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water Biochemical Oxygen Demand ND mg/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water Specific Conductivity 650 umhos/cm S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water pH 8.58 pH units S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water TDS 400 mg/L S611454 Duplicate sample of TB-7.
TB-100 11/20/2006 Sump Water TSS 11 mg/L S611454 Duplicate sample of TB-7.

TB-8 11/20/2006 Make-up Water Total Alkalinity 68 mg/L S611454
TB-8 11/20/2006 Make-up Water Biochemical Oxygen Demand ND mg/L S611454
TB-8 11/20/2006 Make-up Water Specific Conductivity 220 umhos/cm S611454
TB-8 11/20/2006 Make-up Water pH 8.61 pH units S611454
TB-8 11/20/2006 Make-up Water TDS 120 mg/L S611454
TB-8 11/20/2006 Make-up Water TSS ND mg/L S611454

TB-101 11/20/2006 Make-up Water Total Alkalinity 68 mg/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water Biochemical Oxygen Demand 8.3 mg/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water Specific Conductivity 220 umhos/cm S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water pH 8.6 pH units S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water TDS 110 mg/L S611454 Duplicate sample of TB-8.
TB-101 11/20/2006 Make-up Water TSS ND mg/L S611454 Duplicate sample of TB-8.
TB-7 11/20/2006 Sump Water HPC 738 CFU/ml S611454

TB-100 11/20/2006 Sump Water HPC 738 CFU/ml S611454 Duplicate sample of TB-7.
TB-8 11/20/2006 Make-up Water HPC ND CFU/ml S611454

TB-101 11/20/2006 Make-up Water HPC ND CFU/ml S611454 Duplicate sample of TB-8.
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DC-1 8/17/2006 Sump Water Calcium 79 mg/L S608379
DC-1 8/17/2006 Sump Water Copper 140 ug/L S608379
DC-1 8/17/2006 Sump Water Iron ND mg/L S608379
DC-1 8/17/2006 Sump Water Magnesium 13 mg/L S608379
DC-1 8/17/2006 Sump Water Nickel 3 ug/L S608379
DC-1 8/17/2006 Sump Water Potassium 6.1 mg/L S608379
DC-1 8/17/2006 Sump Water Silicon 88 mg/L as silica S608379
DC-1 8/17/2006 Sump Water Sodium 43 mg/L S608379
DC-1 8/17/2006 Sump Water Zinc ND ug/L S608379
DC-1 8/17/2006 Sump Water Hardness (as CacO3) 250 mg/L S608379
DC-1 8/17/2006 Sump Water Benzene ND ug/L S608379
DC-1 8/17/2006 Sump Water Bromobenzene ND ug/L S608379
DC-1 8/17/2006 Sump Water Bromochloromethane ND ug/L S608379
DC-1 8/17/2006 Sump Water Bromodichloromethane ND ug/L S608379
DC-1 8/17/2006 Sump Water Bromoform ND ug/L S608379
DC-1 8/17/2006 Sump Water Bromomethane ND ug/L S608379
DC-1 8/17/2006 Sump Water n-Butylbenzene ND ug/L S608379
DC-1 8/17/2006 Sump Water sec-Butylbenzene ND ug/L S608379
DC-1 8/17/2006 Sump Water tert-Butylbenzene ND ug/L S608379
DC-1 8/17/2006 Sump Water Carbon tetrachloride ND ug/L S608379
DC-1 8/17/2006 Sump Water Chlorobenzene ND ug/L S608379
DC-1 8/17/2006 Sump Water Chloroethane ND ug/L S608379
DC-1 8/17/2006 Sump Water Chloroform ND ug/L S608379
DC-1 8/17/2006 Sump Water Chloromethane ND ug/L S608379
DC-1 8/17/2006 Sump Water 2-Chlorotoluene ND ug/L S608379
DC-1 8/17/2006 Sump Water 4-Chlorotoluene ND ug/L S608379
DC-1 8/17/2006 Sump Water Dibromochloromethane ND ug/L S608379
DC-1 8/17/2006 Sump Water 1,2-Dibromoethane (EDB) ND ug/L S608379
DC-1 8/17/2006 Sump Water Dibromomethane ND ug/L S608379
DC-1 8/17/2006 Sump Water 1,2-Dibromo-3-chloropropane ND ug/L S608379
DC-1 8/17/2006 Sump Water 1,2-Dichlorobenzene ND ug/L S608379
DC-1 8/17/2006 Sump Water 1,3-Dichlorobenzene ND ug/L S608379
DC-1 8/17/2006 Sump Water 1,4-Dichlorobenzene ND ug/L S608379
DC-1 8/17/2006 Sump Water Dichlorodifluoromethane ND ug/L S608379
DC-1 8/17/2006 Sump Water 1,1-Dichloroethane ND ug/L S608379
DC-1 8/17/2006 Sump Water 1,2-Dichloroethane ND ug/L S608379
DC-1 8/17/2006 Sump Water 1,1-Dichloroethene ND ug/L S608379
DC-1 8/17/2006 Sump Water cis-1,2-Dichloroethene ND ug/L S608379
DC-1 8/17/2006 Sump Water trans-1,2-Dichloroethene ND ug/L S608379
DC-1 8/17/2006 Sump Water 1,2-Dichloropropane ND ug/L S608379
DC-1 8/17/2006 Sump Water 1,3-Dichloropropane ND ug/L S608379
DC-1 8/17/2006 Sump Water 2,2-Dichloropropane ND ug/L S608379
DC-1 8/17/2006 Sump Water 1,1-Dichloropropene ND ug/L S608379
DC-1 8/17/2006 Sump Water Ethylbenzene ND ug/L S608379
DC-1 8/17/2006 Sump Water Hexachlorobutadiene ND ug/L S608379
DC-1 8/17/2006 Sump Water Isopropylbenzene ND ug/L S608379
DC-1 8/17/2006 Sump Water p-Isopropyltoluene ND ug/L S608379
DC-1 8/17/2006 Sump Water Methylene chloride ND ug/L S608379
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DC-1 8/17/2006 Sump Water Methyl tert-butyl ether ND ug/L S608379
DC-1 8/17/2006 Sump Water Naphthalene ND ug/L S608379
DC-1 8/17/2006 Sump Water n-Propylbenzene ND ug/L S608379
DC-1 8/17/2006 Sump Water Styrene ND ug/L S608379
DC-1 8/17/2006 Sump Water 1,1,1,2-Tetrachloroethane ND ug/L S608379
DC-1 8/17/2006 Sump Water 1,1,2,2-Tetrachloroethane ND ug/L S608379
DC-1 8/17/2006 Sump Water Tetrachloroethene ND ug/L S608379
DC-1 8/17/2006 Sump Water Toluene ND ug/L S608379
DC-1 8/17/2006 Sump Water 1,2,3-Trichlorobenzene ND ug/L S608379
DC-1 8/17/2006 Sump Water 1,2,4-Trichlorobenzene ND ug/L S608379
DC-1 8/17/2006 Sump Water 1,1,1-Trichloroethane ND ug/L S608379
DC-1 8/17/2006 Sump Water 1,1,2-Trichloroethane ND ug/L S608379
DC-1 8/17/2006 Sump Water Trichloroethene ND ug/L S608379
DC-1 8/17/2006 Sump Water Trichlorofluoromethane ND ug/L S608379
DC-1 8/17/2006 Sump Water 1,2,3-Trichloropropane ND ug/L S608379
DC-1 8/17/2006 Sump Water 1,2,4-Trimethylbenzene ND ug/L S608379
DC-1 8/17/2006 Sump Water 1,3,5-Trimethylbenzene ND ug/L S608379
DC-1 8/17/2006 Sump Water Vinyl chloride ND ug/L S608379
DC-1 8/17/2006 Sump Water  Xylenes (total) ND ug/L S608379
DC-1 8/17/2006 Sump Water TDS 560 mg/L S608379
DC-1 8/17/2006 Sump Water TSS ND mg/L S608379
DC-1 8/17/2006 Sump Water Total Alkalinity 200 mg/L S608379
DC-1 8/17/2006 Sump Water Biochemical Oxygen Demand 2.2 mg/L S608379
DC-1 8/17/2006 Sump Water Specific Conductivity 700 umhos/cm S608379
DC-1 8/17/2006 Sump Water pH 8.65 pH units S608379
DC-1 8/17/2006 Sump Water TDS 500 mg/L S608379
DC-1 8/17/2006 Sump Water TSS ND mg/L S608379
DC-1 8/17/2006 Sump Water Chloride 40 mg/L S608379
DC-1 8/17/2006 Sump Water Fluoride 7 mg/L S608379
DC-1 8/17/2006 Sump Water Nitrate as NO3 16 mg/L S608379
DC-1 8/17/2006 Sump Water Phosphate ND mg/L S608379
DC-1 8/17/2006 Sump Water Sulfate as SO4 51 mg/L S608379
DC-1 8/17/2006 Sump Water HPC 40 CFU/ml S608379
DC-2 8/17/2006 Make-up Water Calcium 7.4 mg/L S608379
DC-2 8/17/2006 Make-up Water Copper 8.4 ug/L S608379
DC-2 8/17/2006 Make-up Water Iron ND mg/L S608379
DC-2 8/17/2006 Make-up Water Magnesium 1.2 mg/L S608379
DC-2 8/17/2006 Make-up Water Nickel ND ug/L S608379
DC-2 8/17/2006 Make-up Water Potassium 0.6 mg/L S608379
DC-2 8/17/2006 Make-up Water Silicon 9.6 mg/L as silica S608379
DC-2 8/17/2006 Make-up Water Sodium 3.7 mg/L S608379
DC-2 8/17/2006 Make-up Water Zinc ND ug/L S608379
DC-2 8/17/2006 Make-up Water Hardness (as CacO3) 24 mg/L S608379
DC-2 8/17/2006 Make-up Water Benzene ND ug/L S608379
DC-2 8/17/2006 Make-up Water Bromobenzene ND ug/L S608379
DC-2 8/17/2006 Make-up Water Bromochloromethane ND ug/L S608379
DC-2 8/17/2006 Make-up Water Bromodichloromethane 2.1 ug/L S608379
DC-2 8/17/2006 Make-up Water Bromoform ND ug/L S608379
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DC-2 8/17/2006 Make-up Water Bromomethane ND ug/L S608379
DC-2 8/17/2006 Make-up Water n-Butylbenzene ND ug/L S608379
DC-2 8/17/2006 Make-up Water sec-Butylbenzene ND ug/L S608379
DC-2 8/17/2006 Make-up Water tert-Butylbenzene ND ug/L S608379
DC-2 8/17/2006 Make-up Water Carbon tetrachloride ND ug/L S608379
DC-2 8/17/2006 Make-up Water Chlorobenzene ND ug/L S608379
DC-2 8/17/2006 Make-up Water Chloroethane ND ug/L S608379
DC-2 8/17/2006 Make-up Water Chloroform 58 ug/L S608379
DC-2 8/17/2006 Make-up Water Chloromethane ND ug/L S608379
DC-2 8/17/2006 Make-up Water 2-Chlorotoluene ND ug/L S608379
DC-2 8/17/2006 Make-up Water 4-Chlorotoluene ND ug/L S608379
DC-2 8/17/2006 Make-up Water Dibromochloromethane 0.6 ug/L S608379
DC-2 8/17/2006 Make-up Water 1,2-Dibromoethane (EDB) ND ug/L S608379
DC-2 8/17/2006 Make-up Water Dibromomethane ND ug/L S608379
DC-2 8/17/2006 Make-up Water 1,2-Dibromo-3-chloropropane ND ug/L S608379
DC-2 8/17/2006 Make-up Water 1,2-Dichlorobenzene ND ug/L S608379
DC-2 8/17/2006 Make-up Water 1,3-Dichlorobenzene ND ug/L S608379
DC-2 8/17/2006 Make-up Water 1,4-Dichlorobenzene ND ug/L S608379
DC-2 8/17/2006 Make-up Water Dichlorodifluoromethane ND ug/L S608379
DC-2 8/17/2006 Make-up Water 1,1-Dichloroethane ND ug/L S608379
DC-2 8/17/2006 Make-up Water 1,2-Dichloroethane ND ug/L S608379
DC-2 8/17/2006 Make-up Water 1,1-Dichloroethene ND ug/L S608379
DC-2 8/17/2006 Make-up Water cis-1,2-Dichloroethene ND ug/L S608379
DC-2 8/17/2006 Make-up Water trans-1,2-Dichloroethene ND ug/L S608379
DC-2 8/17/2006 Make-up Water 1,2-Dichloropropane ND ug/L S608379
DC-2 8/17/2006 Make-up Water 1,3-Dichloropropane ND ug/L S608379
DC-2 8/17/2006 Make-up Water 2,2-Dichloropropane ND ug/L S608379
DC-2 8/17/2006 Make-up Water 1,1-Dichloropropene ND ug/L S608379
DC-2 8/17/2006 Make-up Water Ethylbenzene ND ug/L S608379
DC-2 8/17/2006 Make-up Water Hexachlorobutadiene ND ug/L S608379
DC-2 8/17/2006 Make-up Water Isopropylbenzene ND ug/L S608379
DC-2 8/17/2006 Make-up Water p-Isopropyltoluene ND ug/L S608379
DC-2 8/17/2006 Make-up Water Methylene chloride ND ug/L S608379
DC-2 8/17/2006 Make-up Water Methyl tert-butyl ether ND ug/L S608379
DC-2 8/17/2006 Make-up Water Naphthalene ND ug/L S608379
DC-2 8/17/2006 Make-up Water n-Propylbenzene ND ug/L S608379
DC-2 8/17/2006 Make-up Water Styrene ND ug/L S608379
DC-2 8/17/2006 Make-up Water 1,1,1,2-Tetrachloroethane ND ug/L S608379
DC-2 8/17/2006 Make-up Water 1,1,2,2-Tetrachloroethane ND ug/L S608379
DC-2 8/17/2006 Make-up Water Tetrachloroethene ND ug/L S608379
DC-2 8/17/2006 Make-up Water Toluene ND ug/L S608379
DC-2 8/17/2006 Make-up Water 1,2,3-Trichlorobenzene ND ug/L S608379
DC-2 8/17/2006 Make-up Water 1,2,4-Trichlorobenzene ND ug/L S608379
DC-2 8/17/2006 Make-up Water 1,1,1-Trichloroethane ND ug/L S608379
DC-2 8/17/2006 Make-up Water 1,1,2-Trichloroethane ND ug/L S608379
DC-2 8/17/2006 Make-up Water Trichloroethene ND ug/L S608379
DC-2 8/17/2006 Make-up Water Trichlorofluoromethane ND ug/L S608379
DC-2 8/17/2006 Make-up Water 1,2,3-Trichloropropane ND ug/L S608379
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DC-2 8/17/2006 Make-up Water 1,2,4-Trimethylbenzene ND ug/L S608379
DC-2 8/17/2006 Make-up Water 1,3,5-Trimethylbenzene ND ug/L S608379
DC-2 8/17/2006 Make-up Water Vinyl chloride ND ug/L S608379
DC-2 8/17/2006 Make-up Water  Xylenes (total) ND ug/L S608379
DC-2 8/17/2006 Make-up Water TDS 82 mg/L S608379
DC-2 8/17/2006 Make-up Water TSS ND mg/L S608379
DC-2 8/17/2006 Make-up Water Total Alkalinity 16 mg/L S608379
DC-2 8/17/2006 Make-up Water Biochemical Oxygen Demand 31 mg/L S608379
DC-2 8/17/2006 Make-up Water Specific Conductivity 75 umhos/cm S608379
DC-2 8/17/2006 Make-up Water pH 8.51 pH units S608379
DC-2 8/17/2006 Make-up Water TDS 72 mg/L S608379
DC-2 8/17/2006 Make-up Water TSS ND mg/L S608379
DC-2 8/17/2006 Make-up Water Chloride 3.6 mg/L S608379
DC-2 8/17/2006 Make-up Water Fluoride ND mg/L S608379
DC-2 8/17/2006 Make-up Water Nitrate as NO3 ND mg/L S608379
DC-2 8/17/2006 Make-up Water Phosphate ND mg/L S608379
DC-2 8/17/2006 Make-up Water Sulfate as SO4 4.1 mg/L S608379
DC-2 8/17/2006 Make-up Water HPC 16 CFU/ml S608379
LB-1 8/28/2006 Sump Water HPC 48 CFU/ml S608575 Lab analyst was not on-site when samples arrived on 8/21/06 and sample holding time was exceeded.
LB-2 8/28/2006 Make-up Water HPC 15 CFU/ml S608575 Lab analyst was not on-site when samples arrived on 8/21/06 and sample holding time was exceeded.
LB-1 8/21/2006 Sump Water Calcium 110 mg/L S608435 Amended
LB-1 8/21/2006 Sump Water Copper 77 ug/L S608435 Amended
LB-1 8/21/2006 Sump Water Iron ND mg/L S608435 Amended
LB-1 8/21/2006 Sump Water Magnesium 24 mg/L S608435 Amended
LB-1 8/21/2006 Sump Water Nickel ND ug/L S608435 Amended
LB-1 8/21/2006 Sump Water Potassium 14 mg/L S608435 Amended
LB-1 8/21/2006 Sump Water Silicon 110 mg/L as silica S608435 Amended
LB-1 8/21/2006 Sump Water Sodium 150 mg/L S608435 Amended
LB-1 8/21/2006 Sump Water Zinc 51 ug/L S608435 Amended
LB-2 8/21/2006 Make-up Water Calcium 8.1 mg/L S608435 Amended
LB-2 8/21/2006 Make-up Water Copper 9.6 ug/L S608435 Amended
LB-2 8/21/2006 Make-up Water Iron 0.12 mg/L S608435 Amended
LB-2 8/21/2006 Make-up Water Magnesium 1.2 mg/L S608435 Amended
LB-2 8/21/2006 Make-up Water Nickel ND ug/L S608435 Amended
LB-2 8/21/2006 Make-up Water Potassium 0.71 mg/L S608435 Amended
LB-2 8/21/2006 Make-up Water Silicon 9.7 mg/L as silica S608435 Amended
LB-2 8/21/2006 Make-up Water Sodium 7.6 mg/L S608435 Amended
LB-2 8/21/2006 Make-up Water Zinc 48 ug/L S608435 Amended
LB-1 8/21/2006 Sump Water Hardness (as CacO3) 280 mg/L S608435 Amended
LB-2 8/21/2006 Make-up Water Hardness (as CacO3) 20 mg/L S608435 Amended
LB-1 8/21/2006 Sump Water Benzene ND ug/L S608435 Amended
LB-1 8/21/2006 Sump Water Bromobenzene ND ug/L S608435 Amended
LB-1 8/21/2006 Sump Water Bromochloromethane ND ug/L S608435 Amended
LB-1 8/21/2006 Sump Water Bromodichloromethane ND ug/L S608435 Amended
LB-1 8/21/2006 Sump Water Bromoform ND ug/L S608435 Amended
LB-1 8/21/2006 Sump Water Bromomethane ND ug/L S608435 Amended
LB-1 8/21/2006 Sump Water n-Butylbenzene ND ug/L S608435 Amended
LB-1 8/21/2006 Sump Water sec-Butylbenzene ND ug/L S608435 Amended
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LB-1 8/21/2006 Sump Water tert-Butylbenzene ND ug/L S608435 Amended
LB-1 8/21/2006 Sump Water Carbon tetrachloride ND ug/L S608435 Amended
LB-1 8/21/2006 Sump Water Chlorobenzene ND ug/L S608435 Amended
LB-1 8/21/2006 Sump Water Chloroethane ND ug/L S608435 Amended
LB-1 8/21/2006 Sump Water Chloroform ND ug/L S608435 Amended
LB-1 8/21/2006 Sump Water Chloromethane ND ug/L S608435 Amended
LB-1 8/21/2006 Sump Water 2-Chlorotoluene ND ug/L S608435 Amended
LB-1 8/21/2006 Sump Water 4-Chlorotoluene ND ug/L S608435 Amended
LB-1 8/21/2006 Sump Water Dibromochloromethane ND ug/L S608435 Amended
LB-1 8/21/2006 Sump Water 1,2-Dibromoethane (EDB) ND ug/L S608435 Amended
LB-1 8/21/2006 Sump Water Dibromomethane ND ug/L S608435 Amended
LB-1 8/21/2006 Sump Water 1,2-Dibromo-3-chloropropane ND ug/L S608435 Amended
LB-1 8/21/2006 Sump Water 1,2-Dichlorobenzene ND ug/L S608435 Amended
LB-1 8/21/2006 Sump Water 1,3-Dichlorobenzene ND ug/L S608435 Amended
LB-1 8/21/2006 Sump Water 1,4-Dichlorobenzene ND ug/L S608435 Amended
LB-1 8/21/2006 Sump Water Dichlorodifluoromethane ND ug/L S608435 Amended
LB-1 8/21/2006 Sump Water 1,1-Dichloroethane ND ug/L S608435 Amended
LB-1 8/21/2006 Sump Water 1,2-Dichloroethane ND ug/L S608435 Amended
LB-1 8/21/2006 Sump Water 1,1-Dichloroethene ND ug/L S608435 Amended
LB-1 8/21/2006 Sump Water cis-1,2-Dichloroethene ND ug/L S608435 Amended
LB-1 8/21/2006 Sump Water trans-1,2-Dichloroethene ND ug/L S608435 Amended
LB-1 8/21/2006 Sump Water 1,2-Dichloropropane ND ug/L S608435 Amended
LB-1 8/21/2006 Sump Water 1,3-Dichloropropane ND ug/L S608435 Amended
LB-1 8/21/2006 Sump Water 2,2-Dichloropropane ND ug/L S608435 Amended
LB-1 8/21/2006 Sump Water 1,1-Dichloropropene ND ug/L S608435 Amended
LB-1 8/21/2006 Sump Water Ethylbenzene ND ug/L S608435 Amended
LB-1 8/21/2006 Sump Water Hexachlorobutadiene ND ug/L S608435 Amended
LB-1 8/21/2006 Sump Water Isopropylbenzene ND ug/L S608435 Amended
LB-1 8/21/2006 Sump Water p-Isopropyltoluene ND ug/L S608435 Amended
LB-1 8/21/2006 Sump Water Methylene chloride ND ug/L S608435 Amended
LB-1 8/21/2006 Sump Water Methyl tert-butyl ether ND ug/L S608435 Amended
LB-1 8/21/2006 Sump Water Naphthalene ND ug/L S608435 Amended
LB-1 8/21/2006 Sump Water n-Propylbenzene ND ug/L S608435 Amended
LB-1 8/21/2006 Sump Water Styrene ND ug/L S608435 Amended
LB-1 8/21/2006 Sump Water 1,1,1,2-Tetrachloroethane ND ug/L S608435 Amended
LB-1 8/21/2006 Sump Water 1,1,2,2-Tetrachloroethane ND ug/L S608435 Amended
LB-1 8/21/2006 Sump Water Tetrachloroethene ND ug/L S608435 Amended
LB-1 8/21/2006 Sump Water Toluene ND ug/L S608435 Amended
LB-1 8/21/2006 Sump Water 1,2,3-Trichlorobenzene ND ug/L S608435 Amended
LB-1 8/21/2006 Sump Water 1,2,4-Trichlorobenzene ND ug/L S608435 Amended
LB-1 8/21/2006 Sump Water 1,1,1-Trichloroethane ND ug/L S608435 Amended
LB-1 8/21/2006 Sump Water 1,1,2-Trichloroethane ND ug/L S608435 Amended
LB-1 8/21/2006 Sump Water Trichloroethene ND ug/L S608435 Amended
LB-1 8/21/2006 Sump Water Trichlorofluoromethane ND ug/L S608435 Amended
LB-1 8/21/2006 Sump Water 1,2,3-Trichloropropane ND ug/L S608435 Amended
LB-1 8/21/2006 Sump Water 1,2,4-Trimethylbenzene ND ug/L S608435 Amended
LB-1 8/21/2006 Sump Water 1,3,5-Trimethylbenzene ND ug/L S608435 Amended
LB-1 8/21/2006 Sump Water Vinyl chloride ND ug/L S608435 Amended
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LB-1 8/21/2006 Sump Water  Xylenes (total) ND ug/L S608435 Amended
LB-2 8/21/2006 Make-up Water Benzene ND ug/L S608435 Amended
LB-2 8/21/2006 Make-up Water Bromobenzene ND ug/L S608435 Amended
LB-2 8/21/2006 Make-up Water Bromochloromethane ND ug/L S608435 Amended
LB-2 8/21/2006 Make-up Water Bromodichloromethane 1.8 ug/L S608435 Amended
LB-2 8/21/2006 Make-up Water Bromoform ND ug/L S608435 Amended
LB-2 8/21/2006 Make-up Water Bromomethane ND ug/L S608435 Amended
LB-2 8/21/2006 Make-up Water n-Butylbenzene ND ug/L S608435 Amended
LB-2 8/21/2006 Make-up Water sec-Butylbenzene ND ug/L S608435 Amended
LB-2 8/21/2006 Make-up Water tert-Butylbenzene ND ug/L S608435 Amended
LB-2 8/21/2006 Make-up Water Carbon tetrachloride ND ug/L S608435 Amended
LB-2 8/21/2006 Make-up Water Chlorobenzene ND ug/L S608435 Amended
LB-2 8/21/2006 Make-up Water Chloroethane ND ug/L S608435 Amended
LB-2 8/21/2006 Make-up Water Chloroform 46 ug/L S608435 Amended
LB-2 8/21/2006 Make-up Water Chloromethane ND ug/L S608435 Amended
LB-2 8/21/2006 Make-up Water 2-Chlorotoluene ND ug/L S608435 Amended
LB-2 8/21/2006 Make-up Water 4-Chlorotoluene ND ug/L S608435 Amended
LB-2 8/21/2006 Make-up Water Dibromochloromethane 0.81 ug/L S608435 Amended
LB-2 8/21/2006 Make-up Water 1,2-Dibromoethane (EDB) ND ug/L S608435 Amended
LB-2 8/21/2006 Make-up Water Dibromomethane ND ug/L S608435 Amended
LB-2 8/21/2006 Make-up Water 1,2-Dibromo-3-chloropropane ND ug/L S608435 Amended
LB-2 8/21/2006 Make-up Water 1,2-Dichlorobenzene ND ug/L S608435 Amended
LB-2 8/21/2006 Make-up Water 1,3-Dichlorobenzene ND ug/L S608435 Amended
LB-2 8/21/2006 Make-up Water 1,4-Dichlorobenzene ND ug/L S608435 Amended
LB-2 8/21/2006 Make-up Water Dichlorodifluoromethane ND ug/L S608435 Amended
LB-2 8/21/2006 Make-up Water 1,1-Dichloroethane ND ug/L S608435 Amended
LB-2 8/21/2006 Make-up Water 1,2-Dichloroethane ND ug/L S608435 Amended
LB-2 8/21/2006 Make-up Water 1,1-Dichloroethene ND ug/L S608435 Amended
LB-2 8/21/2006 Make-up Water cis-1,2-Dichloroethene ND ug/L S608435 Amended
LB-2 8/21/2006 Make-up Water trans-1,2-Dichloroethene ND ug/L S608435 Amended
LB-2 8/21/2006 Make-up Water 1,2-Dichloropropane ND ug/L S608435 Amended
LB-2 8/21/2006 Make-up Water 1,3-Dichloropropane ND ug/L S608435 Amended
LB-2 8/21/2006 Make-up Water 2,2-Dichloropropane ND ug/L S608435 Amended
LB-2 8/21/2006 Make-up Water 1,1-Dichloropropene ND ug/L S608435 Amended
LB-2 8/21/2006 Make-up Water Ethylbenzene ND ug/L S608435 Amended
LB-2 8/21/2006 Make-up Water Hexachlorobutadiene ND ug/L S608435 Amended
LB-2 8/21/2006 Make-up Water Isopropylbenzene ND ug/L S608435 Amended
LB-2 8/21/2006 Make-up Water p-Isopropyltoluene ND ug/L S608435 Amended
LB-2 8/21/2006 Make-up Water Methylene chloride ND ug/L S608435 Amended
LB-2 8/21/2006 Make-up Water Methyl tert-butyl ether ND ug/L S608435 Amended
LB-2 8/21/2006 Make-up Water Naphthalene ND ug/L S608435 Amended
LB-2 8/21/2006 Make-up Water n-Propylbenzene ND ug/L S608435 Amended
LB-2 8/21/2006 Make-up Water Styrene ND ug/L S608435 Amended
LB-2 8/21/2006 Make-up Water 1,1,1,2-Tetrachloroethane ND ug/L S608435 Amended
LB-2 8/21/2006 Make-up Water 1,1,2,2-Tetrachloroethane ND ug/L S608435 Amended
LB-2 8/21/2006 Make-up Water Tetrachloroethene ND ug/L S608435 Amended
LB-2 8/21/2006 Make-up Water Toluene ND ug/L S608435 Amended
LB-2 8/21/2006 Make-up Water 1,2,3-Trichlorobenzene ND ug/L S608435 Amended
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LB-2 8/21/2006 Make-up Water 1,2,4-Trichlorobenzene ND ug/L S608435 Amended
LB-2 8/21/2006 Make-up Water 1,1,1-Trichloroethane ND ug/L S608435 Amended
LB-2 8/21/2006 Make-up Water 1,1,2-Trichloroethane ND ug/L S608435 Amended
LB-2 8/21/2006 Make-up Water Trichloroethene ND ug/L S608435 Amended
LB-2 8/21/2006 Make-up Water Trichlorofluoromethane ND ug/L S608435 Amended
LB-2 8/21/2006 Make-up Water 1,2,3-Trichloropropane ND ug/L S608435 Amended
LB-2 8/21/2006 Make-up Water 1,2,4-Trimethylbenzene ND ug/L S608435 Amended
LB-2 8/21/2006 Make-up Water 1,3,5-Trimethylbenzene ND ug/L S608435 Amended
LB-2 8/21/2006 Make-up Water Vinyl chloride ND ug/L S608435 Amended
LB-2 8/21/2006 Make-up Water  Xylenes (total) ND ug/L S608435 Amended
LB-1 8/21/2006 Sump Water Total Alkalinity 320 mg/L S608435 Amended
LB-1 8/21/2006 Sump Water Biochemical Oxygen Demand ND mg/L S608435 Amended
LB-1 8/21/2006 Sump Water Specific Conductivity 1400 umhos/cm S608435 Amended
LB-1 8/21/2006 Sump Water pH 8.69 pH units S608435 Amended
LB-1 8/21/2006 Sump Water TDS 1000 mg/L S608435 Amended
LB-1 8/21/2006 Sump Water TSS 5 mg/L S608435 Amended
LB-2 8/21/2006 Make-up Water Total Alkalinity 31 mg/L S608435 Amended
LB-2 8/21/2006 Make-up Water Biochemical Oxygen Demand 28 mg/L S608435 Amended
LB-2 8/21/2006 Make-up Water Specific Conductivity 98 umhos/cm S608435 Amended
LB-2 8/21/2006 Make-up Water pH 8.79 pH units S608435 Amended
LB-2 8/21/2006 Make-up Water TDS 120 mg/L S608435 Amended
LB-2 8/21/2006 Make-up Water TSS ND mg/L S608435 Amended
LB-1 8/21/2006 Sump Water Chloride 100 mg/L S608435 Amended
LB-1 8/21/2006 Sump Water Fluoride 13 mg/L S608435 Amended
LB-1 8/21/2006 Sump Water Nitrate as NO3 49 mg/L S608435 Amended
LB-1 8/21/2006 Sump Water Phosphate ND mg/L S608435 Amended
LB-1 8/21/2006 Sump Water Sulfate as SO4 120 mg/L S608435 Amended
LB-2 8/21/2006 Make-up Water Chloride 5.6 mg/L S608435 Amended
LB-2 8/21/2006 Make-up Water Fluoride ND mg/L S608435 Amended
LB-2 8/21/2006 Make-up Water Nitrate as NO3 ND mg/L S608435 Amended
LB-2 8/21/2006 Make-up Water Phosphate ND mg/L S608435 Amended
LB-2 8/21/2006 Make-up Water Sulfate as SO4 4.7 mg/L S608435 Amended
DC-5 9/13/2006 Sump Water Calcium 95 mg/L S609253
DC-5 9/13/2006 Sump Water Copper 120 ug/L S609253
DC-5 9/13/2006 Sump Water Iron 0.088 mg/L S609253
DC-5 9/13/2006 Sump Water Magnesium 15 mg/L S609253
DC-5 9/13/2006 Sump Water Nickel 2.9 ug/L S609253
DC-5 9/13/2006 Sump Water Potassium 7.1 mg/L S609253
DC-5 9/13/2006 Sump Water Silicon 92 mg/L as silica S609253
DC-5 9/13/2006 Sump Water Sodium 38 mg/L S609253
DC-5 9/13/2006 Sump Water Zinc 21 ug/L S609253
DC-6 9/13/2006 Make-up Water Calcium 8.9 mg/L S609253
DC-6 9/13/2006 Make-up Water Copper 9.9 ug/L S609253
DC-6 9/13/2006 Make-up Water Iron ND mg/L S609253
DC-6 9/13/2006 Make-up Water Magnesium 1.3 mg/L S609253
DC-6 9/13/2006 Make-up Water Nickel ND ug/L S609253
DC-6 9/13/2006 Make-up Water Potassium ND mg/L S609253
DC-6 9/13/2006 Make-up Water Silicon 9.8 mg/L as silica S609253
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DC-6 9/13/2006 Make-up Water Sodium 3.6 mg/L S609253
DC-6 9/13/2006 Make-up Water Zinc 25 ug/L S609253
DC-5 9/13/2006 Sump Water Hardness (as CacO3) 240 mg/L S609253
DC-6 9/13/2006 Make-up Water Hardness (as CacO3) 22 mg/L S609253
DC-5 9/13/2006 Sump Water Benzene ND ug/L S609253
DC-5 9/13/2006 Sump Water Bromobenzene ND ug/L S609253
DC-5 9/13/2006 Sump Water Bromochloromethane ND ug/L S609253
DC-5 9/13/2006 Sump Water Bromodichloromethane ND ug/L S609253
DC-5 9/13/2006 Sump Water Bromoform ND ug/L S609253
DC-5 9/13/2006 Sump Water Bromomethane ND ug/L S609253
DC-5 9/13/2006 Sump Water n-Butylbenzene ND ug/L S609253
DC-5 9/13/2006 Sump Water sec-Butylbenzene ND ug/L S609253
DC-5 9/13/2006 Sump Water tert-Butylbenzene ND ug/L S609253
DC-5 9/13/2006 Sump Water Carbon tetrachloride ND ug/L S609253
DC-5 9/13/2006 Sump Water Chlorobenzene ND ug/L S609253
DC-5 9/13/2006 Sump Water Chloroethane ND ug/L S609253
DC-5 9/13/2006 Sump Water Chloroform ND ug/L S609253
DC-5 9/13/2006 Sump Water Chloromethane ND ug/L S609253
DC-5 9/13/2006 Sump Water 2-Chlorotoluene ND ug/L S609253
DC-5 9/13/2006 Sump Water 4-Chlorotoluene ND ug/L S609253
DC-5 9/13/2006 Sump Water Dibromochloromethane ND ug/L S609253
DC-5 9/13/2006 Sump Water 1,2-Dibromoethane (EDB) ND ug/L S609253
DC-5 9/13/2006 Sump Water Dibromomethane ND ug/L S609253
DC-5 9/13/2006 Sump Water 1,2-Dibromo-3-chloropropane ND ug/L S609253
DC-5 9/13/2006 Sump Water 1,2-Dichlorobenzene ND ug/L S609253
DC-5 9/13/2006 Sump Water 1,3-Dichlorobenzene ND ug/L S609253
DC-5 9/13/2006 Sump Water 1,4-Dichlorobenzene ND ug/L S609253
DC-5 9/13/2006 Sump Water Dichlorodifluoromethane ND ug/L S609253
DC-5 9/13/2006 Sump Water 1,1-Dichloroethane ND ug/L S609253
DC-5 9/13/2006 Sump Water 1,2-Dichloroethane ND ug/L S609253
DC-5 9/13/2006 Sump Water 1,1-Dichloroethene ND ug/L S609253
DC-5 9/13/2006 Sump Water cis-1,2-Dichloroethene ND ug/L S609253
DC-5 9/13/2006 Sump Water trans-1,2-Dichloroethene ND ug/L S609253
DC-5 9/13/2006 Sump Water 1,2-Dichloropropane ND ug/L S609253
DC-5 9/13/2006 Sump Water 1,3-Dichloropropane ND ug/L S609253
DC-5 9/13/2006 Sump Water 2,2-Dichloropropane ND ug/L S609253
DC-5 9/13/2006 Sump Water 1,1-Dichloropropene ND ug/L S609253
DC-5 9/13/2006 Sump Water Ethylbenzene ND ug/L S609253
DC-5 9/13/2006 Sump Water Hexachlorobutadiene ND ug/L S609253
DC-5 9/13/2006 Sump Water Isopropylbenzene ND ug/L S609253
DC-5 9/13/2006 Sump Water p-Isopropyltoluene ND ug/L S609253
DC-5 9/13/2006 Sump Water Methylene chloride ND ug/L S609253
DC-5 9/13/2006 Sump Water Methyl tert-butyl ether ND ug/L S609253
DC-5 9/13/2006 Sump Water Naphthalene ND ug/L S609253
DC-5 9/13/2006 Sump Water n-Propylbenzene ND ug/L S609253
DC-5 9/13/2006 Sump Water Styrene ND ug/L S609253
DC-5 9/13/2006 Sump Water 1,1,1,2-Tetrachloroethane ND ug/L S609253
DC-5 9/13/2006 Sump Water 1,1,2,2-Tetrachloroethane ND ug/L S609253
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DC-5 9/13/2006 Sump Water Tetrachloroethene ND ug/L S609253
DC-5 9/13/2006 Sump Water Toluene ND ug/L S609253
DC-5 9/13/2006 Sump Water 1,2,3-Trichlorobenzene ND ug/L S609253
DC-5 9/13/2006 Sump Water 1,2,4-Trichlorobenzene ND ug/L S609253
DC-5 9/13/2006 Sump Water 1,1,1-Trichloroethane ND ug/L S609253
DC-5 9/13/2006 Sump Water 1,1,2-Trichloroethane ND ug/L S609253
DC-5 9/13/2006 Sump Water Trichloroethene ND ug/L S609253
DC-5 9/13/2006 Sump Water Trichlorofluoromethane ND ug/L S609253
DC-5 9/13/2006 Sump Water 1,2,3-Trichloropropane ND ug/L S609253
DC-5 9/13/2006 Sump Water 1,2,4-Trimethylbenzene ND ug/L S609253
DC-5 9/13/2006 Sump Water 1,3,5-Trimethylbenzene ND ug/L S609253
DC-5 9/13/2006 Sump Water Vinyl chloride ND ug/L S609253
DC-5 9/13/2006 Sump Water  Xylenes (total) ND ug/L S609253
DC-6 9/13/2006 Make-up Water Benzene ND ug/L S609253
DC-6 9/13/2006 Make-up Water Bromobenzene ND ug/L S609253
DC-6 9/13/2006 Make-up Water Bromochloromethane ND ug/L S609253
DC-6 9/13/2006 Make-up Water Bromodichloromethane 2 ug/L S609253
DC-6 9/13/2006 Make-up Water Bromoform 1.9 ug/L S609253
DC-6 9/13/2006 Make-up Water Bromomethane ND ug/L S609253
DC-6 9/13/2006 Make-up Water n-Butylbenzene ND ug/L S609253
DC-6 9/13/2006 Make-up Water sec-Butylbenzene ND ug/L S609253
DC-6 9/13/2006 Make-up Water tert-Butylbenzene ND ug/L S609253
DC-6 9/13/2006 Make-up Water Carbon tetrachloride ND ug/L S609253
DC-6 9/13/2006 Make-up Water Chlorobenzene ND ug/L S609253
DC-6 9/13/2006 Make-up Water Chloroethane ND ug/L S609253
DC-6 9/13/2006 Make-up Water Chloroform 47 ug/L S609253
DC-6 9/13/2006 Make-up Water Chloromethane ND ug/L S609253
DC-6 9/13/2006 Make-up Water 2-Chlorotoluene ND ug/L S609253
DC-6 9/13/2006 Make-up Water 4-Chlorotoluene ND ug/L S609253
DC-6 9/13/2006 Make-up Water Dibromochloromethane 0.86 ug/L S609253
DC-6 9/13/2006 Make-up Water 1,2-Dibromoethane (EDB) ND ug/L S609253
DC-6 9/13/2006 Make-up Water Dibromomethane ND ug/L S609253
DC-6 9/13/2006 Make-up Water 1,2-Dibromo-3-chloropropane ND ug/L S609253
DC-6 9/13/2006 Make-up Water 1,2-Dichlorobenzene ND ug/L S609253
DC-6 9/13/2006 Make-up Water 1,3-Dichlorobenzene ND ug/L S609253
DC-6 9/13/2006 Make-up Water 1,4-Dichlorobenzene ND ug/L S609253
DC-6 9/13/2006 Make-up Water Dichlorodifluoromethane ND ug/L S609253
DC-6 9/13/2006 Make-up Water 1,1-Dichloroethane ND ug/L S609253
DC-6 9/13/2006 Make-up Water 1,2-Dichloroethane ND ug/L S609253
DC-6 9/13/2006 Make-up Water 1,1-Dichloroethene ND ug/L S609253
DC-6 9/13/2006 Make-up Water cis-1,2-Dichloroethene ND ug/L S609253
DC-6 9/13/2006 Make-up Water trans-1,2-Dichloroethene ND ug/L S609253
DC-6 9/13/2006 Make-up Water 1,2-Dichloropropane ND ug/L S609253
DC-6 9/13/2006 Make-up Water 1,3-Dichloropropane ND ug/L S609253
DC-6 9/13/2006 Make-up Water 2,2-Dichloropropane ND ug/L S609253
DC-6 9/13/2006 Make-up Water 1,1-Dichloropropene ND ug/L S609253
DC-6 9/13/2006 Make-up Water Ethylbenzene ND ug/L S609253
DC-6 9/13/2006 Make-up Water Hexachlorobutadiene ND ug/L S609253
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DC-6 9/13/2006 Make-up Water Isopropylbenzene ND ug/L S609253
DC-6 9/13/2006 Make-up Water p-Isopropyltoluene ND ug/L S609253
DC-6 9/13/2006 Make-up Water Methylene chloride ND ug/L S609253
DC-6 9/13/2006 Make-up Water Methyl tert-butyl ether ND ug/L S609253
DC-6 9/13/2006 Make-up Water Naphthalene ND ug/L S609253
DC-6 9/13/2006 Make-up Water n-Propylbenzene ND ug/L S609253
DC-6 9/13/2006 Make-up Water Styrene ND ug/L S609253
DC-6 9/13/2006 Make-up Water 1,1,1,2-Tetrachloroethane ND ug/L S609253
DC-6 9/13/2006 Make-up Water 1,1,2,2-Tetrachloroethane ND ug/L S609253
DC-6 9/13/2006 Make-up Water Tetrachloroethene ND ug/L S609253
DC-6 9/13/2006 Make-up Water Toluene ND ug/L S609253
DC-6 9/13/2006 Make-up Water 1,2,3-Trichlorobenzene ND ug/L S609253
DC-6 9/13/2006 Make-up Water 1,2,4-Trichlorobenzene ND ug/L S609253
DC-6 9/13/2006 Make-up Water 1,1,1-Trichloroethane ND ug/L S609253
DC-6 9/13/2006 Make-up Water 1,1,2-Trichloroethane ND ug/L S609253
DC-6 9/13/2006 Make-up Water Trichloroethene ND ug/L S609253
DC-6 9/13/2006 Make-up Water Trichlorofluoromethane ND ug/L S609253
DC-6 9/13/2006 Make-up Water 1,2,3-Trichloropropane ND ug/L S609253
DC-6 9/13/2006 Make-up Water 1,2,4-Trimethylbenzene ND ug/L S609253
DC-6 9/13/2006 Make-up Water 1,3,5-Trimethylbenzene ND ug/L S609253
DC-6 9/13/2006 Make-up Water Vinyl chloride ND ug/L S609253
DC-6 9/13/2006 Make-up Water  Xylenes (total) ND ug/L S609253
DC-5 9/13/2006 Sump Water Total Alkalinity 230 mg/L S609253
DC-5 9/13/2006 Sump Water Biochemical Oxygen Demand 11 mg/L S609253
DC-5 9/13/2006 Sump Water Specific Conductivity 750 umhos/cm S609253
DC-5 9/13/2006 Sump Water pH 8.6 pH units S609253
DC-5 9/13/2006 Sump Water TDS 530 mg/L S609253
DC-5 9/13/2006 Sump Water TSS ND mg/L S609253
DC-6 9/13/2006 Make-up Water Total Alkalinity 41 mg/L S609253
DC-6 9/13/2006 Make-up Water Biochemical Oxygen Demand 2 mg/L S609253
DC-6 9/13/2006 Make-up Water Specific Conductivity 80 umhos/cm S609253
DC-6 9/13/2006 Make-up Water pH 8.65 pH units S609253
DC-6 9/13/2006 Make-up Water TDS 62 mg/L S609253
DC-6 9/13/2006 Make-up Water TSS ND mg/L S609253
DC-5 9/13/2006 Sump Water Chloride 35 mg/L S609253
DC-5 9/13/2006 Sump Water Fluoride 8.3 mg/L S609253
DC-5 9/13/2006 Sump Water Nitrate as NO3 16 mg/L S609253 Amended
DC-5 9/13/2006 Sump Water Phosphate ND mg/L S609253
DC-5 9/13/2006 Sump Water Sulfate as SO4 58 mg/L S609253
DC-6 9/13/2006 Make-up Water Chloride 3.5 mg/L S609253
DC-6 9/13/2006 Make-up Water Fluoride ND mg/L S609253
DC-6 9/13/2006 Make-up Water Nitrate as NO3 ND mg/L S609253 Amended
DC-6 9/13/2006 Make-up Water Phosphate ND mg/L S609253
DC-6 9/13/2006 Make-up Water Sulfate as SO4 4.7 mg/L S609253
DC-5 9/13/2006 Sump Water HPC 27 CFU/ml S609253
DC-6 9/13/2006 Make-up Water HPC 8 CFU/ml S609253
LB-5 9/21/2006 Sump Water Calcium 22 mg/L S609389
LB-5 9/21/2006 Sump Water Copper 24 ug/L S609389
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LB-5 9/21/2006 Sump Water Iron 0.18 mg/L S609389
LB-5 9/21/2006 Sump Water Magnesium 4.5 mg/L S609389
LB-5 9/21/2006 Sump Water Nickel ND ug/L S609389
LB-5 9/21/2006 Sump Water Potassium 1.7 mg/L S609389
LB-5 9/21/2006 Sump Water Silicon 17 mg/L as silica S609389
LB-5 9/21/2006 Sump Water Sodium 17 mg/L S609389
LB-5 9/21/2006 Sump Water Zinc 170 ug/L S609389
LB-6 9/21/2006 Make-up Water Calcium 14 mg/L S609389
LB-6 9/21/2006 Make-up Water Copper 3.4 ug/L S609389
LB-6 9/21/2006 Make-up Water Iron ND mg/L S609389
LB-6 9/21/2006 Make-up Water Magnesium 3 mg/L S609389
LB-6 9/21/2006 Make-up Water Nickel ND ug/L S609389
LB-6 9/21/2006 Make-up Water Potassium 1.1 mg/L S609389
LB-6 9/21/2006 Make-up Water Silicon 8.5 mg/L as silica S609389
LB-6 9/21/2006 Make-up Water Sodium 13 mg/L S609389
LB-6 9/21/2006 Make-up Water Zinc 30 ug/L S609389
CB-1 9/21/2006 Sump Water Calcium 120 mg/L S609389
CB-1 9/21/2006 Sump Water Copper 410 ug/L S609389
CB-1 9/21/2006 Sump Water Iron 0.25 mg/L S609389
CB-1 9/21/2006 Sump Water Magnesium 30 mg/L S609389
CB-1 9/21/2006 Sump Water Nickel 3.2 ug/L S609389
CB-1 9/21/2006 Sump Water Potassium 11 mg/L S609389
CB-1 9/21/2006 Sump Water Silicon 69 mg/L as silica S609389
CB-1 9/21/2006 Sump Water Sodium 130 mg/L S609389
CB-1 9/21/2006 Sump Water Zinc 410 ug/L S609389
CB-2 9/21/2006 Make-up Water Calcium 18 mg/L S609389
CB-2 9/21/2006 Make-up Water Copper 10 ug/L S609389
CB-2 9/21/2006 Make-up Water Iron ND mg/L S609389
CB-2 9/21/2006 Make-up Water Magnesium 4.3 mg/L S609389
CB-2 9/21/2006 Make-up Water Nickel 4.4 ug/L S609389
CB-2 9/21/2006 Make-up Water Potassium 1.3 mg/L S609389
CB-2 9/21/2006 Make-up Water Silicon 8 mg/L as silica S609389
CB-2 9/21/2006 Make-up Water Sodium 16 mg/L S609389
CB-2 9/21/2006 Make-up Water Zinc 230 ug/L S609389
LB-5 9/21/2006 Sump Water Hardness (as CacO3) 54 mg/L S609389
LB-6 9/21/2006 Make-up Water Hardness (as CacO3) 35 mg/L S609389
CB-1 9/21/2006 Sump Water Hardness (as CacO3) 310 mg/L S609389
CB-2 9/21/2006 Make-up Water Hardness (as CacO3) 45 mg/L S609389
LB-5 9/21/2006 Sump Water Chloride 9.6 mg/L S609389
LB-5 9/21/2006 Sump Water Fluoride 1.4 mg/L S609389
LB-5 9/21/2006 Sump Water Nitrate as NO3 2.9 mg/L S609389 Amended
LB-5 9/21/2006 Sump Water Phosphate (Ortho) as P ND mg/L S609389
LB-5 9/21/2006 Sump Water Sulfate as SO4 24 mg/L S609389
LB-6 9/21/2006 Make-up Water Chloride 6.5 mg/L S609389
LB-6 9/21/2006 Make-up Water Fluoride 0.92 mg/L S609389
LB-6 9/21/2006 Make-up Water Nitrate as NO3 0.66 mg/L S609389 Amended
LB-6 9/21/2006 Make-up Water Phosphate (Ortho) as P ND mg/L S609389
LB-6 9/21/2006 Make-up Water Sulfate as SO4 19 mg/L S609389
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CB-1 9/21/2006 Sump Water Chloride 78 mg/L S609389
CB-1 9/21/2006 Sump Water Fluoride 9.6 mg/L S609389
CB-1 9/21/2006 Sump Water Nitrate as NO3 27 mg/L S609389 Amended
CB-1 9/21/2006 Sump Water Phosphate (Ortho) as P ND mg/L S609389
CB-1 9/21/2006 Sump Water Sulfate as SO4 250 mg/L S609389
CB-2 9/21/2006 Make-up Water Chloride 7.5 mg/L S609389
CB-2 9/21/2006 Make-up Water Fluoride 0.95 mg/L S609389
CB-2 9/21/2006 Make-up Water Nitrate as NO3 0.68 mg/L S609389 Amended
CB-2 9/21/2006 Make-up Water Phosphate (Ortho) as P ND mg/L S609389
CB-2 9/21/2006 Make-up Water Sulfate as SO4 30 mg/L S609389
LB-5 9/21/2006 Sump Water Benzene ND ug/L S609389
LB-5 9/21/2006 Sump Water Bromobenzene ND ug/L S609389
LB-5 9/21/2006 Sump Water Bromochloromethane ND ug/L S609389
LB-5 9/21/2006 Sump Water Bromodichloromethane ND ug/L S609389
LB-5 9/21/2006 Sump Water Bromoform ND ug/L S609389
LB-5 9/21/2006 Sump Water Bromomethane ND ug/L S609389
LB-5 9/21/2006 Sump Water n-Butylbenzene ND ug/L S609389
LB-5 9/21/2006 Sump Water sec-Butylbenzene ND ug/L S609389
LB-5 9/21/2006 Sump Water tert-Butylbenzene ND ug/L S609389
LB-5 9/21/2006 Sump Water Carbon tetrachloride ND ug/L S609389
LB-5 9/21/2006 Sump Water Chlorobenzene ND ug/L S609389
LB-5 9/21/2006 Sump Water Chloroethane ND ug/L S609389
LB-5 9/21/2006 Sump Water Chloroform ND ug/L S609389
LB-5 9/21/2006 Sump Water Chloromethane ND ug/L S609389
LB-5 9/21/2006 Sump Water 2-Chlorotoluene ND ug/L S609389
LB-5 9/21/2006 Sump Water 4-Chlorotoluene ND ug/L S609389
LB-5 9/21/2006 Sump Water Dibromochloromethane ND ug/L S609389
LB-5 9/21/2006 Sump Water 1,2-Dibromoethane (EDB) ND ug/L S609389
LB-5 9/21/2006 Sump Water Dibromomethane ND ug/L S609389
LB-5 9/21/2006 Sump Water 1,2-Dibromo-3-chloropropane ND ug/L S609389
LB-5 9/21/2006 Sump Water 1,2-Dichlorobenzene ND ug/L S609389
LB-5 9/21/2006 Sump Water 1,3-Dichlorobenzene ND ug/L S609389
LB-5 9/21/2006 Sump Water 1,4-Dichlorobenzene ND ug/L S609389
LB-5 9/21/2006 Sump Water Dichlorodifluoromethane ND ug/L S609389
LB-5 9/21/2006 Sump Water 1,1-Dichloroethane ND ug/L S609389
LB-5 9/21/2006 Sump Water 1,2-Dichloroethane ND ug/L S609389
LB-5 9/21/2006 Sump Water 1,1-Dichloroethene ND ug/L S609389
LB-5 9/21/2006 Sump Water cis-1,2-Dichloroethene ND ug/L S609389
LB-5 9/21/2006 Sump Water trans-1,2-Dichloroethene ND ug/L S609389
LB-5 9/21/2006 Sump Water 1,2-Dichloropropane ND ug/L S609389
LB-5 9/21/2006 Sump Water 1,3-Dichloropropane ND ug/L S609389
LB-5 9/21/2006 Sump Water 2,2-Dichloropropane ND ug/L S609389
LB-5 9/21/2006 Sump Water 1,1-Dichloropropene ND ug/L S609389
LB-5 9/21/2006 Sump Water Ethylbenzene ND ug/L S609389
LB-5 9/21/2006 Sump Water Hexachlorobutadiene ND ug/L S609389
LB-5 9/21/2006 Sump Water Isopropylbenzene ND ug/L S609389
LB-5 9/21/2006 Sump Water p-Isopropyltoluene ND ug/L S609389
LB-5 9/21/2006 Sump Water Methylene chloride ND ug/L S609389

B 46



Appendix B
Sampling Results for Dophin Treatment System

Sample Sample Sample Original laboratory 
Number Date Location Matrix Analyte Results Units report number Comments

LB-5 9/21/2006 Sump Water Methyl tert-butyl ether ND ug/L S609389
LB-5 9/21/2006 Sump Water Naphthalene ND ug/L S609389
LB-5 9/21/2006 Sump Water n-Propylbenzene ND ug/L S609389
LB-5 9/21/2006 Sump Water Styrene ND ug/L S609389
LB-5 9/21/2006 Sump Water 1,1,1,2-Tetrachloroethane ND ug/L S609389
LB-5 9/21/2006 Sump Water 1,1,2,2-Tetrachloroethane ND ug/L S609389
LB-5 9/21/2006 Sump Water Tetrachloroethene ND ug/L S609389
LB-5 9/21/2006 Sump Water Toluene ND ug/L S609389
LB-5 9/21/2006 Sump Water 1,2,3-Trichlorobenzene ND ug/L S609389
LB-5 9/21/2006 Sump Water 1,2,4-Trichlorobenzene ND ug/L S609389
LB-5 9/21/2006 Sump Water 1,1,1-Trichloroethane ND ug/L S609389
LB-5 9/21/2006 Sump Water 1,1,2-Trichloroethane ND ug/L S609389
LB-5 9/21/2006 Sump Water Trichloroethene ND ug/L S609389
LB-5 9/21/2006 Sump Water Trichlorofluoromethane ND ug/L S609389
LB-5 9/21/2006 Sump Water 1,2,3-Trichloropropane ND ug/L S609389
LB-5 9/21/2006 Sump Water 1,2,4-Trimethylbenzene ND ug/L S609389
LB-5 9/21/2006 Sump Water 1,3,5-Trimethylbenzene ND ug/L S609389
LB-5 9/21/2006 Sump Water Vinyl chloride ND ug/L S609389
LB-5 9/21/2006 Sump Water  Xylenes (total) ND ug/L S609389
LB-6 9/21/2006 Make-up Water Benzene ND ug/L S609389
LB-6 9/21/2006 Make-up Water Bromobenzene ND ug/L S609389
LB-6 9/21/2006 Make-up Water Bromochloromethane ND ug/L S609389
LB-6 9/21/2006 Make-up Water Bromodichloromethane 3.4 ug/L S609389
LB-6 9/21/2006 Make-up Water Bromoform 0.91 ug/L S609389
LB-6 9/21/2006 Make-up Water Bromomethane ND ug/L S609389
LB-6 9/21/2006 Make-up Water n-Butylbenzene ND ug/L S609389
LB-6 9/21/2006 Make-up Water sec-Butylbenzene ND ug/L S609389
LB-6 9/21/2006 Make-up Water tert-Butylbenzene ND ug/L S609389
LB-6 9/21/2006 Make-up Water Carbon tetrachloride ND ug/L S609389
LB-6 9/21/2006 Make-up Water Chlorobenzene ND ug/L S609389
LB-6 9/21/2006 Make-up Water Chloroethane ND ug/L S609389
LB-6 9/21/2006 Make-up Water Chloroform 47 ug/L S609389
LB-6 9/21/2006 Make-up Water Chloromethane ND ug/L S609389
LB-6 9/21/2006 Make-up Water 2-Chlorotoluene ND ug/L S609389
LB-6 9/21/2006 Make-up Water 4-Chlorotoluene ND ug/L S609389
LB-6 9/21/2006 Make-up Water Dibromochloromethane 1.2 ug/L S609389
LB-6 9/21/2006 Make-up Water 1,2-Dibromoethane (EDB) ND ug/L S609389
LB-6 9/21/2006 Make-up Water Dibromomethane ND ug/L S609389
LB-6 9/21/2006 Make-up Water 1,2-Dibromo-3-chloropropane ND ug/L S609389
LB-6 9/21/2006 Make-up Water 1,2-Dichlorobenzene ND ug/L S609389
LB-6 9/21/2006 Make-up Water 1,3-Dichlorobenzene ND ug/L S609389
LB-6 9/21/2006 Make-up Water 1,4-Dichlorobenzene ND ug/L S609389
LB-6 9/21/2006 Make-up Water Dichlorodifluoromethane ND ug/L S609389
LB-6 9/21/2006 Make-up Water 1,1-Dichloroethane ND ug/L S609389
LB-6 9/21/2006 Make-up Water 1,2-Dichloroethane ND ug/L S609389
LB-6 9/21/2006 Make-up Water 1,1-Dichloroethene ND ug/L S609389
LB-6 9/21/2006 Make-up Water cis-1,2-Dichloroethene ND ug/L S609389
LB-6 9/21/2006 Make-up Water trans-1,2-Dichloroethene ND ug/L S609389
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LB-6 9/21/2006 Make-up Water 1,2-Dichloropropane ND ug/L S609389
LB-6 9/21/2006 Make-up Water 1,3-Dichloropropane ND ug/L S609389
LB-6 9/21/2006 Make-up Water 2,2-Dichloropropane ND ug/L S609389
LB-6 9/21/2006 Make-up Water 1,1-Dichloropropene ND ug/L S609389
LB-6 9/21/2006 Make-up Water Ethylbenzene ND ug/L S609389
LB-6 9/21/2006 Make-up Water Hexachlorobutadiene ND ug/L S609389
LB-6 9/21/2006 Make-up Water Isopropylbenzene ND ug/L S609389
LB-6 9/21/2006 Make-up Water p-Isopropyltoluene ND ug/L S609389
LB-6 9/21/2006 Make-up Water Methylene chloride ND ug/L S609389
LB-6 9/21/2006 Make-up Water Methyl tert-butyl ether ND ug/L S609389
LB-6 9/21/2006 Make-up Water Naphthalene ND ug/L S609389
LB-6 9/21/2006 Make-up Water n-Propylbenzene ND ug/L S609389
LB-6 9/21/2006 Make-up Water Styrene ND ug/L S609389
LB-6 9/21/2006 Make-up Water 1,1,1,2-Tetrachloroethane ND ug/L S609389
LB-6 9/21/2006 Make-up Water 1,1,2,2-Tetrachloroethane ND ug/L S609389
LB-6 9/21/2006 Make-up Water Tetrachloroethene ND ug/L S609389
LB-6 9/21/2006 Make-up Water Toluene ND ug/L S609389
LB-6 9/21/2006 Make-up Water 1,2,3-Trichlorobenzene ND ug/L S609389
LB-6 9/21/2006 Make-up Water 1,2,4-Trichlorobenzene ND ug/L S609389
LB-6 9/21/2006 Make-up Water 1,1,1-Trichloroethane ND ug/L S609389
LB-6 9/21/2006 Make-up Water 1,1,2-Trichloroethane ND ug/L S609389
LB-6 9/21/2006 Make-up Water Trichloroethene ND ug/L S609389
LB-6 9/21/2006 Make-up Water Trichlorofluoromethane ND ug/L S609389
LB-6 9/21/2006 Make-up Water 1,2,3-Trichloropropane ND ug/L S609389
LB-6 9/21/2006 Make-up Water 1,2,4-Trimethylbenzene ND ug/L S609389
LB-6 9/21/2006 Make-up Water 1,3,5-Trimethylbenzene ND ug/L S609389
LB-6 9/21/2006 Make-up Water Vinyl chloride ND ug/L S609389
LB-6 9/21/2006 Make-up Water  Xylenes (total) ND ug/L S609389
CB-1 9/21/2006 Sump Water Benzene ND ug/L S609389
CB-1 9/21/2006 Sump Water Bromobenzene ND ug/L S609389
CB-1 9/21/2006 Sump Water Bromochloromethane ND ug/L S609389
CB-1 9/21/2006 Sump Water Bromodichloromethane ND ug/L S609389
CB-1 9/21/2006 Sump Water Bromoform ND ug/L S609389
CB-1 9/21/2006 Sump Water Bromomethane ND ug/L S609389
CB-1 9/21/2006 Sump Water n-Butylbenzene ND ug/L S609389
CB-1 9/21/2006 Sump Water sec-Butylbenzene ND ug/L S609389
CB-1 9/21/2006 Sump Water tert-Butylbenzene ND ug/L S609389
CB-1 9/21/2006 Sump Water Carbon tetrachloride ND ug/L S609389
CB-1 9/21/2006 Sump Water Chlorobenzene ND ug/L S609389
CB-1 9/21/2006 Sump Water Chloroethane ND ug/L S609389
CB-1 9/21/2006 Sump Water Chloroform ND ug/L S609389
CB-1 9/21/2006 Sump Water Chloromethane ND ug/L S609389
CB-1 9/21/2006 Sump Water 2-Chlorotoluene ND ug/L S609389
CB-1 9/21/2006 Sump Water 4-Chlorotoluene ND ug/L S609389
CB-1 9/21/2006 Sump Water Dibromochloromethane ND ug/L S609389
CB-1 9/21/2006 Sump Water 1,2-Dibromoethane (EDB) ND ug/L S609389
CB-1 9/21/2006 Sump Water Dibromomethane ND ug/L S609389
CB-1 9/21/2006 Sump Water 1,2-Dibromo-3-chloropropane ND ug/L S609389
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CB-1 9/21/2006 Sump Water 1,2-Dichlorobenzene ND ug/L S609389
CB-1 9/21/2006 Sump Water 1,3-Dichlorobenzene ND ug/L S609389
CB-1 9/21/2006 Sump Water 1,4-Dichlorobenzene ND ug/L S609389
CB-1 9/21/2006 Sump Water Dichlorodifluoromethane ND ug/L S609389
CB-1 9/21/2006 Sump Water 1,1-Dichloroethane ND ug/L S609389
CB-1 9/21/2006 Sump Water 1,2-Dichloroethane ND ug/L S609389
CB-1 9/21/2006 Sump Water 1,1-Dichloroethene ND ug/L S609389
CB-1 9/21/2006 Sump Water cis-1,2-Dichloroethene ND ug/L S609389
CB-1 9/21/2006 Sump Water trans-1,2-Dichloroethene ND ug/L S609389
CB-1 9/21/2006 Sump Water 1,2-Dichloropropane ND ug/L S609389
CB-1 9/21/2006 Sump Water 1,3-Dichloropropane ND ug/L S609389
CB-1 9/21/2006 Sump Water 2,2-Dichloropropane ND ug/L S609389
CB-1 9/21/2006 Sump Water 1,1-Dichloropropene ND ug/L S609389
CB-1 9/21/2006 Sump Water Ethylbenzene ND ug/L S609389
CB-1 9/21/2006 Sump Water Hexachlorobutadiene ND ug/L S609389
CB-1 9/21/2006 Sump Water Isopropylbenzene ND ug/L S609389
CB-1 9/21/2006 Sump Water p-Isopropyltoluene ND ug/L S609389
CB-1 9/21/2006 Sump Water Methylene chloride ND ug/L S609389
CB-1 9/21/2006 Sump Water Methyl tert-butyl ether ND ug/L S609389
CB-1 9/21/2006 Sump Water Naphthalene ND ug/L S609389
CB-1 9/21/2006 Sump Water n-Propylbenzene ND ug/L S609389
CB-1 9/21/2006 Sump Water Styrene ND ug/L S609389
CB-1 9/21/2006 Sump Water 1,1,1,2-Tetrachloroethane ND ug/L S609389
CB-1 9/21/2006 Sump Water 1,1,2,2-Tetrachloroethane ND ug/L S609389
CB-1 9/21/2006 Sump Water Tetrachloroethene ND ug/L S609389
CB-1 9/21/2006 Sump Water Toluene ND ug/L S609389
CB-1 9/21/2006 Sump Water 1,2,3-Trichlorobenzene ND ug/L S609389
CB-1 9/21/2006 Sump Water 1,2,4-Trichlorobenzene ND ug/L S609389
CB-1 9/21/2006 Sump Water 1,1,1-Trichloroethane ND ug/L S609389
CB-1 9/21/2006 Sump Water 1,1,2-Trichloroethane ND ug/L S609389
CB-1 9/21/2006 Sump Water Trichloroethene ND ug/L S609389
CB-1 9/21/2006 Sump Water Trichlorofluoromethane ND ug/L S609389
CB-1 9/21/2006 Sump Water 1,2,3-Trichloropropane ND ug/L S609389
CB-1 9/21/2006 Sump Water 1,2,4-Trimethylbenzene ND ug/L S609389
CB-1 9/21/2006 Sump Water 1,3,5-Trimethylbenzene ND ug/L S609389
CB-1 9/21/2006 Sump Water Vinyl chloride ND ug/L S609389
CB-1 9/21/2006 Sump Water  Xylenes (total) ND ug/L S609389
CB-2 9/21/2006 Make-up Water Benzene ND ug/L S609389
CB-2 9/21/2006 Make-up Water Bromobenzene ND ug/L S609389
CB-2 9/21/2006 Make-up Water Bromochloromethane ND ug/L S609389
CB-2 9/21/2006 Make-up Water Bromodichloromethane 4.6 ug/L S609389
CB-2 9/21/2006 Make-up Water Bromoform ND ug/L S609389
CB-2 9/21/2006 Make-up Water Bromomethane ND ug/L S609389
CB-2 9/21/2006 Make-up Water n-Butylbenzene ND ug/L S609389
CB-2 9/21/2006 Make-up Water sec-Butylbenzene ND ug/L S609389
CB-2 9/21/2006 Make-up Water tert-Butylbenzene ND ug/L S609389
CB-2 9/21/2006 Make-up Water Carbon tetrachloride ND ug/L S609389
CB-2 9/21/2006 Make-up Water Chlorobenzene ND ug/L S609389
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CB-2 9/21/2006 Make-up Water Chloroethane ND ug/L S609389
CB-2 9/21/2006 Make-up Water Chloroform 36 ug/L S609389
CB-2 9/21/2006 Make-up Water Chloromethane ND ug/L S609389
CB-2 9/21/2006 Make-up Water 2-Chlorotoluene ND ug/L S609389
CB-2 9/21/2006 Make-up Water 4-Chlorotoluene ND ug/L S609389
CB-2 9/21/2006 Make-up Water Dibromochloromethane 1.2 ug/L S609389
CB-2 9/21/2006 Make-up Water 1,2-Dibromoethane (EDB) ND ug/L S609389
CB-2 9/21/2006 Make-up Water Dibromomethane ND ug/L S609389
CB-2 9/21/2006 Make-up Water 1,2-Dibromo-3-chloropropane ND ug/L S609389
CB-2 9/21/2006 Make-up Water 1,2-Dichlorobenzene ND ug/L S609389
CB-2 9/21/2006 Make-up Water 1,3-Dichlorobenzene ND ug/L S609389
CB-2 9/21/2006 Make-up Water 1,4-Dichlorobenzene ND ug/L S609389
CB-2 9/21/2006 Make-up Water Dichlorodifluoromethane ND ug/L S609389
CB-2 9/21/2006 Make-up Water 1,1-Dichloroethane ND ug/L S609389
CB-2 9/21/2006 Make-up Water 1,2-Dichloroethane ND ug/L S609389
CB-2 9/21/2006 Make-up Water 1,1-Dichloroethene ND ug/L S609389
CB-2 9/21/2006 Make-up Water cis-1,2-Dichloroethene ND ug/L S609389
CB-2 9/21/2006 Make-up Water trans-1,2-Dichloroethene ND ug/L S609389
CB-2 9/21/2006 Make-up Water 1,2-Dichloropropane ND ug/L S609389
CB-2 9/21/2006 Make-up Water 1,3-Dichloropropane ND ug/L S609389
CB-2 9/21/2006 Make-up Water 2,2-Dichloropropane ND ug/L S609389
CB-2 9/21/2006 Make-up Water 1,1-Dichloropropene ND ug/L S609389
CB-2 9/21/2006 Make-up Water Ethylbenzene ND ug/L S609389
CB-2 9/21/2006 Make-up Water Hexachlorobutadiene ND ug/L S609389
CB-2 9/21/2006 Make-up Water Isopropylbenzene ND ug/L S609389
CB-2 9/21/2006 Make-up Water p-Isopropyltoluene ND ug/L S609389
CB-2 9/21/2006 Make-up Water Methylene chloride ND ug/L S609389
CB-2 9/21/2006 Make-up Water Methyl tert-butyl ether ND ug/L S609389
CB-2 9/21/2006 Make-up Water Naphthalene ND ug/L S609389
CB-2 9/21/2006 Make-up Water n-Propylbenzene ND ug/L S609389
CB-2 9/21/2006 Make-up Water Styrene ND ug/L S609389
CB-2 9/21/2006 Make-up Water 1,1,1,2-Tetrachloroethane ND ug/L S609389
CB-2 9/21/2006 Make-up Water 1,1,2,2-Tetrachloroethane ND ug/L S609389
CB-2 9/21/2006 Make-up Water Tetrachloroethene ND ug/L S609389
CB-2 9/21/2006 Make-up Water Toluene ND ug/L S609389
CB-2 9/21/2006 Make-up Water 1,2,3-Trichlorobenzene ND ug/L S609389
CB-2 9/21/2006 Make-up Water 1,2,4-Trichlorobenzene ND ug/L S609389
CB-2 9/21/2006 Make-up Water 1,1,1-Trichloroethane ND ug/L S609389
CB-2 9/21/2006 Make-up Water 1,1,2-Trichloroethane ND ug/L S609389
CB-2 9/21/2006 Make-up Water Trichloroethene ND ug/L S609389
CB-2 9/21/2006 Make-up Water Trichlorofluoromethane ND ug/L S609389
CB-2 9/21/2006 Make-up Water 1,2,3-Trichloropropane ND ug/L S609389
CB-2 9/21/2006 Make-up Water 1,2,4-Trimethylbenzene ND ug/L S609389
CB-2 9/21/2006 Make-up Water 1,3,5-Trimethylbenzene ND ug/L S609389
CB-2 9/21/2006 Make-up Water Vinyl chloride ND ug/L S609389
CB-2 9/21/2006 Make-up Water  Xylenes (total) ND ug/L S609389
LB-5 9/21/2006 Sump Water Total Alkalinity 70 mg/L S609389
LB-5 9/21/2006 Sump Water Biochemical Oxygen Demand ND mg/L S609389
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LB-5 9/21/2006 Sump Water Specific Conductivity 240 umhos/cm S609389
LB-5 9/21/2006 Sump Water pH 7.95 pH units S609389
LB-5 9/21/2006 Sump Water TDS 150 mg/L S609389
LB-5 9/21/2006 Sump Water TSS ND mg/L S609389
LB-6 9/21/2006 Make-up Water Total Alkalinity 52 mg/L S609389
LB-6 9/21/2006 Make-up Water Biochemical Oxygen Demand 7.6 mg/L S609389
LB-6 9/21/2006 Make-up Water Specific Conductivity 160 umhos/cm S609389
LB-6 9/21/2006 Make-up Water pH 8.65 pH units S609389
LB-6 9/21/2006 Make-up Water TDS 89 mg/L S609389
LB-6 9/21/2006 Make-up Water TSS ND mg/L S609389
CB-1 9/21/2006 Sump Water Total Alkalinity 300 mg/L S609389
CB-1 9/21/2006 Sump Water Biochemical Oxygen Demand ND mg/L S609389
CB-1 9/21/2006 Sump Water Specific Conductivity 1300 umhos/cm S609389
CB-1 9/21/2006 Sump Water pH 8.66 pH units S609389
CB-1 9/21/2006 Sump Water TDS 850 mg/L S609389
CB-1 9/21/2006 Sump Water TSS 13 mg/L S609389
CB-2 9/21/2006 Make-up Water Total Alkalinity 55 mg/L S609389
CB-2 9/21/2006 Make-up Water Biochemical Oxygen Demand 3.1 mg/L S609389
CB-2 9/21/2006 Make-up Water Specific Conductivity 210 umhos/cm S609389
CB-2 9/21/2006 Make-up Water pH 8.64 pH units S609389
CB-2 9/21/2006 Make-up Water TDS 130 mg/L S609389
CB-2 9/21/2006 Make-up Water TSS ND mg/L S609389
LB-5 9/21/2006 Sump Water HPC 372 CFU/ml S609389
LB-6 9/21/2006 Make-up Water HPC ND CFU/ml S609389
CB-1 9/21/2006 Sump Water HPC 738 CFU/ml S609389
CB-2 9/21/2006 Make-up Water HPC 161 CFU/ml S609389
LB-7 10/17/2006 Sump Water Calcium 110 mg/L S610321
LB-7 10/17/2006 Sump Water Copper 110 ug/L S610321
LB-7 10/17/2006 Sump Water Iron 0.065 mg/L S610321
LB-7 10/17/2006 Sump Water Magnesium 25 mg/L S610321
LB-7 10/17/2006 Sump Water Nickel 4.9 ug/L S610321
LB-7 10/17/2006 Sump Water Potassium 8.9 mg/L S610321
LB-7 10/17/2006 Sump Water Silicon 74 mg/L as silica S610321
LB-7 10/17/2006 Sump Water Sodium 120 mg/L S610321
LB-7 10/17/2006 Sump Water Zinc 3800 ug/L S610321
LB-8 10/17/2006 Make-up Water Calcium 17 mg/L S610321
LB-8 10/17/2006 Make-up Water Copper 16 ug/L S610321
LB-8 10/17/2006 Make-up Water Iron 0.043 mg/L S610321
LB-8 10/17/2006 Make-up Water Magnesium 4.6 mg/L S610321
LB-8 10/17/2006 Make-up Water Nickel ND ug/L S610321
LB-8 10/17/2006 Make-up Water Potassium 1.2 mg/L S610321
LB-8 10/17/2006 Make-up Water Silicon 9.4 mg/L as silica S610321
LB-8 10/17/2006 Make-up Water Sodium 20 mg/L S610321
LB-8 10/17/2006 Make-up Water Zinc 37 ug/L S610321

LB-100 10/17/2006 Sump Water Calcium 110 mg/L S610321
LB-100 10/17/2006 Sump Water Copper 87 ug/L S610321
LB-100 10/17/2006 Sump Water Iron 0.054 mg/L S610321
LB-100 10/17/2006 Sump Water Magnesium 25 mg/L S610321
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LB-100 10/17/2006 Sump Water Nickel 3.3 ug/L S610321
LB-100 10/17/2006 Sump Water Potassium 8.8 mg/L S610321
LB-100 10/17/2006 Sump Water Silicon 75 mg/L as silica S610321
LB-100 10/17/2006 Sump Water Sodium 120 mg/L S610321
LB-100 10/17/2006 Sump Water Zinc 1000 ug/L S610321
LB-101 10/17/2006 Make-up Water Calcium 17 mg/L S610321
LB-101 10/17/2006 Make-up Water Copper 16 ug/L S610321
LB-101 10/17/2006 Make-up Water Iron ND mg/L S610321
LB-101 10/17/2006 Make-up Water Magnesium 4.6 mg/L S610321
LB-101 10/17/2006 Make-up Water Nickel ND ug/L S610321
LB-101 10/17/2006 Make-up Water Potassium 1.1 mg/L S610321
LB-101 10/17/2006 Make-up Water Silicon 9.3 mg/L as silica S610321
LB-101 10/17/2006 Make-up Water Sodium 19 mg/L S610321
LB-101 10/17/2006 Make-up Water Zinc 130 ug/L S610321
CB-5 10/17/2006 Sump Water Calcium 110 mg/L S610321
CB-5 10/17/2006 Sump Water Copper 430 ug/L S610321
CB-5 10/17/2006 Sump Water Iron 0.21 mg/L S610321
CB-5 10/17/2006 Sump Water Magnesium 35 mg/L S610321
CB-5 10/17/2006 Sump Water Nickel 4.5 ug/L S610321
CB-5 10/17/2006 Sump Water Potassium 9.6 mg/L S610321
CB-5 10/17/2006 Sump Water Silicon 66 mg/L as silica S610321
CB-5 10/17/2006 Sump Water Sodium 160 mg/L S610321
CB-5 10/17/2006 Sump Water Zinc 440 ug/L S610321
CB-6 10/17/2006 Make-up Water Calcium 19 mg/L S610321
CB-6 10/17/2006 Make-up Water Copper 12 ug/L S610321
CB-6 10/17/2006 Make-up Water Iron 0.0445 mg/L S610321
CB-6 10/17/2006 Make-up Water Magnesium 5.8 mg/L S610321
CB-6 10/17/2006 Make-up Water Nickel 2 ug/L S610321
CB-6 10/17/2006 Make-up Water Potassium 1.2 mg/L S610321
CB-6 10/17/2006 Make-up Water Silicon 9.9 mg/L as silica S610321
CB-6 10/17/2006 Make-up Water Sodium 25 mg/L S610321
CB-6 10/17/2006 Make-up Water Zinc 55 ug/L S610321
LB-7 10/17/2006 Sump Water Chloride 73 mg/L S610321
LB-7 10/17/2006 Sump Water Fluoride 8.8 mg/L S610321
LB-7 10/17/2006 Sump Water Hardness (as CacO3) 380 mg/L S610321
LB-7 10/17/2006 Sump Water Nitrate as NO3 27 mg/L S610321
LB-7 10/17/2006 Sump Water Phosphate (PO4) ND mg/L S610321
LB-7 10/17/2006 Sump Water Sulfate 270 mg/L S610321

LB-100 10/17/2006 Sump Water Chloride 73 mg/L S610321
LB-100 10/17/2006 Sump Water Fluoride 8.1 mg/L S610321
LB-100 10/17/2006 Sump Water Hardness (as CacO3) 380 mg/L S610321
LB-100 10/17/2006 Sump Water Nitrate as NO3 26 mg/L S610321
LB-100 10/17/2006 Sump Water Phosphate (PO4) ND mg/L S610321
LB-100 10/17/2006 Sump Water Sulfate 260 mg/L S610321
LB-8 10/17/2006 Make-up Water Chloride 9.9 mg/L S610321
LB-8 10/17/2006 Make-up Water Fluoride 0.89 mg/L S610321
LB-8 10/17/2006 Make-up Water Hardness (as CacO3) 62 mg/L S610321
LB-8 10/17/2006 Make-up Water Nitrate as NO3 ND mg/L S610321
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LB-8 10/17/2006 Make-up Water Phosphate (PO4) ND mg/L S610321
LB-8 10/17/2006 Make-up Water Sulfate 25 mg/L S610321

LB-101 10/17/2006 Make-up Water Chloride 9.7 mg/L S610321
LB-101 10/17/2006 Make-up Water Fluoride 0.87 mg/L S610321
LB-101 10/17/2006 Make-up Water Hardness (as CacO3) 62 mg/L S610321
LB-101 10/17/2006 Make-up Water Nitrate as NO3 ND mg/L S610321
LB-101 10/17/2006 Make-up Water Phosphate (PO4) ND mg/L S610321
LB-101 10/17/2006 Make-up Water Sulfate 25 mg/L S610321
CB-5 10/17/2006 Sump Water Chloride 88 mg/L S610321
CB-5 10/17/2006 Sump Water Fluoride 7.4 mg/L S610321
CB-5 10/17/2006 Sump Water Hardness (as CacO3) 430 mg/L S610321
CB-5 10/17/2006 Sump Water Nitrate as NO3 22 mg/L S610321
CB-5 10/17/2006 Sump Water Phosphate (PO4) ND mg/L S610321
CB-5 10/17/2006 Sump Water Sulfate 410 mg/L S610321
CB-6 10/17/2006 Make-up Water Chloride 11 mg/L S610321
CB-6 10/17/2006 Make-up Water Fluoride 0.85 mg/L S610321
CB-6 10/17/2006 Make-up Water Hardness (as CacO3) 71 mg/L S610321
CB-6 10/17/2006 Make-up Water Nitrate as NO3 ND mg/L S610321
CB-6 10/17/2006 Make-up Water Phosphate (PO4) ND mg/L S610321
CB-6 10/17/2006 Make-up Water Sulfate 30 mg/L S610321
LB-7 10/17/2006 Sump Water Benzene ND ug/L S610321
LB-7 10/17/2006 Sump Water Bromobenzene ND ug/L S610321
LB-7 10/17/2006 Sump Water Bromochloromethane ND ug/L S610321
LB-7 10/17/2006 Sump Water Bromodichloromethane ND ug/L S610321
LB-7 10/17/2006 Sump Water Bromoform ND ug/L S610321
LB-7 10/17/2006 Sump Water Bromomethane ND ug/L S610321
LB-7 10/17/2006 Sump Water n-Butylbenzene ND ug/L S610321
LB-7 10/17/2006 Sump Water sec-Butylbenzene ND ug/L S610321
LB-7 10/17/2006 Sump Water tert-Butylbenzene ND ug/L S610321
LB-7 10/17/2006 Sump Water Carbon tetrachloride ND ug/L S610321
LB-7 10/17/2006 Sump Water Chlorobenzene ND ug/L S610321
LB-7 10/17/2006 Sump Water Chloroethane ND ug/L S610321
LB-7 10/17/2006 Sump Water Chloroform ND ug/L S610321
LB-7 10/17/2006 Sump Water Chloromethane ND ug/L S610321
LB-7 10/17/2006 Sump Water 2-Chlorotoluene ND ug/L S610321
LB-7 10/17/2006 Sump Water 4-Chlorotoluene ND ug/L S610321
LB-7 10/17/2006 Sump Water Dibromochloromethane ND ug/L S610321
LB-7 10/17/2006 Sump Water 1,2-Dibromoethane (EDB) ND ug/L S610321
LB-7 10/17/2006 Sump Water Dibromomethane ND ug/L S610321
LB-7 10/17/2006 Sump Water 1,2-Dibromo-3-chloropropane ND ug/L S610321
LB-7 10/17/2006 Sump Water 1,2-Dichlorobenzene ND ug/L S610321
LB-7 10/17/2006 Sump Water 1,3-Dichlorobenzene ND ug/L S610321
LB-7 10/17/2006 Sump Water 1,4-Dichlorobenzene ND ug/L S610321
LB-7 10/17/2006 Sump Water Dichlorodifluoromethane ND ug/L S610321
LB-7 10/17/2006 Sump Water 1,1-Dichloroethane ND ug/L S610321
LB-7 10/17/2006 Sump Water 1,2-Dichloroethane ND ug/L S610321
LB-7 10/17/2006 Sump Water 1,1-Dichloroethene ND ug/L S610321
LB-7 10/17/2006 Sump Water cis-1,2-Dichloroethene ND ug/L S610321
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LB-7 10/17/2006 Sump Water trans-1,2-Dichloroethene ND ug/L S610321
LB-7 10/17/2006 Sump Water 1,2-Dichloropropane ND ug/L S610321
LB-7 10/17/2006 Sump Water 1,3-Dichloropropane ND ug/L S610321
LB-7 10/17/2006 Sump Water 2,2-Dichloropropane ND ug/L S610321
LB-7 10/17/2006 Sump Water 1,1-Dichloropropene ND ug/L S610321
LB-7 10/17/2006 Sump Water Ethylbenzene ND ug/L S610321
LB-7 10/17/2006 Sump Water Hexachlorobutadiene ND ug/L S610321
LB-7 10/17/2006 Sump Water Isopropylbenzene ND ug/L S610321
LB-7 10/17/2006 Sump Water p-Isopropyltoluene ND ug/L S610321
LB-7 10/17/2006 Sump Water Methylene chloride ND ug/L S610321
LB-7 10/17/2006 Sump Water Methyl tert-butyl ether ND ug/L S610321
LB-7 10/17/2006 Sump Water Naphthalene ND ug/L S610321
LB-7 10/17/2006 Sump Water n-Propylbenzene ND ug/L S610321
LB-7 10/17/2006 Sump Water Styrene ND ug/L S610321
LB-7 10/17/2006 Sump Water 1,1,1,2-Tetrachloroethane ND ug/L S610321
LB-7 10/17/2006 Sump Water 1,1,2,2-Tetrachloroethane ND ug/L S610321
LB-7 10/17/2006 Sump Water Tetrachloroethene ND ug/L S610321
LB-7 10/17/2006 Sump Water Toluene ND ug/L S610321
LB-7 10/17/2006 Sump Water 1,2,3-Trichlorobenzene ND ug/L S610321
LB-7 10/17/2006 Sump Water 1,2,4-Trichlorobenzene ND ug/L S610321
LB-7 10/17/2006 Sump Water 1,1,1-Trichloroethane ND ug/L S610321
LB-7 10/17/2006 Sump Water 1,1,2-Trichloroethane ND ug/L S610321
LB-7 10/17/2006 Sump Water Trichloroethene ND ug/L S610321
LB-7 10/17/2006 Sump Water Trichlorofluoromethane ND ug/L S610321
LB-7 10/17/2006 Sump Water 1,2,3-Trichloropropane ND ug/L S610321
LB-7 10/17/2006 Sump Water 1,2,4-Trimethylbenzene ND ug/L S610321
LB-7 10/17/2006 Sump Water 1,3,5-Trimethylbenzene ND ug/L S610321
LB-7 10/17/2006 Sump Water Vinyl chloride ND ug/L S610321
LB-7 10/17/2006 Sump Water  Xylenes (total) ND ug/L S610321

LB-100 10/17/2006 Sump Water Benzene ND ug/L S610321
LB-100 10/17/2006 Sump Water Bromobenzene ND ug/L S610321
LB-100 10/17/2006 Sump Water Bromochloromethane ND ug/L S610321
LB-100 10/17/2006 Sump Water Bromodichloromethane ND ug/L S610321
LB-100 10/17/2006 Sump Water Bromoform ND ug/L S610321
LB-100 10/17/2006 Sump Water Bromomethane ND ug/L S610321
LB-100 10/17/2006 Sump Water n-Butylbenzene ND ug/L S610321
LB-100 10/17/2006 Sump Water sec-Butylbenzene ND ug/L S610321
LB-100 10/17/2006 Sump Water tert-Butylbenzene ND ug/L S610321
LB-100 10/17/2006 Sump Water Carbon tetrachloride ND ug/L S610321
LB-100 10/17/2006 Sump Water Chlorobenzene ND ug/L S610321
LB-100 10/17/2006 Sump Water Chloroethane ND ug/L S610321
LB-100 10/17/2006 Sump Water Chloroform ND ug/L S610321
LB-100 10/17/2006 Sump Water Chloromethane ND ug/L S610321
LB-100 10/17/2006 Sump Water 2-Chlorotoluene ND ug/L S610321
LB-100 10/17/2006 Sump Water 4-Chlorotoluene ND ug/L S610321
LB-100 10/17/2006 Sump Water Dibromochloromethane ND ug/L S610321
LB-100 10/17/2006 Sump Water 1,2-Dibromoethane (EDB) ND ug/L S610321
LB-100 10/17/2006 Sump Water Dibromomethane ND ug/L S610321
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LB-100 10/17/2006 Sump Water 1,2-Dibromo-3-chloropropane ND ug/L S610321
LB-100 10/17/2006 Sump Water 1,2-Dichlorobenzene ND ug/L S610321
LB-100 10/17/2006 Sump Water 1,3-Dichlorobenzene ND ug/L S610321
LB-100 10/17/2006 Sump Water 1,4-Dichlorobenzene ND ug/L S610321
LB-100 10/17/2006 Sump Water Dichlorodifluoromethane ND ug/L S610321
LB-100 10/17/2006 Sump Water 1,1-Dichloroethane ND ug/L S610321
LB-100 10/17/2006 Sump Water 1,2-Dichloroethane ND ug/L S610321
LB-100 10/17/2006 Sump Water 1,1-Dichloroethene ND ug/L S610321
LB-100 10/17/2006 Sump Water cis-1,2-Dichloroethene ND ug/L S610321
LB-100 10/17/2006 Sump Water trans-1,2-Dichloroethene ND ug/L S610321
LB-100 10/17/2006 Sump Water 1,2-Dichloropropane ND ug/L S610321
LB-100 10/17/2006 Sump Water 1,3-Dichloropropane ND ug/L S610321
LB-100 10/17/2006 Sump Water 2,2-Dichloropropane ND ug/L S610321
LB-100 10/17/2006 Sump Water 1,1-Dichloropropene ND ug/L S610321
LB-100 10/17/2006 Sump Water Ethylbenzene ND ug/L S610321
LB-100 10/17/2006 Sump Water Hexachlorobutadiene ND ug/L S610321
LB-100 10/17/2006 Sump Water Isopropylbenzene ND ug/L S610321
LB-100 10/17/2006 Sump Water p-Isopropyltoluene ND ug/L S610321
LB-100 10/17/2006 Sump Water Methylene chloride ND ug/L S610321
LB-100 10/17/2006 Sump Water Methyl tert-butyl ether ND ug/L S610321
LB-100 10/17/2006 Sump Water Naphthalene ND ug/L S610321
LB-100 10/17/2006 Sump Water n-Propylbenzene ND ug/L S610321
LB-100 10/17/2006 Sump Water Styrene ND ug/L S610321
LB-100 10/17/2006 Sump Water 1,1,1,2-Tetrachloroethane ND ug/L S610321
LB-100 10/17/2006 Sump Water 1,1,2,2-Tetrachloroethane ND ug/L S610321
LB-100 10/17/2006 Sump Water Tetrachloroethene ND ug/L S610321
LB-100 10/17/2006 Sump Water Toluene ND ug/L S610321
LB-100 10/17/2006 Sump Water 1,2,3-Trichlorobenzene ND ug/L S610321
LB-100 10/17/2006 Sump Water 1,2,4-Trichlorobenzene ND ug/L S610321
LB-100 10/17/2006 Sump Water 1,1,1-Trichloroethane ND ug/L S610321
LB-100 10/17/2006 Sump Water 1,1,2-Trichloroethane ND ug/L S610321
LB-100 10/17/2006 Sump Water Trichloroethene ND ug/L S610321
LB-100 10/17/2006 Sump Water Trichlorofluoromethane ND ug/L S610321
LB-100 10/17/2006 Sump Water 1,2,3-Trichloropropane ND ug/L S610321
LB-100 10/17/2006 Sump Water 1,2,4-Trimethylbenzene ND ug/L S610321
LB-100 10/17/2006 Sump Water 1,3,5-Trimethylbenzene ND ug/L S610321
LB-100 10/17/2006 Sump Water Vinyl chloride ND ug/L S610321
LB-100 10/17/2006 Sump Water  Xylenes (total) ND ug/L S610321
LB-8 10/17/2006 Make-up Water Benzene ND ug/L S610321
LB-8 10/17/2006 Make-up Water Bromobenzene ND ug/L S610321
LB-8 10/17/2006 Make-up Water Bromochloromethane ND ug/L S610321
LB-8 10/17/2006 Make-up Water Bromodichloromethane 5.2 ug/L S610321
LB-8 10/17/2006 Make-up Water Bromoform ND ug/L S610321
LB-8 10/17/2006 Make-up Water Bromomethane ND ug/L S610321
LB-8 10/17/2006 Make-up Water n-Butylbenzene ND ug/L S610321
LB-8 10/17/2006 Make-up Water sec-Butylbenzene ND ug/L S610321
LB-8 10/17/2006 Make-up Water tert-Butylbenzene ND ug/L S610321
LB-8 10/17/2006 Make-up Water Carbon tetrachloride ND ug/L S610321
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LB-8 10/17/2006 Make-up Water Chlorobenzene ND ug/L S610321
LB-8 10/17/2006 Make-up Water Chloroethane ND ug/L S610321
LB-8 10/17/2006 Make-up Water Chloroform 30 ug/L S610321
LB-8 10/17/2006 Make-up Water Chloromethane ND ug/L S610321
LB-8 10/17/2006 Make-up Water 2-Chlorotoluene ND ug/L S610321
LB-8 10/17/2006 Make-up Water 4-Chlorotoluene ND ug/L S610321
LB-8 10/17/2006 Make-up Water Dibromochloromethane 0.96 ug/L S610321
LB-8 10/17/2006 Make-up Water 1,2-Dibromoethane (EDB) ND ug/L S610321
LB-8 10/17/2006 Make-up Water Dibromomethane ND ug/L S610321
LB-8 10/17/2006 Make-up Water 1,2-Dibromo-3-chloropropane ND ug/L S610321
LB-8 10/17/2006 Make-up Water 1,2-Dichlorobenzene ND ug/L S610321
LB-8 10/17/2006 Make-up Water 1,3-Dichlorobenzene ND ug/L S610321
LB-8 10/17/2006 Make-up Water 1,4-Dichlorobenzene ND ug/L S610321
LB-8 10/17/2006 Make-up Water Dichlorodifluoromethane ND ug/L S610321
LB-8 10/17/2006 Make-up Water 1,1-Dichloroethane ND ug/L S610321
LB-8 10/17/2006 Make-up Water 1,2-Dichloroethane ND ug/L S610321
LB-8 10/17/2006 Make-up Water 1,1-Dichloroethene ND ug/L S610321
LB-8 10/17/2006 Make-up Water cis-1,2-Dichloroethene ND ug/L S610321
LB-8 10/17/2006 Make-up Water trans-1,2-Dichloroethene ND ug/L S610321
LB-8 10/17/2006 Make-up Water 1,2-Dichloropropane ND ug/L S610321
LB-8 10/17/2006 Make-up Water 1,3-Dichloropropane ND ug/L S610321
LB-8 10/17/2006 Make-up Water 2,2-Dichloropropane ND ug/L S610321
LB-8 10/17/2006 Make-up Water 1,1-Dichloropropene ND ug/L S610321
LB-8 10/17/2006 Make-up Water Ethylbenzene ND ug/L S610321
LB-8 10/17/2006 Make-up Water Hexachlorobutadiene ND ug/L S610321
LB-8 10/17/2006 Make-up Water Isopropylbenzene ND ug/L S610321
LB-8 10/17/2006 Make-up Water p-Isopropyltoluene ND ug/L S610321
LB-8 10/17/2006 Make-up Water Methylene chloride ND ug/L S610321
LB-8 10/17/2006 Make-up Water Methyl tert-butyl ether ND ug/L S610321
LB-8 10/17/2006 Make-up Water Naphthalene ND ug/L S610321
LB-8 10/17/2006 Make-up Water n-Propylbenzene ND ug/L S610321
LB-8 10/17/2006 Make-up Water Styrene ND ug/L S610321
LB-8 10/17/2006 Make-up Water 1,1,1,2-Tetrachloroethane ND ug/L S610321
LB-8 10/17/2006 Make-up Water 1,1,2,2-Tetrachloroethane ND ug/L S610321
LB-8 10/17/2006 Make-up Water Tetrachloroethene ND ug/L S610321
LB-8 10/17/2006 Make-up Water Toluene ND ug/L S610321
LB-8 10/17/2006 Make-up Water 1,2,3-Trichlorobenzene ND ug/L S610321
LB-8 10/17/2006 Make-up Water 1,2,4-Trichlorobenzene ND ug/L S610321
LB-8 10/17/2006 Make-up Water 1,1,1-Trichloroethane ND ug/L S610321
LB-8 10/17/2006 Make-up Water 1,1,2-Trichloroethane ND ug/L S610321
LB-8 10/17/2006 Make-up Water Trichloroethene ND ug/L S610321
LB-8 10/17/2006 Make-up Water Trichlorofluoromethane ND ug/L S610321
LB-8 10/17/2006 Make-up Water 1,2,3-Trichloropropane ND ug/L S610321
LB-8 10/17/2006 Make-up Water 1,2,4-Trimethylbenzene ND ug/L S610321
LB-8 10/17/2006 Make-up Water 1,3,5-Trimethylbenzene ND ug/L S610321
LB-8 10/17/2006 Make-up Water Vinyl chloride ND ug/L S610321
LB-8 10/17/2006 Make-up Water  Xylenes (total) ND ug/L S610321

LB-101 10/17/2006 Make-up Water Benzene ND ug/L S610321
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LB-101 10/17/2006 Make-up Water Bromobenzene ND ug/L S610321
LB-101 10/17/2006 Make-up Water Bromochloromethane ND ug/L S610321
LB-101 10/17/2006 Make-up Water Bromodichloromethane 5.4 ug/L S610321
LB-101 10/17/2006 Make-up Water Bromoform ND ug/L S610321
LB-101 10/17/2006 Make-up Water Bromomethane ND ug/L S610321
LB-101 10/17/2006 Make-up Water n-Butylbenzene ND ug/L S610321
LB-101 10/17/2006 Make-up Water sec-Butylbenzene ND ug/L S610321
LB-101 10/17/2006 Make-up Water tert-Butylbenzene ND ug/L S610321
LB-101 10/17/2006 Make-up Water Carbon tetrachloride ND ug/L S610321
LB-101 10/17/2006 Make-up Water Chlorobenzene ND ug/L S610321
LB-101 10/17/2006 Make-up Water Chloroethane ND ug/L S610321
LB-101 10/17/2006 Make-up Water Chloroform 30 ug/L S610321
LB-101 10/17/2006 Make-up Water Chloromethane ND ug/L S610321
LB-101 10/17/2006 Make-up Water 2-Chlorotoluene ND ug/L S610321
LB-101 10/17/2006 Make-up Water 4-Chlorotoluene ND ug/L S610321
LB-101 10/17/2006 Make-up Water Dibromochloromethane 0.95 ug/L S610321
LB-101 10/17/2006 Make-up Water 1,2-Dibromoethane (EDB) ND ug/L S610321
LB-101 10/17/2006 Make-up Water Dibromomethane ND ug/L S610321
LB-101 10/17/2006 Make-up Water 1,2-Dibromo-3-chloropropane ND ug/L S610321
LB-101 10/17/2006 Make-up Water 1,2-Dichlorobenzene ND ug/L S610321
LB-101 10/17/2006 Make-up Water 1,3-Dichlorobenzene ND ug/L S610321
LB-101 10/17/2006 Make-up Water 1,4-Dichlorobenzene ND ug/L S610321
LB-101 10/17/2006 Make-up Water Dichlorodifluoromethane ND ug/L S610321
LB-101 10/17/2006 Make-up Water 1,1-Dichloroethane ND ug/L S610321
LB-101 10/17/2006 Make-up Water 1,2-Dichloroethane ND ug/L S610321
LB-101 10/17/2006 Make-up Water 1,1-Dichloroethene ND ug/L S610321
LB-101 10/17/2006 Make-up Water cis-1,2-Dichloroethene ND ug/L S610321
LB-101 10/17/2006 Make-up Water trans-1,2-Dichloroethene ND ug/L S610321
LB-101 10/17/2006 Make-up Water 1,2-Dichloropropane ND ug/L S610321
LB-101 10/17/2006 Make-up Water 1,3-Dichloropropane ND ug/L S610321
LB-101 10/17/2006 Make-up Water 2,2-Dichloropropane ND ug/L S610321
LB-101 10/17/2006 Make-up Water 1,1-Dichloropropene ND ug/L S610321
LB-101 10/17/2006 Make-up Water Ethylbenzene ND ug/L S610321
LB-101 10/17/2006 Make-up Water Hexachlorobutadiene ND ug/L S610321
LB-101 10/17/2006 Make-up Water Isopropylbenzene ND ug/L S610321
LB-101 10/17/2006 Make-up Water p-Isopropyltoluene ND ug/L S610321
LB-101 10/17/2006 Make-up Water Methylene chloride ND ug/L S610321
LB-101 10/17/2006 Make-up Water Methyl tert-butyl ether ND ug/L S610321
LB-101 10/17/2006 Make-up Water Naphthalene ND ug/L S610321
LB-101 10/17/2006 Make-up Water n-Propylbenzene ND ug/L S610321
LB-101 10/17/2006 Make-up Water Styrene ND ug/L S610321
LB-101 10/17/2006 Make-up Water 1,1,1,2-Tetrachloroethane ND ug/L S610321
LB-101 10/17/2006 Make-up Water 1,1,2,2-Tetrachloroethane ND ug/L S610321
LB-101 10/17/2006 Make-up Water Tetrachloroethene ND ug/L S610321
LB-101 10/17/2006 Make-up Water Toluene ND ug/L S610321
LB-101 10/17/2006 Make-up Water 1,2,3-Trichlorobenzene ND ug/L S610321
LB-101 10/17/2006 Make-up Water 1,2,4-Trichlorobenzene ND ug/L S610321
LB-101 10/17/2006 Make-up Water 1,1,1-Trichloroethane ND ug/L S610321
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LB-101 10/17/2006 Make-up Water 1,1,2-Trichloroethane ND ug/L S610321
LB-101 10/17/2006 Make-up Water Trichloroethene ND ug/L S610321
LB-101 10/17/2006 Make-up Water Trichlorofluoromethane ND ug/L S610321
LB-101 10/17/2006 Make-up Water 1,2,3-Trichloropropane ND ug/L S610321
LB-101 10/17/2006 Make-up Water 1,2,4-Trimethylbenzene ND ug/L S610321
LB-101 10/17/2006 Make-up Water 1,3,5-Trimethylbenzene ND ug/L S610321
LB-101 10/17/2006 Make-up Water Vinyl chloride ND ug/L S610321
LB-101 10/17/2006 Make-up Water  Xylenes (total) ND ug/L S610321
CB-5 10/17/2006 Sump Water Benzene ND ug/L S610321
CB-5 10/17/2006 Sump Water Bromobenzene ND ug/L S610321
CB-5 10/17/2006 Sump Water Bromochloromethane ND ug/L S610321
CB-5 10/17/2006 Sump Water Bromodichloromethane ND ug/L S610321
CB-5 10/17/2006 Sump Water Bromoform ND ug/L S610321
CB-5 10/17/2006 Sump Water Bromomethane ND ug/L S610321
CB-5 10/17/2006 Sump Water n-Butylbenzene ND ug/L S610321
CB-5 10/17/2006 Sump Water sec-Butylbenzene ND ug/L S610321
CB-5 10/17/2006 Sump Water tert-Butylbenzene ND ug/L S610321
CB-5 10/17/2006 Sump Water Carbon tetrachloride ND ug/L S610321
CB-5 10/17/2006 Sump Water Chlorobenzene ND ug/L S610321
CB-5 10/17/2006 Sump Water Chloroethane ND ug/L S610321
CB-5 10/17/2006 Sump Water Chloroform ND ug/L S610321
CB-5 10/17/2006 Sump Water Chloromethane ND ug/L S610321
CB-5 10/17/2006 Sump Water 2-Chlorotoluene ND ug/L S610321
CB-5 10/17/2006 Sump Water 4-Chlorotoluene ND ug/L S610321
CB-5 10/17/2006 Sump Water Dibromochloromethane ND ug/L S610321
CB-5 10/17/2006 Sump Water 1,2-Dibromoethane (EDB) ND ug/L S610321
CB-5 10/17/2006 Sump Water Dibromomethane ND ug/L S610321
CB-5 10/17/2006 Sump Water 1,2-Dibromo-3-chloropropane ND ug/L S610321
CB-5 10/17/2006 Sump Water 1,2-Dichlorobenzene ND ug/L S610321
CB-5 10/17/2006 Sump Water 1,3-Dichlorobenzene ND ug/L S610321
CB-5 10/17/2006 Sump Water 1,4-Dichlorobenzene ND ug/L S610321
CB-5 10/17/2006 Sump Water Dichlorodifluoromethane ND ug/L S610321
CB-5 10/17/2006 Sump Water 1,1-Dichloroethane ND ug/L S610321
CB-5 10/17/2006 Sump Water 1,2-Dichloroethane ND ug/L S610321
CB-5 10/17/2006 Sump Water 1,1-Dichloroethene ND ug/L S610321
CB-5 10/17/2006 Sump Water cis-1,2-Dichloroethene ND ug/L S610321
CB-5 10/17/2006 Sump Water trans-1,2-Dichloroethene ND ug/L S610321
CB-5 10/17/2006 Sump Water 1,2-Dichloropropane ND ug/L S610321
CB-5 10/17/2006 Sump Water 1,3-Dichloropropane ND ug/L S610321
CB-5 10/17/2006 Sump Water 2,2-Dichloropropane ND ug/L S610321
CB-5 10/17/2006 Sump Water 1,1-Dichloropropene ND ug/L S610321
CB-5 10/17/2006 Sump Water Ethylbenzene ND ug/L S610321
CB-5 10/17/2006 Sump Water Hexachlorobutadiene ND ug/L S610321
CB-5 10/17/2006 Sump Water Isopropylbenzene ND ug/L S610321
CB-5 10/17/2006 Sump Water p-Isopropyltoluene ND ug/L S610321
CB-5 10/17/2006 Sump Water Methylene chloride ND ug/L S610321
CB-5 10/17/2006 Sump Water Methyl tert-butyl ether ND ug/L S610321
CB-5 10/17/2006 Sump Water Naphthalene ND ug/L S610321

B 58



Appendix B
Sampling Results for Dophin Treatment System

Sample Sample Sample Original laboratory 
Number Date Location Matrix Analyte Results Units report number Comments

CB-5 10/17/2006 Sump Water n-Propylbenzene ND ug/L S610321
CB-5 10/17/2006 Sump Water Styrene ND ug/L S610321
CB-5 10/17/2006 Sump Water 1,1,1,2-Tetrachloroethane ND ug/L S610321
CB-5 10/17/2006 Sump Water 1,1,2,2-Tetrachloroethane ND ug/L S610321
CB-5 10/17/2006 Sump Water Tetrachloroethene ND ug/L S610321
CB-5 10/17/2006 Sump Water Toluene ND ug/L S610321
CB-5 10/17/2006 Sump Water 1,2,3-Trichlorobenzene ND ug/L S610321
CB-5 10/17/2006 Sump Water 1,2,4-Trichlorobenzene ND ug/L S610321
CB-5 10/17/2006 Sump Water 1,1,1-Trichloroethane ND ug/L S610321
CB-5 10/17/2006 Sump Water 1,1,2-Trichloroethane ND ug/L S610321
CB-5 10/17/2006 Sump Water Trichloroethene ND ug/L S610321
CB-5 10/17/2006 Sump Water Trichlorofluoromethane ND ug/L S610321
CB-5 10/17/2006 Sump Water 1,2,3-Trichloropropane ND ug/L S610321
CB-5 10/17/2006 Sump Water 1,2,4-Trimethylbenzene ND ug/L S610321
CB-5 10/17/2006 Sump Water 1,3,5-Trimethylbenzene ND ug/L S610321
CB-5 10/17/2006 Sump Water Vinyl chloride ND ug/L S610321
CB-5 10/17/2006 Sump Water  Xylenes (total) ND ug/L S610321
CB-6 10/17/2006 Make-up Water Benzene ND ug/L S610321
CB-6 10/17/2006 Make-up Water Bromobenzene ND ug/L S610321
CB-6 10/17/2006 Make-up Water Bromochloromethane ND ug/L S610321
CB-6 10/17/2006 Make-up Water Bromodichloromethane 7.7 ug/L S610321
CB-6 10/17/2006 Make-up Water Bromoform ND ug/L S610321
CB-6 10/17/2006 Make-up Water Bromomethane ND ug/L S610321
CB-6 10/17/2006 Make-up Water n-Butylbenzene ND ug/L S610321
CB-6 10/17/2006 Make-up Water sec-Butylbenzene ND ug/L S610321
CB-6 10/17/2006 Make-up Water tert-Butylbenzene ND ug/L S610321
CB-6 10/17/2006 Make-up Water Carbon tetrachloride ND ug/L S610321
CB-6 10/17/2006 Make-up Water Chlorobenzene ND ug/L S610321
CB-6 10/17/2006 Make-up Water Chloroethane ND ug/L S610321
CB-6 10/17/2006 Make-up Water Chloroform 33 ug/L S610321
CB-6 10/17/2006 Make-up Water Chloromethane ND ug/L S610321
CB-6 10/17/2006 Make-up Water 2-Chlorotoluene ND ug/L S610321
CB-6 10/17/2006 Make-up Water 4-Chlorotoluene ND ug/L S610321
CB-6 10/17/2006 Make-up Water Dibromochloromethane 1.6 ug/L S610321
CB-6 10/17/2006 Make-up Water 1,2-Dibromoethane (EDB) ND ug/L S610321
CB-6 10/17/2006 Make-up Water Dibromomethane ND ug/L S610321
CB-6 10/17/2006 Make-up Water 1,2-Dibromo-3-chloropropane ND ug/L S610321
CB-6 10/17/2006 Make-up Water 1,2-Dichlorobenzene ND ug/L S610321
CB-6 10/17/2006 Make-up Water 1,3-Dichlorobenzene ND ug/L S610321
CB-6 10/17/2006 Make-up Water 1,4-Dichlorobenzene ND ug/L S610321
CB-6 10/17/2006 Make-up Water Dichlorodifluoromethane ND ug/L S610321
CB-6 10/17/2006 Make-up Water 1,1-Dichloroethane ND ug/L S610321
CB-6 10/17/2006 Make-up Water 1,2-Dichloroethane ND ug/L S610321
CB-6 10/17/2006 Make-up Water 1,1-Dichloroethene ND ug/L S610321
CB-6 10/17/2006 Make-up Water cis-1,2-Dichloroethene ND ug/L S610321
CB-6 10/17/2006 Make-up Water trans-1,2-Dichloroethene ND ug/L S610321
CB-6 10/17/2006 Make-up Water 1,2-Dichloropropane ND ug/L S610321
CB-6 10/17/2006 Make-up Water 1,3-Dichloropropane ND ug/L S610321
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CB-6 10/17/2006 Make-up Water 2,2-Dichloropropane ND ug/L S610321
CB-6 10/17/2006 Make-up Water 1,1-Dichloropropene ND ug/L S610321
CB-6 10/17/2006 Make-up Water Ethylbenzene ND ug/L S610321
CB-6 10/17/2006 Make-up Water Hexachlorobutadiene ND ug/L S610321
CB-6 10/17/2006 Make-up Water Isopropylbenzene ND ug/L S610321
CB-6 10/17/2006 Make-up Water p-Isopropyltoluene ND ug/L S610321
CB-6 10/17/2006 Make-up Water Methylene chloride ND ug/L S610321
CB-6 10/17/2006 Make-up Water Methyl tert-butyl ether ND ug/L S610321
CB-6 10/17/2006 Make-up Water Naphthalene ND ug/L S610321
CB-6 10/17/2006 Make-up Water n-Propylbenzene ND ug/L S610321
CB-6 10/17/2006 Make-up Water Styrene ND ug/L S610321
CB-6 10/17/2006 Make-up Water 1,1,1,2-Tetrachloroethane ND ug/L S610321
CB-6 10/17/2006 Make-up Water 1,1,2,2-Tetrachloroethane ND ug/L S610321
CB-6 10/17/2006 Make-up Water Tetrachloroethene ND ug/L S610321
CB-6 10/17/2006 Make-up Water Toluene ND ug/L S610321
CB-6 10/17/2006 Make-up Water 1,2,3-Trichlorobenzene ND ug/L S610321
CB-6 10/17/2006 Make-up Water 1,2,4-Trichlorobenzene ND ug/L S610321
CB-6 10/17/2006 Make-up Water 1,1,1-Trichloroethane ND ug/L S610321
CB-6 10/17/2006 Make-up Water 1,1,2-Trichloroethane ND ug/L S610321
CB-6 10/17/2006 Make-up Water Trichloroethene ND ug/L S610321
CB-6 10/17/2006 Make-up Water Trichlorofluoromethane ND ug/L S610321
CB-6 10/17/2006 Make-up Water 1,2,3-Trichloropropane ND ug/L S610321
CB-6 10/17/2006 Make-up Water 1,2,4-Trimethylbenzene ND ug/L S610321
CB-6 10/17/2006 Make-up Water 1,3,5-Trimethylbenzene ND ug/L S610321
CB-6 10/17/2006 Make-up Water Vinyl chloride ND ug/L S610321
CB-6 10/17/2006 Make-up Water  Xylenes (total) ND ug/L S610321
LB-7 10/17/2006 Sump Water Total Alkalinity 320 mg/L S610321
LB-7 10/17/2006 Sump Water Biochemical Oxygen Demand ND mg/L S610321
LB-7 10/17/2006 Sump Water Specific Conductivity 1200 umhos/cm S610321
LB-7 10/17/2006 Sump Water pH 8.76 pH units S610321
LB-7 10/17/2006 Sump Water TDS 830 mg/L S610321
LB-7 10/17/2006 Sump Water TSS ND mg/L S610321

LB-100 10/17/2006 Sump Water Total Alkalinity 330 mg/L S610321
LB-100 10/17/2006 Sump Water Biochemical Oxygen Demand ND mg/L S610321
LB-100 10/17/2006 Sump Water Specific Conductivity 1200 umhos/cm S610321
LB-100 10/17/2006 Sump Water pH 8.76 pH units S610321
LB-100 10/17/2006 Sump Water TDS 850 mg/L S610321
LB-100 10/17/2006 Sump Water TSS ND mg/L S610321
LB-8 10/17/2006 Make-up Water Total Alkalinity 65 mg/L S610321
LB-8 10/17/2006 Make-up Water Biochemical Oxygen Demand 1.9 mg/L S610321
LB-8 10/17/2006 Make-up Water Specific Conductivity 220 umhos/cm S610321
LB-8 10/17/2006 Make-up Water pH 8.57 pH units S610321
LB-8 10/17/2006 Make-up Water TDS 150 mg/L S610321
LB-8 10/17/2006 Make-up Water TSS ND mg/L S610321

LB-101 10/17/2006 Make-up Water Total Alkalinity 65 mg/L S610321
LB-101 10/17/2006 Make-up Water Biochemical Oxygen Demand ND mg/L S610321
LB-101 10/17/2006 Make-up Water Specific Conductivity 220 umhos/cm S610321
LB-101 10/17/2006 Make-up Water pH 8.55 pH units S610321
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LB-101 10/17/2006 Make-up Water TDS 130 mg/L S610321
LB-101 10/17/2006 Make-up Water TSS ND mg/L S610321
CB-5 10/17/2006 Sump Water Total Alkalinity 400 mg/L S610321
CB-5 10/17/2006 Sump Water Biochemical Oxygen Demand ND mg/L S610321
CB-5 10/17/2006 Sump Water Specific Conductivity 1400 umhos/cm S610321
CB-5 10/17/2006 Sump Water pH 8.87 pH units S610321
CB-5 10/17/2006 Sump Water TDS 970 mg/L S610321
CB-5 10/17/2006 Sump Water TSS ND mg/L S610321
CB-6 10/17/2006 Make-up Water Total Alkalinity 77 mg/L S610321
CB-6 10/17/2006 Make-up Water Biochemical Oxygen Demand ND mg/L S610321
CB-6 10/17/2006 Make-up Water Specific Conductivity 260 umhos/cm S610321
CB-6 10/17/2006 Make-up Water pH 8.6 pH units S610321
CB-6 10/17/2006 Make-up Water TDS 200 mg/L S610321
CB-6 10/17/2006 Make-up Water TSS ND mg/L S610321
LB-7 10/17/2006 Sump Water HPC 738 CFU/ml S610321

LB-100 10/17/2006 Sump Water HPC 62 CFU/ml S610321
LB-8 10/17/2006 Make-up Water HPC ND CFU/ml S610321

LB-101 10/17/2006 Make-up Water HPC ND CFU/ml S610321
CB-5 10/17/2006 Sump Water HPC 623 CFU/ml S610321
CB-6 10/17/2006 Make-up Water HPC 555 CFU/ml S610321
DC-7 10/13/2006 Sump Water Calcium 90 mg/L S610267
DC-7 10/13/2006 Sump Water Copper 86 ug/L S610267
DC-7 10/13/2006 Sump Water Iron ND mg/L S610267
DC-7 10/13/2006 Sump Water Magnesium 13 mg/L S610267
DC-7 10/13/2006 Sump Water Nickel 2.9 ug/L S610267
DC-7 10/13/2006 Sump Water Potassium 6.4 mg/L S610267
DC-7 10/13/2006 Sump Water Silicon 85 mg/L as silica S610267
DC-7 10/13/2006 Sump Water Sodium 36 mg/L S610267
DC-7 10/13/2006 Sump Water Zinc ND ug/L S610267
DC-8 10/13/2006 Make-up Water Calcium 9.4 mg/L S610267
DC-8 10/13/2006 Make-up Water Copper 11 ug/L S610267
DC-8 10/13/2006 Make-up Water Iron 0.052 mg/L S610267
DC-8 10/13/2006 Make-up Water Magnesium 1.3 mg/L S610267
DC-8 10/13/2006 Make-up Water Nickel ND ug/L S610267
DC-8 10/13/2006 Make-up Water Potassium 0.7 mg/L S610267
DC-8 10/13/2006 Make-up Water Silicon 9.4 mg/L as silica S610267
DC-8 10/13/2006 Make-up Water Sodium 3.4 mg/L S610267
DC-8 10/13/2006 Make-up Water Zinc 120 ug/L S610267
DC-7 10/13/2006 Sump Water Hardness (as CacO3) 220 mg/L S610267
DC-8 10/13/2006 Make-up Water Hardness (as CacO3) 23 mg/L S610267
DC-7 10/13/2006 Sump Water Phosphate (Ortho) as P 0.15 mg/L S610267
DC-8 10/13/2006 Make-up Water Phosphate (Ortho) as P ND mg/L S610267
DC-7 10/13/2006 Sump Water Chloride 46 mg/L S610267
DC-7 10/13/2006 Sump Water Fluoride 11 mg/L S610267
DC-7 10/13/2006 Sump Water Nitrate as NO3 23 mg/L S610267 Amended
DC-7 10/13/2006 Sump Water Sulfate as SO4 83 mg/L S610267
DC-8 10/13/2006 Make-up Water Chloride 3.4 mg/L S610267
DC-8 10/13/2006 Make-up Water Fluoride 0.86 mg/L S610267
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DC-8 10/13/2006 Make-up Water Nitrate as NO3 ND mg/L S610267 Amended
DC-8 10/13/2006 Make-up Water Sulfate as SO4 6.5 mg/L S610267
DC-7 10/13/2006 Sump Water Benzene ND ug/L S610267
DC-7 10/13/2006 Sump Water Bromobenzene ND ug/L S610267
DC-7 10/13/2006 Sump Water Bromochloromethane ND ug/L S610267
DC-7 10/13/2006 Sump Water Bromodichloromethane ND ug/L S610267
DC-7 10/13/2006 Sump Water Bromoform ND ug/L S610267
DC-7 10/13/2006 Sump Water Bromomethane ND ug/L S610267
DC-7 10/13/2006 Sump Water n-Butylbenzene ND ug/L S610267
DC-7 10/13/2006 Sump Water sec-Butylbenzene ND ug/L S610267
DC-7 10/13/2006 Sump Water tert-Butylbenzene ND ug/L S610267
DC-7 10/13/2006 Sump Water Carbon tetrachloride ND ug/L S610267
DC-7 10/13/2006 Sump Water Chlorobenzene ND ug/L S610267
DC-7 10/13/2006 Sump Water Chloroethane ND ug/L S610267
DC-7 10/13/2006 Sump Water Chloroform 4.2 ug/L S610267
DC-7 10/13/2006 Sump Water Chloromethane ND ug/L S610267
DC-7 10/13/2006 Sump Water 2-Chlorotoluene ND ug/L S610267
DC-7 10/13/2006 Sump Water 4-Chlorotoluene ND ug/L S610267
DC-7 10/13/2006 Sump Water Dibromochloromethane ND ug/L S610267
DC-7 10/13/2006 Sump Water 1,2-Dibromoethane (EDB) ND ug/L S610267
DC-7 10/13/2006 Sump Water Dibromomethane ND ug/L S610267
DC-7 10/13/2006 Sump Water 1,2-Dibromo-3-chloropropane ND ug/L S610267
DC-7 10/13/2006 Sump Water 1,2-Dichlorobenzene ND ug/L S610267
DC-7 10/13/2006 Sump Water 1,3-Dichlorobenzene ND ug/L S610267
DC-7 10/13/2006 Sump Water 1,4-Dichlorobenzene ND ug/L S610267
DC-7 10/13/2006 Sump Water Dichlorodifluoromethane ND ug/L S610267
DC-7 10/13/2006 Sump Water 1,1-Dichloroethane ND ug/L S610267
DC-7 10/13/2006 Sump Water 1,2-Dichloroethane ND ug/L S610267
DC-7 10/13/2006 Sump Water 1,1-Dichloroethene ND ug/L S610267
DC-7 10/13/2006 Sump Water cis-1,2-Dichloroethene ND ug/L S610267
DC-7 10/13/2006 Sump Water trans-1,2-Dichloroethene ND ug/L S610267
DC-7 10/13/2006 Sump Water 1,2-Dichloropropane ND ug/L S610267
DC-7 10/13/2006 Sump Water 1,3-Dichloropropane ND ug/L S610267
DC-7 10/13/2006 Sump Water 2,2-Dichloropropane ND ug/L S610267
DC-7 10/13/2006 Sump Water 1,1-Dichloropropene ND ug/L S610267
DC-7 10/13/2006 Sump Water Ethylbenzene ND ug/L S610267
DC-7 10/13/2006 Sump Water Hexachlorobutadiene ND ug/L S610267
DC-7 10/13/2006 Sump Water Isopropylbenzene ND ug/L S610267
DC-7 10/13/2006 Sump Water p-Isopropyltoluene ND ug/L S610267
DC-7 10/13/2006 Sump Water Methylene chloride ND ug/L S610267
DC-7 10/13/2006 Sump Water Methyl tert-butyl ether ND ug/L S610267
DC-7 10/13/2006 Sump Water Naphthalene ND ug/L S610267
DC-7 10/13/2006 Sump Water n-Propylbenzene ND ug/L S610267
DC-7 10/13/2006 Sump Water Styrene ND ug/L S610267
DC-7 10/13/2006 Sump Water 1,1,1,2-Tetrachloroethane ND ug/L S610267
DC-7 10/13/2006 Sump Water 1,1,2,2-Tetrachloroethane ND ug/L S610267
DC-7 10/13/2006 Sump Water Tetrachloroethene ND ug/L S610267
DC-7 10/13/2006 Sump Water Toluene ND ug/L S610267
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DC-7 10/13/2006 Sump Water 1,2,3-Trichlorobenzene ND ug/L S610267
DC-7 10/13/2006 Sump Water 1,2,4-Trichlorobenzene ND ug/L S610267
DC-7 10/13/2006 Sump Water 1,1,1-Trichloroethane ND ug/L S610267
DC-7 10/13/2006 Sump Water 1,1,2-Trichloroethane ND ug/L S610267
DC-7 10/13/2006 Sump Water Trichloroethene ND ug/L S610267
DC-7 10/13/2006 Sump Water Trichlorofluoromethane ND ug/L S610267
DC-7 10/13/2006 Sump Water 1,2,3-Trichloropropane ND ug/L S610267
DC-7 10/13/2006 Sump Water 1,2,4-Trimethylbenzene ND ug/L S610267
DC-7 10/13/2006 Sump Water 1,3,5-Trimethylbenzene ND ug/L S610267
DC-7 10/13/2006 Sump Water Vinyl chloride ND ug/L S610267
DC-7 10/13/2006 Sump Water  Xylenes (total) ND ug/L S610267
DC-8 10/13/2006 Make-up Water Benzene ND ug/L S610267
DC-8 10/13/2006 Make-up Water Bromobenzene ND ug/L S610267
DC-8 10/13/2006 Make-up Water Bromochloromethane ND ug/L S610267
DC-8 10/13/2006 Make-up Water Bromodichloromethane 2 ug/L S610267
DC-8 10/13/2006 Make-up Water Bromoform ND ug/L S610267
DC-8 10/13/2006 Make-up Water Bromomethane ND ug/L S610267
DC-8 10/13/2006 Make-up Water n-Butylbenzene ND ug/L S610267
DC-8 10/13/2006 Make-up Water sec-Butylbenzene ND ug/L S610267
DC-8 10/13/2006 Make-up Water tert-Butylbenzene ND ug/L S610267
DC-8 10/13/2006 Make-up Water Carbon tetrachloride ND ug/L S610267
DC-8 10/13/2006 Make-up Water Chlorobenzene ND ug/L S610267
DC-8 10/13/2006 Make-up Water Chloroethane ND ug/L S610267
DC-8 10/13/2006 Make-up Water Chloroform 43 ug/L S610267
DC-8 10/13/2006 Make-up Water Chloromethane ND ug/L S610267
DC-8 10/13/2006 Make-up Water 2-Chlorotoluene ND ug/L S610267
DC-8 10/13/2006 Make-up Water 4-Chlorotoluene ND ug/L S610267
DC-8 10/13/2006 Make-up Water Dibromochloromethane ND ug/L S610267
DC-8 10/13/2006 Make-up Water 1,2-Dibromoethane (EDB) ND ug/L S610267
DC-8 10/13/2006 Make-up Water Dibromomethane ND ug/L S610267
DC-8 10/13/2006 Make-up Water 1,2-Dibromo-3-chloropropane ND ug/L S610267
DC-8 10/13/2006 Make-up Water 1,2-Dichlorobenzene ND ug/L S610267
DC-8 10/13/2006 Make-up Water 1,3-Dichlorobenzene ND ug/L S610267
DC-8 10/13/2006 Make-up Water 1,4-Dichlorobenzene ND ug/L S610267
DC-8 10/13/2006 Make-up Water Dichlorodifluoromethane ND ug/L S610267
DC-8 10/13/2006 Make-up Water 1,1-Dichloroethane ND ug/L S610267
DC-8 10/13/2006 Make-up Water 1,2-Dichloroethane ND ug/L S610267
DC-8 10/13/2006 Make-up Water 1,1-Dichloroethene ND ug/L S610267
DC-8 10/13/2006 Make-up Water cis-1,2-Dichloroethene ND ug/L S610267
DC-8 10/13/2006 Make-up Water trans-1,2-Dichloroethene ND ug/L S610267
DC-8 10/13/2006 Make-up Water 1,2-Dichloropropane ND ug/L S610267
DC-8 10/13/2006 Make-up Water 1,3-Dichloropropane ND ug/L S610267
DC-8 10/13/2006 Make-up Water 2,2-Dichloropropane ND ug/L S610267
DC-8 10/13/2006 Make-up Water 1,1-Dichloropropene ND ug/L S610267
DC-8 10/13/2006 Make-up Water Ethylbenzene ND ug/L S610267
DC-8 10/13/2006 Make-up Water Hexachlorobutadiene ND ug/L S610267
DC-8 10/13/2006 Make-up Water Isopropylbenzene ND ug/L S610267
DC-8 10/13/2006 Make-up Water p-Isopropyltoluene ND ug/L S610267
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DC-8 10/13/2006 Make-up Water Methylene chloride ND ug/L S610267
DC-8 10/13/2006 Make-up Water Methyl tert-butyl ether ND ug/L S610267
DC-8 10/13/2006 Make-up Water Naphthalene ND ug/L S610267
DC-8 10/13/2006 Make-up Water n-Propylbenzene ND ug/L S610267
DC-8 10/13/2006 Make-up Water Styrene ND ug/L S610267
DC-8 10/13/2006 Make-up Water 1,1,1,2-Tetrachloroethane ND ug/L S610267
DC-8 10/13/2006 Make-up Water 1,1,2,2-Tetrachloroethane ND ug/L S610267
DC-8 10/13/2006 Make-up Water Tetrachloroethene ND ug/L S610267
DC-8 10/13/2006 Make-up Water Toluene ND ug/L S610267
DC-8 10/13/2006 Make-up Water 1,2,3-Trichlorobenzene ND ug/L S610267
DC-8 10/13/2006 Make-up Water 1,2,4-Trichlorobenzene ND ug/L S610267
DC-8 10/13/2006 Make-up Water 1,1,1-Trichloroethane ND ug/L S610267
DC-8 10/13/2006 Make-up Water 1,1,2-Trichloroethane ND ug/L S610267
DC-8 10/13/2006 Make-up Water Trichloroethene ND ug/L S610267
DC-8 10/13/2006 Make-up Water Trichlorofluoromethane ND ug/L S610267
DC-8 10/13/2006 Make-up Water 1,2,3-Trichloropropane ND ug/L S610267
DC-8 10/13/2006 Make-up Water 1,2,4-Trimethylbenzene ND ug/L S610267
DC-8 10/13/2006 Make-up Water 1,3,5-Trimethylbenzene ND ug/L S610267
DC-8 10/13/2006 Make-up Water Vinyl chloride ND ug/L S610267
DC-8 10/13/2006 Make-up Water  Xylenes (total) ND ug/L S610267
DC-7 10/13/2006 Sump Water Total Alkalinity 250 mg/L S610267
DC-7 10/13/2006 Sump Water Biochemical Oxygen Demand ND mg/L S610267
DC-7 10/13/2006 Sump Water Specific Conductivity 810 umhos/cm S610267
DC-7 10/13/2006 Sump Water pH 8.61 pH units S610267
DC-7 10/13/2006 Sump Water TDS 560 mg/L S610267
DC-7 10/13/2006 Sump Water TSS ND mg/L S610267
DC-8 10/13/2006 Make-up Water Total Alkalinity 26 mg/L S610267
DC-8 10/13/2006 Make-up Water Biochemical Oxygen Demand 7.6 mg/L S610267
DC-8 10/13/2006 Make-up Water Specific Conductivity 79 umhos/cm S610267
DC-8 10/13/2006 Make-up Water pH 8.6 pH units S610267
DC-8 10/13/2006 Make-up Water TDS 67 mg/L S610267
DC-8 10/13/2006 Make-up Water TSS ND mg/L S610267
DC-7 10/13/2006 Sump Water HPC ND CFU/ml S610267
DC-8 10/13/2006 Make-up Water HPC 100 CFU/ml S610267
CB-7 11/7/2006 Sump Water Calcium 5.4 mg/L S611164
CB-7 11/7/2006 Sump Water Copper 530 ug/L S611164
CB-7 11/7/2006 Sump Water Iron ND mg/L S611164
CB-7 11/7/2006 Sump Water Magnesium 0.84 mg/L S611164
CB-7 11/7/2006 Sump Water Nickel 3.2 ug/L S611164
CB-7 11/7/2006 Sump Water Potassium 0.64 mg/L S611164
CB-7 11/7/2006 Sump Water Silicon 8.3 mg/L as silica S611164
CB-7 11/7/2006 Sump Water Sodium 6.2 mg/L S611164
CB-7 11/7/2006 Sump Water Zinc 180 ug/L S611164
CB-8 11/7/2006 Make-up Water Calcium 58 mg/L S611164
CB-8 11/7/2006 Make-up Water Copper 3.7 ug/L S611164
CB-8 11/7/2006 Make-up Water Iron 0.4 mg/L S611164
CB-8 11/7/2006 Make-up Water Magnesium 15 mg/L S611164
CB-8 11/7/2006 Make-up Water Nickel ND ug/L S611164
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CB-8 11/7/2006 Make-up Water Potassium 5.7 mg/L S611164
CB-8 11/7/2006 Make-up Water Silicon 68 mg/L as silica S611164
CB-8 11/7/2006 Make-up Water Sodium 68 mg/L S611164
CB-8 11/7/2006 Make-up Water Zinc 52 ug/L S611164
CB-7 11/7/2006 Sump Water Chloride 52 mg/L S611164
CB-7 11/7/2006 Sump Water Fluoride 8.1 mg/L S611164
CB-7 11/7/2006 Sump Water Calcium Hardness (as CaCo3) 13 mg/L S611164
CB-7 11/7/2006 Sump Water Nitrate - NO3 25 mg/L S611164
CB-7 11/7/2006 Sump Water Nitrite - NO2 ND mg/L S611164
CB-7 11/7/2006 Sump Water Phosphate (PO4) ND mg/L S611164
CB-7 11/7/2006 Sump Water Sulfate as SO4 56 mg/L S611164
CB-8 11/7/2006 Make-up Water Chloride 4.4 mg/L S611164
CB-8 11/7/2006 Make-up Water Fluoride 0.98 mg/L S611164
CB-8 11/7/2006 Make-up Water Calcium Hardness (as CaCo3) 150 mg/L S611164
CB-8 11/7/2006 Make-up Water Nitrate - NO3 ND mg/L S611164
CB-8 11/7/2006 Make-up Water Nitrite - NO2 ND mg/L S611164
CB-8 11/7/2006 Make-up Water Phosphate (PO4) ND mg/L S611164
CB-8 11/7/2006 Make-up Water Sulfate as SO4 1.4 mg/L S611164
CB-7 11/7/2006 Sump Water Benzene ND ug/L S611164
CB-7 11/7/2006 Sump Water Bromobenzene ND ug/L S611164
CB-7 11/7/2006 Sump Water Bromochloromethane ND ug/L S611164
CB-7 11/7/2006 Sump Water Bromodichloromethane ND ug/L S611164
CB-7 11/7/2006 Sump Water Bromoform ND ug/L S611164
CB-7 11/7/2006 Sump Water Bromomethane ND ug/L S611164
CB-7 11/7/2006 Sump Water n-Butylbenzene ND ug/L S611164
CB-7 11/7/2006 Sump Water sec-Butylbenzene ND ug/L S611164
CB-7 11/7/2006 Sump Water tert-Butylbenzene ND ug/L S611164
CB-7 11/7/2006 Sump Water Carbon tetrachloride ND ug/L S611164
CB-7 11/7/2006 Sump Water Chlorobenzene ND ug/L S611164
CB-7 11/7/2006 Sump Water Chloroethane ND ug/L S611164
CB-7 11/7/2006 Sump Water Chloroform ND ug/L S611164
CB-7 11/7/2006 Sump Water Chloromethane ND ug/L S611164
CB-7 11/7/2006 Sump Water 2-Chlorotoluene ND ug/L S611164
CB-7 11/7/2006 Sump Water 4-Chlorotoluene ND ug/L S611164
CB-7 11/7/2006 Sump Water Dibromochloromethane ND ug/L S611164
CB-7 11/7/2006 Sump Water 1,2-Dibromoethane (EDB) ND ug/L S611164
CB-7 11/7/2006 Sump Water Dibromomethane ND ug/L S611164
CB-7 11/7/2006 Sump Water 1,2-Dibromo-3-chloropropane ND ug/L S611164
CB-7 11/7/2006 Sump Water 1,2-Dichlorobenzene ND ug/L S611164
CB-7 11/7/2006 Sump Water 1,3-Dichlorobenzene ND ug/L S611164
CB-7 11/7/2006 Sump Water 1,4-Dichlorobenzene ND ug/L S611164
CB-7 11/7/2006 Sump Water Dichlorodifluoromethane ND ug/L S611164
CB-7 11/7/2006 Sump Water 1,1-Dichloroethane ND ug/L S611164
CB-7 11/7/2006 Sump Water 1,2-Dichloroethane ND ug/L S611164
CB-7 11/7/2006 Sump Water 1,1-Dichloroethene ND ug/L S611164
CB-7 11/7/2006 Sump Water cis-1,2-Dichloroethene ND ug/L S611164
CB-7 11/7/2006 Sump Water trans-1,2-Dichloroethene ND ug/L S611164
CB-7 11/7/2006 Sump Water 1,2-Dichloropropane ND ug/L S611164
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CB-7 11/7/2006 Sump Water 1,3-Dichloropropane ND ug/L S611164
CB-7 11/7/2006 Sump Water 2,2-Dichloropropane ND ug/L S611164
CB-7 11/7/2006 Sump Water 1,1-Dichloropropene ND ug/L S611164
CB-7 11/7/2006 Sump Water Ethylbenzene ND ug/L S611164
CB-7 11/7/2006 Sump Water Hexachlorobutadiene ND ug/L S611164
CB-7 11/7/2006 Sump Water Isopropylbenzene ND ug/L S611164
CB-7 11/7/2006 Sump Water p-Isopropyltoluene ND ug/L S611164
CB-7 11/7/2006 Sump Water Methylene chloride ND ug/L S611164
CB-7 11/7/2006 Sump Water Methyl tert-butyl ether ND ug/L S611164
CB-7 11/7/2006 Sump Water Naphthalene ND ug/L S611164
CB-7 11/7/2006 Sump Water n-Propylbenzene ND ug/L S611164
CB-7 11/7/2006 Sump Water Styrene ND ug/L S611164
CB-7 11/7/2006 Sump Water 1,1,1,2-Tetrachloroethane ND ug/L S611164
CB-7 11/7/2006 Sump Water 1,1,2,2-Tetrachloroethane ND ug/L S611164
CB-7 11/7/2006 Sump Water Tetrachloroethene ND ug/L S611164
CB-7 11/7/2006 Sump Water Toluene ND ug/L S611164
CB-7 11/7/2006 Sump Water 1,2,3-Trichlorobenzene ND ug/L S611164
CB-7 11/7/2006 Sump Water 1,2,4-Trichlorobenzene ND ug/L S611164
CB-7 11/7/2006 Sump Water 1,1,1-Trichloroethane ND ug/L S611164
CB-7 11/7/2006 Sump Water 1,1,2-Trichloroethane ND ug/L S611164
CB-7 11/7/2006 Sump Water Trichloroethene ND ug/L S611164
CB-7 11/7/2006 Sump Water Trichlorofluoromethane ND ug/L S611164
CB-7 11/7/2006 Sump Water 1,2,3-Trichloropropane ND ug/L S611164
CB-7 11/7/2006 Sump Water 1,2,4-Trimethylbenzene ND ug/L S611164
CB-7 11/7/2006 Sump Water 1,3,5-Trimethylbenzene ND ug/L S611164
CB-7 11/7/2006 Sump Water Vinyl chloride ND ug/L S611164
CB-7 11/7/2006 Sump Water  Xylenes (total) ND ug/L S611164
CB-8 11/7/2006 Make-up Water Benzene ND ug/L S611164
CB-8 11/7/2006 Make-up Water Bromobenzene ND ug/L S611164
CB-8 11/7/2006 Make-up Water Bromochloromethane ND ug/L S611164
CB-8 11/7/2006 Make-up Water Bromodichloromethane 1.3 ug/L S611164
CB-8 11/7/2006 Make-up Water Bromoform ND ug/L S611164
CB-8 11/7/2006 Make-up Water Bromomethane ND ug/L S611164
CB-8 11/7/2006 Make-up Water n-Butylbenzene ND ug/L S611164
CB-8 11/7/2006 Make-up Water sec-Butylbenzene ND ug/L S611164
CB-8 11/7/2006 Make-up Water tert-Butylbenzene ND ug/L S611164
CB-8 11/7/2006 Make-up Water Carbon tetrachloride ND ug/L S611164
CB-8 11/7/2006 Make-up Water Chlorobenzene ND ug/L S611164
CB-8 11/7/2006 Make-up Water Chloroethane ND ug/L S611164
CB-8 11/7/2006 Make-up Water Chloroform 34 ug/L S611164
CB-8 11/7/2006 Make-up Water Chloromethane ND ug/L S611164
CB-8 11/7/2006 Make-up Water 2-Chlorotoluene ND ug/L S611164
CB-8 11/7/2006 Make-up Water 4-Chlorotoluene ND ug/L S611164
CB-8 11/7/2006 Make-up Water Dibromochloromethane ND ug/L S611164
CB-8 11/7/2006 Make-up Water 1,2-Dibromoethane (EDB) ND ug/L S611164
CB-8 11/7/2006 Make-up Water Dibromomethane ND ug/L S611164
CB-8 11/7/2006 Make-up Water 1,2-Dibromo-3-chloropropane ND ug/L S611164
CB-8 11/7/2006 Make-up Water 1,2-Dichlorobenzene ND ug/L S611164
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CB-8 11/7/2006 Make-up Water 1,3-Dichlorobenzene ND ug/L S611164
CB-8 11/7/2006 Make-up Water 1,4-Dichlorobenzene ND ug/L S611164
CB-8 11/7/2006 Make-up Water Dichlorodifluoromethane ND ug/L S611164
CB-8 11/7/2006 Make-up Water 1,1-Dichloroethane ND ug/L S611164
CB-8 11/7/2006 Make-up Water 1,2-Dichloroethane ND ug/L S611164
CB-8 11/7/2006 Make-up Water 1,1-Dichloroethene ND ug/L S611164
CB-8 11/7/2006 Make-up Water cis-1,2-Dichloroethene ND ug/L S611164
CB-8 11/7/2006 Make-up Water trans-1,2-Dichloroethene ND ug/L S611164
CB-8 11/7/2006 Make-up Water 1,2-Dichloropropane ND ug/L S611164
CB-8 11/7/2006 Make-up Water 1,3-Dichloropropane ND ug/L S611164
CB-8 11/7/2006 Make-up Water 2,2-Dichloropropane ND ug/L S611164
CB-8 11/7/2006 Make-up Water 1,1-Dichloropropene ND ug/L S611164
CB-8 11/7/2006 Make-up Water Ethylbenzene ND ug/L S611164
CB-8 11/7/2006 Make-up Water Hexachlorobutadiene ND ug/L S611164
CB-8 11/7/2006 Make-up Water Isopropylbenzene ND ug/L S611164
CB-8 11/7/2006 Make-up Water p-Isopropyltoluene ND ug/L S611164
CB-8 11/7/2006 Make-up Water Methylene chloride ND ug/L S611164
CB-8 11/7/2006 Make-up Water Methyl tert-butyl ether ND ug/L S611164
CB-8 11/7/2006 Make-up Water Naphthalene ND ug/L S611164
CB-8 11/7/2006 Make-up Water n-Propylbenzene ND ug/L S611164
CB-8 11/7/2006 Make-up Water Styrene ND ug/L S611164
CB-8 11/7/2006 Make-up Water 1,1,1,2-Tetrachloroethane ND ug/L S611164
CB-8 11/7/2006 Make-up Water 1,1,2,2-Tetrachloroethane ND ug/L S611164
CB-8 11/7/2006 Make-up Water Tetrachloroethene ND ug/L S611164
CB-8 11/7/2006 Make-up Water Toluene ND ug/L S611164
CB-8 11/7/2006 Make-up Water 1,2,3-Trichlorobenzene ND ug/L S611164
CB-8 11/7/2006 Make-up Water 1,2,4-Trichlorobenzene ND ug/L S611164
CB-8 11/7/2006 Make-up Water 1,1,1-Trichloroethane ND ug/L S611164
CB-8 11/7/2006 Make-up Water 1,1,2-Trichloroethane ND ug/L S611164
CB-8 11/7/2006 Make-up Water Trichloroethene ND ug/L S611164
CB-8 11/7/2006 Make-up Water Trichlorofluoromethane ND ug/L S611164
CB-8 11/7/2006 Make-up Water 1,2,3-Trichloropropane ND ug/L S611164
CB-8 11/7/2006 Make-up Water 1,2,4-Trimethylbenzene ND ug/L S611164
CB-8 11/7/2006 Make-up Water 1,3,5-Trimethylbenzene ND ug/L S611164
CB-8 11/7/2006 Make-up Water Vinyl chloride ND ug/L S611164
CB-8 11/7/2006 Make-up Water  Xylenes (total) ND ug/L S611164
CB-7 11/7/2006 Sump Water Total Alkalinity 210 mg/L S611164
CB-7 11/7/2006 Sump Water Biochemical Oxygen Demand ND mg/L S611164
CB-7 11/7/2006 Sump Water Specific Conductivity 770 umhos/cm S611164
CB-7 11/7/2006 Sump Water pH 8.64 pH units S611164
CB-7 11/7/2006 Sump Water TDS 500 mg/L S611164
CB-7 11/7/2006 Sump Water TSS 7 mg/L S611164
CB-8 11/7/2006 Make-up Water Total Alkalinity 40 mg/L S611164
CB-8 11/7/2006 Make-up Water Biochemical Oxygen Demand ND mg/L S611164
CB-8 11/7/2006 Make-up Water Specific Conductivity 68 umhos/cm S611164
CB-8 11/7/2006 Make-up Water pH 8.96 pH units S611164
CB-8 11/7/2006 Make-up Water TDS 67 mg/L S611164
CB-8 11/7/2006 Make-up Water TSS ND mg/L S611164
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CB-7 11/7/2006 Sump Water HPC 738 CFU/ml S611164
CB-8 11/7/2006 Make-up Water HPC 440 CFU/ml S611164

LB-201 11/24/2004 Sump Water Hardness 140 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels.  Tower treated with chemicals at this time.
LB-201 11/24/2004 Sump Water Alkalinity 220 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels.  Tower treated with chemicals at this time.
LB-201 11/24/2004 Sump Water Chloride 80 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels.  Tower treated with chemicals at this time.
LB-201 11/24/2004 Sump Water Conductivity 1080 mmhos Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels.  Tower treated with chemicals at this time.
LB-201 11/24/2004 Sump Water pH 8 Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels.  Tower treated with chemicals at this time.
LB-202 11/24/2004 Make-up Water Hardness 70 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels.  Tower treated with chemicals at this time.
LB-202 11/24/2004 Make-up Water Alkalinity 40 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels.  Tower treated with chemicals at this time.
LB-202 11/24/2004 Make-up Water Chloride 15 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels.  Tower treated with chemicals at this time.
LB-202 11/24/2004 Make-up Water Conductivity 190 mmhos Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels.  Tower treated with chemicals at this time.
LB-202 11/24/2004 Make-up Water pH 7.5 Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels.  Tower treated with chemicals at this time.
LB-203 3/15/2005 Sump Water Hardness 280 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels.  Tower treated with chemicals at this time.
LB-203 3/15/2005 Sump Water Alkalinity 240 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels.  Tower treated with chemicals at this time.
LB-203 3/15/2005 Sump Water Chloride 50 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels.  Tower treated with chemicals at this time.
LB-203 3/15/2005 Sump Water Conductivity 1000 mmhos Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels.  Tower treated with chemicals at this time.
LB-203 3/15/2005 Sump Water pH 8.3 Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels.  Tower treated with chemicals at this time.
LB-204 3/15/2005 Make-up Water Hardness ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels.  Tower treated with chemicals at this time.
LB-204 3/15/2005 Make-up Water Alkalinity ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels.  Tower treated with chemicals at this time.
LB-204 3/15/2005 Make-up Water Chloride 20 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels.  Tower treated with chemicals at this time.
LB-204 3/15/2005 Make-up Water Conductivity mmhos Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels.  Tower treated with chemicals at this time.
LB-204 3/15/2005 Make-up Water pH 7.5 Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels.  Tower treated with chemicals at this time.
LB-205 3/24/2005 Sump Water Hardness 160 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels.  Tower treated with chemicals at this time.
LB-205 3/24/2005 Sump Water Alkalinity 150 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels.  Tower treated with chemicals at this time.
LB-205 3/24/2005 Sump Water Chloride 30 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels.  Tower treated with chemicals at this time.
LB-205 3/24/2005 Sump Water Conductivity 510 mmhos Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels.  Tower treated with chemicals at this time.
LB-205 3/24/2005 Sump Water pH 7.8 Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels.  Tower treated with chemicals at this time.
LB-205 3/24/2005 Sump Water HPC 330000 CFU/ml coc0881 LBNL 62 March 28 05.pdf Historical data for the LBNL tower provided by Dan Daniels.  Tower treated with chemicals at this time.
LB-206 4/1/2005 Sump Water Hardness 400 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels.  Start of change over to Dolphin system.
LB-206 4/1/2005 Sump Water Alkalinity 260 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels.  Start of change over to Dolphin system.
LB-206 4/1/2005 Sump Water Chloride 60 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels.  Start of change over to Dolphin system.
LB-206 4/1/2005 Sump Water Conductivity 840 mmhos Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels.  Start of change over to Dolphin system.
LB-206 4/1/2005 Sump Water pH 8.2 Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels.  Start of change over to Dolphin system.
LB-207 4/1/2005 Make-up Water Chloride 15 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels.  Start of change over to Dolphin system.
LB-208 4/13/2005 Sump Water Hardness 400 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-208 4/13/2005 Sump Water Alkalinity 240 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-208 4/13/2005 Sump Water Chloride 80 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-208 4/13/2005 Sump Water Conductivity 920 mmhos Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-208 4/13/2005 Sump Water pH 8.3 Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-209 4/13/2005 Make-up Water Chloride 15 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-210 4/20/2005 Sump Water Hardness 400 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-210 4/20/2005 Sump Water Alkalinity 330 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-210 4/20/2005 Sump Water Chloride 90 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-210 4/20/2005 Sump Water Conductivity 1000 mmhos Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-210 4/20/2005 Sump Water pH 8.3 Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-211 4/20/2005 Make-up Water Chloride 15 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-212 5/10/2005 Sump Water Hardness 460 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-212 5/10/2005 Sump Water Alkalinity 420 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
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LB-212 5/10/2005 Sump Water Chloride 120 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-212 5/10/2005 Sump Water Conductivity 960 mmhos Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-212 5/10/2005 Sump Water pH 8.3 Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-213 5/10/2005 Make-up Water Hardness 60 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-213 5/10/2005 Make-up Water Alkalinity 30 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-213 5/10/2005 Make-up Water Chloride 10 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-213 5/10/2005 Make-up Water Conductivity 106 mmhos Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-213 5/10/2005 Make-up Water pH 7.7 Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-214 5/23/2005 Sump Water Hardness 650 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-214 5/23/2005 Sump Water Alkalinity 220 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-214 5/23/2005 Sump Water Chloride 140 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-214 5/23/2005 Sump Water Conductivity 1240 mmhos Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-214 5/23/2005 Sump Water pH 8.3 Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-214 5/23/2005 Sump Water HPC 1600 CFU/ml Copy of LBNL 62 52305 coe0721.pdf Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-215 5/23/2005 Make-up Water Chloride 15 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-216 7/26/2005 Sump Water Hardness 560 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-216 7/26/2005 Sump Water Alkalinity 470 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-216 7/26/2005 Sump Water Chloride 140 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-216 7/26/2005 Sump Water Conductivity 1420 mmhos Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-216 7/26/2005 Sump Water pH 8.3 Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-217 7/26/2005 Make-up Water Chloride 10 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-218 8/9/2005 Sump Water Hardness 520 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-218 8/9/2005 Sump Water Alkalinity 440 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-218 8/9/2005 Sump Water Chloride 140 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-218 8/9/2005 Sump Water Conductivity 1490 mmhos Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-218 8/9/2005 Sump Water pH 8.3 Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-219 8/9/2005 Make-up Water Chloride 10 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-219 8/9/2005 Make-up Water Conductivity 106 mmhos Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-220 11/10/2005 Sump Water Hardness 500 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-220 11/10/2005 Sump Water Alkalinity 310 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-220 11/10/2005 Sump Water Chloride 130 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-220 11/10/2005 Sump Water Conductivity 1440 mmhos Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-220 11/10/2005 Sump Water pH 8.5 Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-221 11/10/2005 Make-up Water Hardness 70 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-221 11/10/2005 Make-up Water Alkalinity 30 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-221 11/10/2005 Make-up Water Chloride 10 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-221 11/10/2005 Make-up Water Conductivity 80 mmhos Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-221 11/10/2005 Make-up Water pH 7.6 Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.

LB-222 4/25/2006 Sump Water Hardness 370 ppm Water Test LBNL Bldg 62.xls
Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.  Field note 
indicates possible rain dilution.

LB-222 4/25/2006 Sump Water Alkalinity 180 ppm Water Test LBNL Bldg 62.xls
Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.  Field note 
indicates possible rain dilution.

LB-222 4/25/2006 Sump Water Chloride 70 ppm Water Test LBNL Bldg 62.xls
Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.  Field note 
indicates possible rain dilution.

LB-222 4/25/2006 Sump Water Conductivity 870 mmhos Water Test LBNL Bldg 62.xls
Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.  Field note 
indicates possible rain dilution.

LB-222 4/25/2006 Sump Water pH 8.4 Water Test LBNL Bldg 62.xls
Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.  Field note 
indicates possible rain dilution.

B 69



Appendix B
Sampling Results for Dophin Treatment System

Sample Sample Sample Original laboratory 
Number Date Location Matrix Analyte Results Units report number Comments

LB-223 4/25/2006 Make-up Water Chloride 10 ppm Water Test LBNL Bldg 62.xls
Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.  Field note 
indicates possible rain dilution.

LB-224 5/5/2006 Sump Water Hardness 380 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-224 5/5/2006 Sump Water Alkalinity 200 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-224 5/5/2006 Sump Water Chloride 80 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-224 5/5/2006 Sump Water Conductivity 900 mmhos Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-224 5/5/2006 Sump Water pH 8.4 Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-225 5/19/2006 Sump Water Hardness 470 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-225 5/19/2006 Sump Water Alkalinity 390 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-225 5/19/2006 Sump Water Chloride 110 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-225 5/19/2006 Sump Water Conductivity 920 mmhos Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-225 5/19/2006 Sump Water pH 8.4 Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-226 5/19/2006 Make-up Water Hardness 60 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-226 5/19/2006 Make-up Water Alkalinity 30 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-226 5/19/2006 Make-up Water Chloride 10 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-226 5/19/2006 Make-up Water Conductivity 90 mmhos Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-226 5/19/2006 Make-up Water pH 7.7 Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-227 7/19/2006 Sump Water Hardness 540 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-227 7/19/2006 Sump Water Alkalinity 480 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-227 7/19/2006 Sump Water Chloride 130 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-227 7/19/2006 Sump Water Conductivity 1290 mmhos Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-227 7/19/2006 Sump Water pH 8.5 Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
LB-228 7/19/2006 Make-up Water Chloride 20 ppm Water Test LBNL Bldg 62.xls Historical data for the LBNL tower provided by Dan Daniels for tower using Dolphin system.
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Trip 2 8/17/2006 Water Benzene ND ug/L S608379 Trip blank for Data Center sampling visit.
Trip 2 8/17/2006 Water Bromobenzene ND ug/L S608379 Trip blank for Data Center sampling visit.
Trip 2 8/17/2006 Water Bromochloromethane ND ug/L S608379 Trip blank for Data Center sampling visit.
Trip 2 8/17/2006 Water Bromodichloromethane ND ug/L S608379 Trip blank for Data Center sampling visit.
Trip 2 8/17/2006 Water Bromoform ND ug/L S608379 Trip blank for Data Center sampling visit.
Trip 2 8/17/2006 Water Bromomethane ND ug/L S608379 Trip blank for Data Center sampling visit.
Trip 2 8/17/2006 Water n-Butylbenzene ND ug/L S608379 Trip blank for Data Center sampling visit.
Trip 2 8/17/2006 Water sec-Butylbenzene ND ug/L S608379 Trip blank for Data Center sampling visit.
Trip 2 8/17/2006 Water tert-Butylbenzene ND ug/L S608379 Trip blank for Data Center sampling visit.
Trip 2 8/17/2006 Water Carbon tetrachloride ND ug/L S608379 Trip blank for Data Center sampling visit.
Trip 2 8/17/2006 Water Chlorobenzene ND ug/L S608379 Trip blank for Data Center sampling visit.
Trip 2 8/17/2006 Water Chloroethane ND ug/L S608379 Trip blank for Data Center sampling visit.
Trip 2 8/17/2006 Water Chloroform ND ug/L S608379 Trip blank for Data Center sampling visit.
Trip 2 8/17/2006 Water Chloromethane ND ug/L S608379 Trip blank for Data Center sampling visit.
Trip 2 8/17/2006 Water 2-Chlorotoluene ND ug/L S608379 Trip blank for Data Center sampling visit.
Trip 2 8/17/2006 Water 4-Chlorotoluene ND ug/L S608379 Trip blank for Data Center sampling visit.
Trip 2 8/17/2006 Water Dibromochloromethane ND ug/L S608379 Trip blank for Data Center sampling visit.
Trip 2 8/17/2006 Water 1,2-Dibromoethane (EDB) ND ug/L S608379 Trip blank for Data Center sampling visit.
Trip 2 8/17/2006 Water Dibromomethane ND ug/L S608379 Trip blank for Data Center sampling visit.
Trip 2 8/17/2006 Water 1,2-Dibromo-3-chloropropane ND ug/L S608379 Trip blank for Data Center sampling visit.
Trip 2 8/17/2006 Water 1,2-Dichlorobenzene ND ug/L S608379 Trip blank for Data Center sampling visit.
Trip 2 8/17/2006 Water 1,3-Dichlorobenzene ND ug/L S608379 Trip blank for Data Center sampling visit.
Trip 2 8/17/2006 Water 1,4-Dichlorobenzene ND ug/L S608379 Trip blank for Data Center sampling visit.
Trip 2 8/17/2006 Water Dichlorodifluoromethane ND ug/L S608379 Trip blank for Data Center sampling visit.
Trip 2 8/17/2006 Water 1,1-Dichloroethane ND ug/L S608379 Trip blank for Data Center sampling visit.
Trip 2 8/17/2006 Water 1,2-Dichloroethane ND ug/L S608379 Trip blank for Data Center sampling visit.
Trip 2 8/17/2006 Water 1,1-Dichloroethene ND ug/L S608379 Trip blank for Data Center sampling visit.
Trip 2 8/17/2006 Water cis-1,2-Dichloroethene ND ug/L S608379 Trip blank for Data Center sampling visit.
Trip 2 8/17/2006 Water trans-1,2-Dichloroethene ND ug/L S608379 Trip blank for Data Center sampling visit.
Trip 2 8/17/2006 Water 1,2-Dichloropropane ND ug/L S608379 Trip blank for Data Center sampling visit.
Trip 2 8/17/2006 Water 1,3-Dichloropropane ND ug/L S608379 Trip blank for Data Center sampling visit.
Trip 2 8/17/2006 Water 2,2-Dichloropropane ND ug/L S608379 Trip blank for Data Center sampling visit.
Trip 2 8/17/2006 Water 1,1-Dichloropropene ND ug/L S608379 Trip blank for Data Center sampling visit.
Trip 2 8/17/2006 Water Ethylbenzene ND ug/L S608379 Trip blank for Data Center sampling visit.
Trip 2 8/17/2006 Water Hexachlorobutadiene ND ug/L S608379 Trip blank for Data Center sampling visit.
Trip 2 8/17/2006 Water Isopropylbenzene ND ug/L S608379 Trip blank for Data Center sampling visit.
Trip 2 8/17/2006 Water p-Isopropyltoluene ND ug/L S608379 Trip blank for Data Center sampling visit.
Trip 2 8/17/2006 Water Methylene chloride ND ug/L S608379 Trip blank for Data Center sampling visit.
Trip 2 8/17/2006 Water Methyl tert-butyl ether ND ug/L S608379 Trip blank for Data Center sampling visit.
Trip 2 8/17/2006 Water Naphthalene ND ug/L S608379 Trip blank for Data Center sampling visit.
Trip 2 8/17/2006 Water n-Propylbenzene ND ug/L S608379 Trip blank for Data Center sampling visit.
Trip 2 8/17/2006 Water Styrene ND ug/L S608379 Trip blank for Data Center sampling visit.
Trip 2 8/17/2006 Water 1,1,1,2-Tetrachloroethane ND ug/L S608379 Trip blank for Data Center sampling visit.
Trip 2 8/17/2006 Water 1,1,2,2-Tetrachloroethane ND ug/L S608379 Trip blank for Data Center sampling visit.
Trip 2 8/17/2006 Water Tetrachloroethene ND ug/L S608379 Trip blank for Data Center sampling visit.
Trip 2 8/17/2006 Water Toluene ND ug/L S608379 Trip blank for Data Center sampling visit.
Trip 2 8/17/2006 Water 1,2,3-Trichlorobenzene ND ug/L S608379 Trip blank for Data Center sampling visit.
Trip 2 8/17/2006 Water 1,2,4-Trichlorobenzene ND ug/L S608379 Trip blank for Data Center sampling visit.
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Trip 2 8/17/2006 Water 1,1,1-Trichloroethane ND ug/L S608379 Trip blank for Data Center sampling visit.
Trip 2 8/17/2006 Water 1,1,2-Trichloroethane ND ug/L S608379 Trip blank for Data Center sampling visit.
Trip 2 8/17/2006 Water Trichloroethene ND ug/L S608379 Trip blank for Data Center sampling visit.
Trip 2 8/17/2006 Water Trichlorofluoromethane ND ug/L S608379 Trip blank for Data Center sampling visit.
Trip 2 8/17/2006 Water 1,2,3-Trichloropropane ND ug/L S608379 Trip blank for Data Center sampling visit.
Trip 2 8/17/2006 Water 1,2,4-Trimethylbenzene ND ug/L S608379 Trip blank for Data Center sampling visit.
Trip 2 8/17/2006 Water 1,3,5-Trimethylbenzene ND ug/L S608379 Trip blank for Data Center sampling visit.
Trip 2 8/17/2006 Water Vinyl chloride ND ug/L S608379 Trip blank for Data Center sampling visit.
Trip 2 8/17/2006 Water  Xylenes (total) ND ug/L S608379 Trip blank for Data Center sampling visit.
Trip-1 8/9/2006 Water Benzene ND ug/L S608217 Trip blank for first VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 8-9-06.
Trip-1 8/9/2006 Water Bromobenzene ND ug/L S608217 Trip blank for first VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 8-9-06.
Trip-1 8/9/2006 Water Bromochloromethane ND ug/L S608217 Trip blank for first VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 8-9-06.
Trip-1 8/9/2006 Water Bromodichloromethane ND ug/L S608217 Trip blank for first VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 8-9-06.
Trip-1 8/9/2006 Water Bromoform ND ug/L S608217 Trip blank for first VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 8-9-06.
Trip-1 8/9/2006 Water Bromomethane ND ug/L S608217 Trip blank for first VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 8-9-06.
Trip-1 8/9/2006 Water n-Butylbenzene ND ug/L S608217 Trip blank for first VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 8-9-06.
Trip-1 8/9/2006 Water sec-Butylbenzene ND ug/L S608217 Trip blank for first VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 8-9-06.
Trip-1 8/9/2006 Water tert-Butylbenzene ND ug/L S608217 Trip blank for first VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 8-9-06.
Trip-1 8/9/2006 Water Carbon tetrachloride ND ug/L S608217 Trip blank for first VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 8-9-06.
Trip-1 8/9/2006 Water Chlorobenzene ND ug/L S608217 Trip blank for first VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 8-9-06.
Trip-1 8/9/2006 Water Chloroethane ND ug/L S608217 Trip blank for first VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 8-9-06.
Trip-1 8/9/2006 Water Chloroform ND ug/L S608217 Trip blank for first VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 8-9-06.
Trip-1 8/9/2006 Water Chloromethane ND ug/L S608217 Trip blank for first VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 8-9-06.
Trip-1 8/9/2006 Water 2-Chlorotoluene ND ug/L S608217 Trip blank for first VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 8-9-06.
Trip-1 8/9/2006 Water 4-Chlorotoluene ND ug/L S608217 Trip blank for first VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 8-9-06.
Trip-1 8/9/2006 Water Dibromochloromethane ND ug/L S608217 Trip blank for first VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 8-9-06.
Trip-1 8/9/2006 Water 1,2-Dibromoethane (EDB) ND ug/L S608217 Trip blank for first VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 8-9-06.
Trip-1 8/9/2006 Water Dibromomethane ND ug/L S608217 Trip blank for first VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 8-9-06.
Trip-1 8/9/2006 Water 1,2-Dibromo-3-chloropropane ND ug/L S608217 Trip blank for first VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 8-9-06.
Trip-1 8/9/2006 Water 1,2-Dichlorobenzene ND ug/L S608217 Trip blank for first VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 8-9-06.
Trip-1 8/9/2006 Water 1,3-Dichlorobenzene ND ug/L S608217 Trip blank for first VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 8-9-06.
Trip-1 8/9/2006 Water 1,4-Dichlorobenzene ND ug/L S608217 Trip blank for first VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 8-9-06.
Trip-1 8/9/2006 Water Dichlorodifluoromethane ND ug/L S608217 Trip blank for first VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 8-9-06.
Trip-1 8/9/2006 Water 1,1-Dichloroethane ND ug/L S608217 Trip blank for first VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 8-9-06.
Trip-1 8/9/2006 Water 1,2-Dichloroethane ND ug/L S608217 Trip blank for first VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 8-9-06.
Trip-1 8/9/2006 Water 1,1-Dichloroethene ND ug/L S608217 Trip blank for first VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 8-9-06.
Trip-1 8/9/2006 Water cis-1,2-Dichloroethene ND ug/L S608217 Trip blank for first VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 8-9-06.
Trip-1 8/9/2006 Water trans-1,2-Dichloroethene ND ug/L S608217 Trip blank for first VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 8-9-06.
Trip-1 8/9/2006 Water 1,2-Dichloropropane ND ug/L S608217 Trip blank for first VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 8-9-06.
Trip-1 8/9/2006 Water 1,3-Dichloropropane ND ug/L S608217 Trip blank for first VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 8-9-06.
Trip-1 8/9/2006 Water 2,2-Dichloropropane ND ug/L S608217 Trip blank for first VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 8-9-06.
Trip-1 8/9/2006 Water 1,1-Dichloropropene ND ug/L S608217 Trip blank for first VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 8-9-06.
Trip-1 8/9/2006 Water Ethylbenzene ND ug/L S608217 Trip blank for first VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 8-9-06.
Trip-1 8/9/2006 Water Hexachlorobutadiene ND ug/L S608217 Trip blank for first VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 8-9-06.
Trip-1 8/9/2006 Water Isopropylbenzene ND ug/L S608217 Trip blank for first VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 8-9-06.
Trip-1 8/9/2006 Water p-Isopropyltoluene ND ug/L S608217 Trip blank for first VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 8-9-06.
Trip-1 8/9/2006 Water Methylene chloride ND ug/L S608217 Trip blank for first VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 8-9-06.
Trip-1 8/9/2006 Water Methyl tert-butyl ether ND ug/L S608217 Trip blank for first VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 8-9-06.
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Trip-1 8/9/2006 Water Naphthalene ND ug/L S608217 Trip blank for first VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 8-9-06.
Trip-1 8/9/2006 Water n-Propylbenzene ND ug/L S608217 Trip blank for first VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 8-9-06.
Trip-1 8/9/2006 Water Styrene ND ug/L S608217 Trip blank for first VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 8-9-06.
Trip-1 8/9/2006 Water 1,1,1,2-Tetrachloroethane ND ug/L S608217 Trip blank for first VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 8-9-06.
Trip-1 8/9/2006 Water 1,1,2,2-Tetrachloroethane ND ug/L S608217 Trip blank for first VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 8-9-06.
Trip-1 8/9/2006 Water Tetrachloroethene ND ug/L S608217 Trip blank for first VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 8-9-06.
Trip-1 8/9/2006 Water Toluene ND ug/L S608217 Trip blank for first VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 8-9-06.
Trip-1 8/9/2006 Water 1,2,3-Trichlorobenzene ND ug/L S608217 Trip blank for first VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 8-9-06.
Trip-1 8/9/2006 Water 1,2,4-Trichlorobenzene ND ug/L S608217 Trip blank for first VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 8-9-06.
Trip-1 8/9/2006 Water 1,1,1-Trichloroethane ND ug/L S608217 Trip blank for first VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 8-9-06.
Trip-1 8/9/2006 Water 1,1,2-Trichloroethane ND ug/L S608217 Trip blank for first VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 8-9-06.
Trip-1 8/9/2006 Water Trichloroethene ND ug/L S608217 Trip blank for first VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 8-9-06.
Trip-1 8/9/2006 Water Trichlorofluoromethane ND ug/L S608217 Trip blank for first VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 8-9-06.
Trip-1 8/9/2006 Water 1,2,3-Trichloropropane ND ug/L S608217 Trip blank for first VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 8-9-06.
Trip-1 8/9/2006 Water 1,2,4-Trimethylbenzene ND ug/L S608217 Trip blank for first VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 8-9-06.
Trip-1 8/9/2006 Water 1,3,5-Trimethylbenzene ND ug/L S608217 Trip blank for first VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 8-9-06.
Trip-1 8/9/2006 Water Vinyl chloride ND ug/L S608217 Trip blank for first VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 8-9-06.
Trip-1 8/9/2006 Water  Xylenes (total) ND ug/L S608217 Trip blank for first VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 8-9-06.
Trip 4 9/5/2006 Water Benzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water Bromobenzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water Bromochloromethane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water Bromodichloromethane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water Bromoform ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water Bromomethane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water n-Butylbenzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water sec-Butylbenzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water tert-Butylbenzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water Carbon tetrachloride ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water Chlorobenzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water Chloroethane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water Chloroform ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water Chloromethane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water 2-Chlorotoluene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water 4-Chlorotoluene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water Dibromochloromethane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water 1,2-Dibromoethane (EDB) ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water Dibromomethane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water 1,2-Dibromo-3-chloropropane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water 1,2-Dichlorobenzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water 1,3-Dichlorobenzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water 1,4-Dichlorobenzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water Dichlorodifluoromethane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water 1,1-Dichloroethane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water 1,2-Dichloroethane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water 1,1-Dichloroethene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water cis-1,2-Dichloroethene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water trans-1,2-Dichloroethene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water 1,2-Dichloropropane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
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Trip 4 9/5/2006 Water 1,3-Dichloropropane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water 2,2-Dichloropropane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water 1,1-Dichloropropene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water Ethylbenzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water Hexachlorobutadiene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water Isopropylbenzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water p-Isopropyltoluene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water Methylene chloride ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water Methyl tert-butyl ether ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water Naphthalene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water n-Propylbenzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water Styrene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water 1,1,1,2-Tetrachloroethane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water 1,1,2,2-Tetrachloroethane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water Tetrachloroethene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water Toluene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water 1,2,3-Trichlorobenzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water 1,2,4-Trichlorobenzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water 1,1,1-Trichloroethane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water 1,1,2-Trichloroethane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water Trichloroethene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water Trichlorofluoromethane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water 1,2,3-Trichloropropane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water 1,2,4-Trimethylbenzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water 1,3,5-Trimethylbenzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water Vinyl chloride ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water  Xylenes (total) ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water Benzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water Bromobenzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water Bromochloromethane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water Bromodichloromethane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water Bromoform ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water Bromomethane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water n-Butylbenzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water sec-Butylbenzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water tert-Butylbenzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water Carbon tetrachloride ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water Chlorobenzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water Chloroethane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water Chloroform ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water Chloromethane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water 2-Chlorotoluene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water 4-Chlorotoluene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water Dibromochloromethane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water 1,2-Dibromoethane (EDB) ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water Dibromomethane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water 1,2-Dibromo-3-chloropropane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water 1,2-Dichlorobenzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
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Trip 4 9/5/2006 Water 1,3-Dichlorobenzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water 1,4-Dichlorobenzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water Dichlorodifluoromethane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water 1,1-Dichloroethane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water 1,2-Dichloroethane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water 1,1-Dichloroethene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water cis-1,2-Dichloroethene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water trans-1,2-Dichloroethene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water 1,2-Dichloropropane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water 1,3-Dichloropropane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water 2,2-Dichloropropane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water 1,1-Dichloropropene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water Ethylbenzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water Hexachlorobutadiene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water Isopropylbenzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water p-Isopropyltoluene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water Methylene chloride ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water Methyl tert-butyl ether ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water Naphthalene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water n-Propylbenzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water Styrene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water 1,1,1,2-Tetrachloroethane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water 1,1,2,2-Tetrachloroethane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water Tetrachloroethene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water Toluene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water 1,2,3-Trichlorobenzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water 1,2,4-Trichlorobenzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water 1,1,1-Trichloroethane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water 1,1,2-Trichloroethane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water Trichloroethene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water Trichlorofluoromethane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water 1,2,3-Trichloropropane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water 1,2,4-Trimethylbenzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water 1,3,5-Trimethylbenzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water Vinyl chloride ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 4 9/5/2006 Water  Xylenes (total) ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water Benzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water Bromobenzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water Bromochloromethane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water Bromodichloromethane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water Bromoform ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water Bromomethane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water n-Butylbenzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water sec-Butylbenzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water tert-Butylbenzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water Carbon tetrachloride ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water Chlorobenzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water Chloroethane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
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Trip 5 9/5/2006 Water Chloroform ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water Chloromethane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water 2-Chlorotoluene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water 4-Chlorotoluene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water Dibromochloromethane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water 1,2-Dibromoethane (EDB) ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water Dibromomethane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water 1,2-Dibromo-3-chloropropane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water 1,2-Dichlorobenzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water 1,3-Dichlorobenzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water 1,4-Dichlorobenzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water Dichlorodifluoromethane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water 1,1-Dichloroethane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water 1,2-Dichloroethane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water 1,1-Dichloroethene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water cis-1,2-Dichloroethene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water trans-1,2-Dichloroethene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water 1,2-Dichloropropane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water 1,3-Dichloropropane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water 2,2-Dichloropropane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water 1,1-Dichloropropene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water Ethylbenzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water Hexachlorobutadiene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water Isopropylbenzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water p-Isopropyltoluene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water Methylene chloride ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water Methyl tert-butyl ether ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water Naphthalene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water n-Propylbenzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water Styrene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water 1,1,1,2-Tetrachloroethane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water 1,1,2,2-Tetrachloroethane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water Tetrachloroethene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water Toluene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water 1,2,3-Trichlorobenzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water 1,2,4-Trichlorobenzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water 1,1,1-Trichloroethane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water 1,1,2-Trichloroethane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water Trichloroethene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water Trichlorofluoromethane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water 1,2,3-Trichloropropane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water 1,2,4-Trimethylbenzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water 1,3,5-Trimethylbenzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water Vinyl chloride ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water  Xylenes (total) ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water Benzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water Bromobenzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water Bromochloromethane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
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Trip 5 9/5/2006 Water Bromodichloromethane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water Bromoform ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water Bromomethane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water n-Butylbenzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water sec-Butylbenzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water tert-Butylbenzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water Carbon tetrachloride ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water Chlorobenzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water Chloroethane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water Chloroform ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water Chloromethane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water 2-Chlorotoluene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water 4-Chlorotoluene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water Dibromochloromethane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water 1,2-Dibromoethane (EDB) ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water Dibromomethane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water 1,2-Dibromo-3-chloropropane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water 1,2-Dichlorobenzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water 1,3-Dichlorobenzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water 1,4-Dichlorobenzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water Dichlorodifluoromethane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water 1,1-Dichloroethane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water 1,2-Dichloroethane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water 1,1-Dichloroethene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water cis-1,2-Dichloroethene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water trans-1,2-Dichloroethene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water 1,2-Dichloropropane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water 1,3-Dichloropropane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water 2,2-Dichloropropane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water 1,1-Dichloropropene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water Ethylbenzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water Hexachlorobutadiene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water Isopropylbenzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water p-Isopropyltoluene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water Methylene chloride ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water Methyl tert-butyl ether ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water Naphthalene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water n-Propylbenzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water Styrene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water 1,1,1,2-Tetrachloroethane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water 1,1,2,2-Tetrachloroethane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water Tetrachloroethene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water Toluene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water 1,2,3-Trichlorobenzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water 1,2,4-Trichlorobenzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water 1,1,1-Trichloroethane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water 1,1,2-Trichloroethane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water Trichloroethene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
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Trip 5 9/5/2006 Water Trichlorofluoromethane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water 1,2,3-Trichloropropane ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water 1,2,4-Trimethylbenzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water 1,3,5-Trimethylbenzene ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water Vinyl chloride ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 5 9/5/2006 Water  Xylenes (total) ND ug/L S609056 Trip blank for 2nd VRTX unit sampling visit at Trumer Brauerie, Headway Technologies, and Equinix on 9-5-06.
Trip 3 8/21/2006 Water Benzene ND ug/L S608435 Trip blank for first Lawrence Berkeley Lab sampling visit on 8-21-06.
Trip 3 8/21/2006 Water Bromobenzene ND ug/L S608435 Trip blank for first Lawrence Berkeley Lab sampling visit on 8-21-06.
Trip 3 8/21/2006 Water Bromochloromethane ND ug/L S608435 Trip blank for first Lawrence Berkeley Lab sampling visit on 8-21-06.
Trip 3 8/21/2006 Water Bromodichloromethane ND ug/L S608435 Trip blank for first Lawrence Berkeley Lab sampling visit on 8-21-06.
Trip 3 8/21/2006 Water Bromoform ND ug/L S608435 Trip blank for first Lawrence Berkeley Lab sampling visit on 8-21-06.
Trip 3 8/21/2006 Water Bromomethane ND ug/L S608435 Trip blank for first Lawrence Berkeley Lab sampling visit on 8-21-06.
Trip 3 8/21/2006 Water n-Butylbenzene ND ug/L S608435 Trip blank for first Lawrence Berkeley Lab sampling visit on 8-21-06.
Trip 3 8/21/2006 Water sec-Butylbenzene ND ug/L S608435 Trip blank for first Lawrence Berkeley Lab sampling visit on 8-21-06.
Trip 3 8/21/2006 Water tert-Butylbenzene ND ug/L S608435 Trip blank for first Lawrence Berkeley Lab sampling visit on 8-21-06.
Trip 3 8/21/2006 Water Carbon tetrachloride ND ug/L S608435 Trip blank for first Lawrence Berkeley Lab sampling visit on 8-21-06.
Trip 3 8/21/2006 Water Chlorobenzene ND ug/L S608435 Trip blank for first Lawrence Berkeley Lab sampling visit on 8-21-06.
Trip 3 8/21/2006 Water Chloroethane ND ug/L S608435 Trip blank for first Lawrence Berkeley Lab sampling visit on 8-21-06.
Trip 3 8/21/2006 Water Chloroform ND ug/L S608435 Trip blank for first Lawrence Berkeley Lab sampling visit on 8-21-06.
Trip 3 8/21/2006 Water Chloromethane ND ug/L S608435 Trip blank for first Lawrence Berkeley Lab sampling visit on 8-21-06.
Trip 3 8/21/2006 Water 2-Chlorotoluene ND ug/L S608435 Trip blank for first Lawrence Berkeley Lab sampling visit on 8-21-06.
Trip 3 8/21/2006 Water 4-Chlorotoluene ND ug/L S608435 Trip blank for first Lawrence Berkeley Lab sampling visit on 8-21-06.
Trip 3 8/21/2006 Water Dibromochloromethane ND ug/L S608435 Trip blank for first Lawrence Berkeley Lab sampling visit on 8-21-06.
Trip 3 8/21/2006 Water 1,2-Dibromoethane (EDB) ND ug/L S608435 Trip blank for first Lawrence Berkeley Lab sampling visit on 8-21-06.
Trip 3 8/21/2006 Water Dibromomethane ND ug/L S608435 Trip blank for first Lawrence Berkeley Lab sampling visit on 8-21-06.
Trip 3 8/21/2006 Water 1,2-Dibromo-3-chloropropane ND ug/L S608435 Trip blank for first Lawrence Berkeley Lab sampling visit on 8-21-06.
Trip 3 8/21/2006 Water 1,2-Dichlorobenzene ND ug/L S608435 Trip blank for first Lawrence Berkeley Lab sampling visit on 8-21-06.
Trip 3 8/21/2006 Water 1,3-Dichlorobenzene ND ug/L S608435 Trip blank for first Lawrence Berkeley Lab sampling visit on 8-21-06.
Trip 3 8/21/2006 Water 1,4-Dichlorobenzene ND ug/L S608435 Trip blank for first Lawrence Berkeley Lab sampling visit on 8-21-06.
Trip 3 8/21/2006 Water Dichlorodifluoromethane ND ug/L S608435 Trip blank for first Lawrence Berkeley Lab sampling visit on 8-21-06.
Trip 3 8/21/2006 Water 1,1-Dichloroethane ND ug/L S608435 Trip blank for first Lawrence Berkeley Lab sampling visit on 8-21-06.
Trip 3 8/21/2006 Water 1,2-Dichloroethane ND ug/L S608435 Trip blank for first Lawrence Berkeley Lab sampling visit on 8-21-06.
Trip 3 8/21/2006 Water 1,1-Dichloroethene ND ug/L S608435 Trip blank for first Lawrence Berkeley Lab sampling visit on 8-21-06.
Trip 3 8/21/2006 Water cis-1,2-Dichloroethene ND ug/L S608435 Trip blank for first Lawrence Berkeley Lab sampling visit on 8-21-06.
Trip 3 8/21/2006 Water trans-1,2-Dichloroethene ND ug/L S608435 Trip blank for first Lawrence Berkeley Lab sampling visit on 8-21-06.
Trip 3 8/21/2006 Water 1,2-Dichloropropane ND ug/L S608435 Trip blank for first Lawrence Berkeley Lab sampling visit on 8-21-06.
Trip 3 8/21/2006 Water 1,3-Dichloropropane ND ug/L S608435 Trip blank for first Lawrence Berkeley Lab sampling visit on 8-21-06.
Trip 3 8/21/2006 Water 2,2-Dichloropropane ND ug/L S608435 Trip blank for first Lawrence Berkeley Lab sampling visit on 8-21-06.
Trip 3 8/21/2006 Water 1,1-Dichloropropene ND ug/L S608435 Trip blank for first Lawrence Berkeley Lab sampling visit on 8-21-06.
Trip 3 8/21/2006 Water Ethylbenzene ND ug/L S608435 Trip blank for first Lawrence Berkeley Lab sampling visit on 8-21-06.
Trip 3 8/21/2006 Water Hexachlorobutadiene ND ug/L S608435 Trip blank for first Lawrence Berkeley Lab sampling visit on 8-21-06.
Trip 3 8/21/2006 Water Isopropylbenzene ND ug/L S608435 Trip blank for first Lawrence Berkeley Lab sampling visit on 8-21-06.
Trip 3 8/21/2006 Water p-Isopropyltoluene ND ug/L S608435 Trip blank for first Lawrence Berkeley Lab sampling visit on 8-21-06.
Trip 3 8/21/2006 Water Methylene chloride ND ug/L S608435 Trip blank for first Lawrence Berkeley Lab sampling visit on 8-21-06.
Trip 3 8/21/2006 Water Methyl tert-butyl ether ND ug/L S608435 Trip blank for first Lawrence Berkeley Lab sampling visit on 8-21-06.
Trip 3 8/21/2006 Water Naphthalene ND ug/L S608435 Trip blank for first Lawrence Berkeley Lab sampling visit on 8-21-06.
Trip 3 8/21/2006 Water n-Propylbenzene ND ug/L S608435 Trip blank for first Lawrence Berkeley Lab sampling visit on 8-21-06.
Trip 3 8/21/2006 Water Styrene ND ug/L S608435 Trip blank for first Lawrence Berkeley Lab sampling visit on 8-21-06.
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Trip 3 8/21/2006 Water 1,1,1,2-Tetrachloroethane ND ug/L S608435 Trip blank for first Lawrence Berkeley Lab sampling visit on 8-21-06.
Trip 3 8/21/2006 Water 1,1,2,2-Tetrachloroethane ND ug/L S608435 Trip blank for first Lawrence Berkeley Lab sampling visit on 8-21-06.
Trip 3 8/21/2006 Water Tetrachloroethene ND ug/L S608435 Trip blank for first Lawrence Berkeley Lab sampling visit on 8-21-06.
Trip 3 8/21/2006 Water Toluene ND ug/L S608435 Trip blank for first Lawrence Berkeley Lab sampling visit on 8-21-06.
Trip 3 8/21/2006 Water 1,2,3-Trichlorobenzene ND ug/L S608435 Trip blank for first Lawrence Berkeley Lab sampling visit on 8-21-06.
Trip 3 8/21/2006 Water 1,2,4-Trichlorobenzene ND ug/L S608435 Trip blank for first Lawrence Berkeley Lab sampling visit on 8-21-06.
Trip 3 8/21/2006 Water 1,1,1-Trichloroethane ND ug/L S608435 Trip blank for first Lawrence Berkeley Lab sampling visit on 8-21-06.
Trip 3 8/21/2006 Water 1,1,2-Trichloroethane ND ug/L S608435 Trip blank for first Lawrence Berkeley Lab sampling visit on 8-21-06.
Trip 3 8/21/2006 Water Trichloroethene ND ug/L S608435 Trip blank for first Lawrence Berkeley Lab sampling visit on 8-21-06.
Trip 3 8/21/2006 Water Trichlorofluoromethane ND ug/L S608435 Trip blank for first Lawrence Berkeley Lab sampling visit on 8-21-06.
Trip 3 8/21/2006 Water 1,2,3-Trichloropropane ND ug/L S608435 Trip blank for first Lawrence Berkeley Lab sampling visit on 8-21-06.
Trip 3 8/21/2006 Water 1,2,4-Trimethylbenzene ND ug/L S608435 Trip blank for first Lawrence Berkeley Lab sampling visit on 8-21-06.
Trip 3 8/21/2006 Water 1,3,5-Trimethylbenzene ND ug/L S608435 Trip blank for first Lawrence Berkeley Lab sampling visit on 8-21-06.
Trip 3 8/21/2006 Water Vinyl chloride ND ug/L S608435 Trip blank for first Lawrence Berkeley Lab sampling visit on 8-21-06.
Trip 3 8/21/2006 Water  Xylenes (total) ND ug/L S608435 Trip blank for first Lawrence Berkeley Lab sampling visit on 8-21-06.
Trip 6 10/2/2006 Water Benzene ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water Bromobenzene ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water Bromochloromethane ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water Bromodichloromethane ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water Bromoform ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water Bromomethane ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water n-Butylbenzene ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water sec-Butylbenzene ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water tert-Butylbenzene ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water Carbon tetrachloride ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water Chlorobenzene ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water Chloroethane ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water Chloroform ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water Chloromethane ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water 2-Chlorotoluene ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water 4-Chlorotoluene ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water Dibromochloromethane ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water 1,2-Dibromoethane (EDB) ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water Dibromomethane ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water 1,2-Dibromo-3-chloropropane ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water 1,2-Dichlorobenzene ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water 1,3-Dichlorobenzene ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water 1,4-Dichlorobenzene ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water Dichlorodifluoromethane ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water 1,1-Dichloroethane ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water 1,2-Dichloroethane ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water 1,1-Dichloroethene ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water cis-1,2-Dichloroethene ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water trans-1,2-Dichloroethene ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water 1,2-Dichloropropane ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water 1,3-Dichloropropane ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water 2,2-Dichloropropane ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water 1,1-Dichloropropene ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
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Trip 6 10/2/2006 Water Ethylbenzene ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water Hexachlorobutadiene ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water Isopropylbenzene ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water p-Isopropyltoluene ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water Methylene chloride ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water Methyl tert-butyl ether ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water Naphthalene ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water n-Propylbenzene ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water Styrene ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water 1,1,1,2-Tetrachloroethane ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water 1,1,2,2-Tetrachloroethane ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water Tetrachloroethene ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water Toluene ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water 1,2,3-Trichlorobenzene ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water 1,2,4-Trichlorobenzene ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water 1,1,1-Trichloroethane ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water 1,1,2-Trichloroethane ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water Trichloroethene ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water Trichlorofluoromethane ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water 1,2,3-Trichloropropane ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water 1,2,4-Trimethylbenzene ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water 1,3,5-Trimethylbenzene ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water Vinyl chloride ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water  Xylenes (total) ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water Benzene ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water Bromobenzene ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water Bromochloromethane ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water Bromodichloromethane 4.3 ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water Bromoform 3.1 ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water Bromomethane ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water n-Butylbenzene ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water sec-Butylbenzene ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water tert-Butylbenzene ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water Carbon tetrachloride ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water Chlorobenzene ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water Chloroethane ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water Chloroform 2.4 ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water Chloromethane ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water 2-Chlorotoluene ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water 4-Chlorotoluene ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water Dibromochloromethane 5.4 ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water 1,2-Dibromoethane (EDB) ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water Dibromomethane ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water 1,2-Dibromo-3-chloropropane ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water 1,2-Dichlorobenzene ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water 1,3-Dichlorobenzene ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water 1,4-Dichlorobenzene ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water Dichlorodifluoromethane ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
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Trip 6 10/2/2006 Water 1,1-Dichloroethane ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water 1,2-Dichloroethane ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water 1,1-Dichloroethene ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water cis-1,2-Dichloroethene ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water trans-1,2-Dichloroethene ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water 1,2-Dichloropropane ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water 1,3-Dichloropropane ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water 2,2-Dichloropropane ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water 1,1-Dichloropropene ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water Ethylbenzene ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water Hexachlorobutadiene ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water Isopropylbenzene ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water p-Isopropyltoluene ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water Methylene chloride ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water Methyl tert-butyl ether ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water Naphthalene ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water n-Propylbenzene ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water Styrene ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water 1,1,1,2-Tetrachloroethane ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water 1,1,2,2-Tetrachloroethane ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water Tetrachloroethene ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water Toluene ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water 1,2,3-Trichlorobenzene ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water 1,2,4-Trichlorobenzene ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water 1,1,1-Trichloroethane ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water 1,1,2-Trichloroethane ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water Trichloroethene ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water Trichlorofluoromethane ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water 1,2,3-Trichloropropane ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water 1,2,4-Trimethylbenzene ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water 1,3,5-Trimethylbenzene ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water Vinyl chloride ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 6 10/2/2006 Water  Xylenes (total) ND ug/L S610027 Trip blank for sampling visit at Headway Technologies and Equinix on 10-2-06.
Trip 8 10/17/2006 Water Benzene ND ug/L S610321 Trip blank for LBNL and City of Berkeley sampling visit on 10-17-06.
Trip 8 10/17/2006 Water Bromobenzene ND ug/L S610321 Trip blank for LBNL and City of Berkeley sampling visit on 10-17-06.
Trip 8 10/17/2006 Water Bromochloromethane ND ug/L S610321 Trip blank for LBNL and City of Berkeley sampling visit on 10-17-06.
Trip 8 10/17/2006 Water Bromodichloromethane ND ug/L S610321 Trip blank for LBNL and City of Berkeley sampling visit on 10-17-06.
Trip 8 10/17/2006 Water Bromoform ND ug/L S610321 Trip blank for LBNL and City of Berkeley sampling visit on 10-17-06.
Trip 8 10/17/2006 Water Bromomethane ND ug/L S610321 Trip blank for LBNL and City of Berkeley sampling visit on 10-17-06.
Trip 8 10/17/2006 Water n-Butylbenzene ND ug/L S610321 Trip blank for LBNL and City of Berkeley sampling visit on 10-17-06.
Trip 8 10/17/2006 Water sec-Butylbenzene ND ug/L S610321 Trip blank for LBNL and City of Berkeley sampling visit on 10-17-06.
Trip 8 10/17/2006 Water tert-Butylbenzene ND ug/L S610321 Trip blank for LBNL and City of Berkeley sampling visit on 10-17-06.
Trip 8 10/17/2006 Water Carbon tetrachloride ND ug/L S610321 Trip blank for LBNL and City of Berkeley sampling visit on 10-17-06.
Trip 8 10/17/2006 Water Chlorobenzene ND ug/L S610321 Trip blank for LBNL and City of Berkeley sampling visit on 10-17-06.
Trip 8 10/17/2006 Water Chloroethane ND ug/L S610321 Trip blank for LBNL and City of Berkeley sampling visit on 10-17-06.
Trip 8 10/17/2006 Water Chloroform ND ug/L S610321 Trip blank for LBNL and City of Berkeley sampling visit on 10-17-06.
Trip 8 10/17/2006 Water Chloromethane ND ug/L S610321 Trip blank for LBNL and City of Berkeley sampling visit on 10-17-06.
Trip 8 10/17/2006 Water 2-Chlorotoluene ND ug/L S610321 Trip blank for LBNL and City of Berkeley sampling visit on 10-17-06.
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Trip 8 10/17/2006 Water 4-Chlorotoluene ND ug/L S610321 Trip blank for LBNL and City of Berkeley sampling visit on 10-17-06.
Trip 8 10/17/2006 Water Dibromochloromethane ND ug/L S610321 Trip blank for LBNL and City of Berkeley sampling visit on 10-17-06.
Trip 8 10/17/2006 Water 1,2-Dibromoethane (EDB) ND ug/L S610321 Trip blank for LBNL and City of Berkeley sampling visit on 10-17-06.
Trip 8 10/17/2006 Water Dibromomethane ND ug/L S610321 Trip blank for LBNL and City of Berkeley sampling visit on 10-17-06.
Trip 8 10/17/2006 Water 1,2-Dibromo-3-chloropropane ND ug/L S610321 Trip blank for LBNL and City of Berkeley sampling visit on 10-17-06.
Trip 8 10/17/2006 Water 1,2-Dichlorobenzene ND ug/L S610321 Trip blank for LBNL and City of Berkeley sampling visit on 10-17-06.
Trip 8 10/17/2006 Water 1,3-Dichlorobenzene ND ug/L S610321 Trip blank for LBNL and City of Berkeley sampling visit on 10-17-06.
Trip 8 10/17/2006 Water 1,4-Dichlorobenzene ND ug/L S610321 Trip blank for LBNL and City of Berkeley sampling visit on 10-17-06.
Trip 8 10/17/2006 Water Dichlorodifluoromethane ND ug/L S610321 Trip blank for LBNL and City of Berkeley sampling visit on 10-17-06.
Trip 8 10/17/2006 Water 1,1-Dichloroethane ND ug/L S610321 Trip blank for LBNL and City of Berkeley sampling visit on 10-17-06.
Trip 8 10/17/2006 Water 1,2-Dichloroethane ND ug/L S610321 Trip blank for LBNL and City of Berkeley sampling visit on 10-17-06.
Trip 8 10/17/2006 Water 1,1-Dichloroethene ND ug/L S610321 Trip blank for LBNL and City of Berkeley sampling visit on 10-17-06.
Trip 8 10/17/2006 Water cis-1,2-Dichloroethene ND ug/L S610321 Trip blank for LBNL and City of Berkeley sampling visit on 10-17-06.
Trip 8 10/17/2006 Water trans-1,2-Dichloroethene ND ug/L S610321 Trip blank for LBNL and City of Berkeley sampling visit on 10-17-06.
Trip 8 10/17/2006 Water 1,2-Dichloropropane ND ug/L S610321 Trip blank for LBNL and City of Berkeley sampling visit on 10-17-06.
Trip 8 10/17/2006 Water 1,3-Dichloropropane ND ug/L S610321 Trip blank for LBNL and City of Berkeley sampling visit on 10-17-06.
Trip 8 10/17/2006 Water 2,2-Dichloropropane ND ug/L S610321 Trip blank for LBNL and City of Berkeley sampling visit on 10-17-06.
Trip 8 10/17/2006 Water 1,1-Dichloropropene ND ug/L S610321 Trip blank for LBNL and City of Berkeley sampling visit on 10-17-06.
Trip 8 10/17/2006 Water Ethylbenzene ND ug/L S610321 Trip blank for LBNL and City of Berkeley sampling visit on 10-17-06.
Trip 8 10/17/2006 Water Hexachlorobutadiene ND ug/L S610321 Trip blank for LBNL and City of Berkeley sampling visit on 10-17-06.
Trip 8 10/17/2006 Water Isopropylbenzene ND ug/L S610321 Trip blank for LBNL and City of Berkeley sampling visit on 10-17-06.
Trip 8 10/17/2006 Water p-Isopropyltoluene ND ug/L S610321 Trip blank for LBNL and City of Berkeley sampling visit on 10-17-06.
Trip 8 10/17/2006 Water Methylene chloride ND ug/L S610321 Trip blank for LBNL and City of Berkeley sampling visit on 10-17-06.
Trip 8 10/17/2006 Water Methyl tert-butyl ether ND ug/L S610321 Trip blank for LBNL and City of Berkeley sampling visit on 10-17-06.
Trip 8 10/17/2006 Water Naphthalene ND ug/L S610321 Trip blank for LBNL and City of Berkeley sampling visit on 10-17-06.
Trip 8 10/17/2006 Water n-Propylbenzene ND ug/L S610321 Trip blank for LBNL and City of Berkeley sampling visit on 10-17-06.
Trip 8 10/17/2006 Water Styrene ND ug/L S610321 Trip blank for LBNL and City of Berkeley sampling visit on 10-17-06.
Trip 8 10/17/2006 Water 1,1,1,2-Tetrachloroethane ND ug/L S610321 Trip blank for LBNL and City of Berkeley sampling visit on 10-17-06.
Trip 8 10/17/2006 Water 1,1,2,2-Tetrachloroethane ND ug/L S610321 Trip blank for LBNL and City of Berkeley sampling visit on 10-17-06.
Trip 8 10/17/2006 Water Tetrachloroethene ND ug/L S610321 Trip blank for LBNL and City of Berkeley sampling visit on 10-17-06.
Trip 8 10/17/2006 Water Toluene ND ug/L S610321 Trip blank for LBNL and City of Berkeley sampling visit on 10-17-06.
Trip 8 10/17/2006 Water 1,2,3-Trichlorobenzene ND ug/L S610321 Trip blank for LBNL and City of Berkeley sampling visit on 10-17-06.
Trip 8 10/17/2006 Water 1,2,4-Trichlorobenzene ND ug/L S610321 Trip blank for LBNL and City of Berkeley sampling visit on 10-17-06.
Trip 8 10/17/2006 Water 1,1,1-Trichloroethane ND ug/L S610321 Trip blank for LBNL and City of Berkeley sampling visit on 10-17-06.
Trip 8 10/17/2006 Water 1,1,2-Trichloroethane ND ug/L S610321 Trip blank for LBNL and City of Berkeley sampling visit on 10-17-06.
Trip 8 10/17/2006 Water Trichloroethene ND ug/L S610321 Trip blank for LBNL and City of Berkeley sampling visit on 10-17-06.
Trip 8 10/17/2006 Water Trichlorofluoromethane ND ug/L S610321 Trip blank for LBNL and City of Berkeley sampling visit on 10-17-06.
Trip 8 10/17/2006 Water 1,2,3-Trichloropropane ND ug/L S610321 Trip blank for LBNL and City of Berkeley sampling visit on 10-17-06.
Trip 8 10/17/2006 Water 1,2,4-Trimethylbenzene ND ug/L S610321 Trip blank for LBNL and City of Berkeley sampling visit on 10-17-06.
Trip 8 10/17/2006 Water 1,3,5-Trimethylbenzene ND ug/L S610321 Trip blank for LBNL and City of Berkeley sampling visit on 10-17-06.
Trip 8 10/17/2006 Water Vinyl chloride ND ug/L S610321 Trip blank for LBNL and City of Berkeley sampling visit on 10-17-06.
Trip 8 10/17/2006 Water  Xylenes (total) ND ug/L S610321 Trip blank for LBNL and City of Berkeley sampling visit on 10-17-06.
Trip 7 10/13/2006 Water Benzene ND ug/L S610267 Trip blank for Data Center sampling visit on 10-13-06.
Trip 7 10/13/2006 Water Bromobenzene ND ug/L S610267 Trip blank for Data Center sampling visit on 10-13-06.
Trip 7 10/13/2006 Water Bromochloromethane ND ug/L S610267 Trip blank for Data Center sampling visit on 10-13-06.
Trip 7 10/13/2006 Water Bromodichloromethane ND ug/L S610267 Trip blank for Data Center sampling visit on 10-13-06.
Trip 7 10/13/2006 Water Bromoform ND ug/L S610267 Trip blank for Data Center sampling visit on 10-13-06.
Trip 7 10/13/2006 Water Bromomethane ND ug/L S610267 Trip blank for Data Center sampling visit on 10-13-06.
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Trip 7 10/13/2006 Water n-Butylbenzene ND ug/L S610267 Trip blank for Data Center sampling visit on 10-13-06.
Trip 7 10/13/2006 Water sec-Butylbenzene ND ug/L S610267 Trip blank for Data Center sampling visit on 10-13-06.
Trip 7 10/13/2006 Water tert-Butylbenzene ND ug/L S610267 Trip blank for Data Center sampling visit on 10-13-06.
Trip 7 10/13/2006 Water Carbon tetrachloride ND ug/L S610267 Trip blank for Data Center sampling visit on 10-13-06.
Trip 7 10/13/2006 Water Chlorobenzene ND ug/L S610267 Trip blank for Data Center sampling visit on 10-13-06.
Trip 7 10/13/2006 Water Chloroethane ND ug/L S610267 Trip blank for Data Center sampling visit on 10-13-06.
Trip 7 10/13/2006 Water Chloroform ND ug/L S610267 Trip blank for Data Center sampling visit on 10-13-06.
Trip 7 10/13/2006 Water Chloromethane ND ug/L S610267 Trip blank for Data Center sampling visit on 10-13-06.
Trip 7 10/13/2006 Water 2-Chlorotoluene ND ug/L S610267 Trip blank for Data Center sampling visit on 10-13-06.
Trip 7 10/13/2006 Water 4-Chlorotoluene ND ug/L S610267 Trip blank for Data Center sampling visit on 10-13-06.
Trip 7 10/13/2006 Water Dibromochloromethane ND ug/L S610267 Trip blank for Data Center sampling visit on 10-13-06.
Trip 7 10/13/2006 Water 1,2-Dibromoethane (EDB) ND ug/L S610267 Trip blank for Data Center sampling visit on 10-13-06.
Trip 7 10/13/2006 Water Dibromomethane ND ug/L S610267 Trip blank for Data Center sampling visit on 10-13-06.
Trip 7 10/13/2006 Water 1,2-Dibromo-3-chloropropane ND ug/L S610267 Trip blank for Data Center sampling visit on 10-13-06.
Trip 7 10/13/2006 Water 1,2-Dichlorobenzene ND ug/L S610267 Trip blank for Data Center sampling visit on 10-13-06.
Trip 7 10/13/2006 Water 1,3-Dichlorobenzene ND ug/L S610267 Trip blank for Data Center sampling visit on 10-13-06.
Trip 7 10/13/2006 Water 1,4-Dichlorobenzene ND ug/L S610267 Trip blank for Data Center sampling visit on 10-13-06.
Trip 7 10/13/2006 Water Dichlorodifluoromethane ND ug/L S610267 Trip blank for Data Center sampling visit on 10-13-06.
Trip 7 10/13/2006 Water 1,1-Dichloroethane ND ug/L S610267 Trip blank for Data Center sampling visit on 10-13-06.
Trip 7 10/13/2006 Water 1,2-Dichloroethane ND ug/L S610267 Trip blank for Data Center sampling visit on 10-13-06.
Trip 7 10/13/2006 Water 1,1-Dichloroethene ND ug/L S610267 Trip blank for Data Center sampling visit on 10-13-06.
Trip 7 10/13/2006 Water cis-1,2-Dichloroethene ND ug/L S610267 Trip blank for Data Center sampling visit on 10-13-06.
Trip 7 10/13/2006 Water trans-1,2-Dichloroethene ND ug/L S610267 Trip blank for Data Center sampling visit on 10-13-06.
Trip 7 10/13/2006 Water 1,2-Dichloropropane ND ug/L S610267 Trip blank for Data Center sampling visit on 10-13-06.
Trip 7 10/13/2006 Water 1,3-Dichloropropane ND ug/L S610267 Trip blank for Data Center sampling visit on 10-13-06.
Trip 7 10/13/2006 Water 2,2-Dichloropropane ND ug/L S610267 Trip blank for Data Center sampling visit on 10-13-06.
Trip 7 10/13/2006 Water 1,1-Dichloropropene ND ug/L S610267 Trip blank for Data Center sampling visit on 10-13-06.
Trip 7 10/13/2006 Water Ethylbenzene ND ug/L S610267 Trip blank for Data Center sampling visit on 10-13-06.
Trip 7 10/13/2006 Water Hexachlorobutadiene ND ug/L S610267 Trip blank for Data Center sampling visit on 10-13-06.
Trip 7 10/13/2006 Water Isopropylbenzene ND ug/L S610267 Trip blank for Data Center sampling visit on 10-13-06.
Trip 7 10/13/2006 Water p-Isopropyltoluene ND ug/L S610267 Trip blank for Data Center sampling visit on 10-13-06.
Trip 7 10/13/2006 Water Methylene chloride ND ug/L S610267 Trip blank for Data Center sampling visit on 10-13-06.
Trip 7 10/13/2006 Water Methyl tert-butyl ether ND ug/L S610267 Trip blank for Data Center sampling visit on 10-13-06.
Trip 7 10/13/2006 Water Naphthalene ND ug/L S610267 Trip blank for Data Center sampling visit on 10-13-06.
Trip 7 10/13/2006 Water n-Propylbenzene ND ug/L S610267 Trip blank for Data Center sampling visit on 10-13-06.
Trip 7 10/13/2006 Water Styrene ND ug/L S610267 Trip blank for Data Center sampling visit on 10-13-06.
Trip 7 10/13/2006 Water 1,1,1,2-Tetrachloroethane ND ug/L S610267 Trip blank for Data Center sampling visit on 10-13-06.
Trip 7 10/13/2006 Water 1,1,2,2-Tetrachloroethane ND ug/L S610267 Trip blank for Data Center sampling visit on 10-13-06.
Trip 7 10/13/2006 Water Tetrachloroethene ND ug/L S610267 Trip blank for Data Center sampling visit on 10-13-06.
Trip 7 10/13/2006 Water Toluene ND ug/L S610267 Trip blank for Data Center sampling visit on 10-13-06.
Trip 7 10/13/2006 Water 1,2,3-Trichlorobenzene ND ug/L S610267 Trip blank for Data Center sampling visit on 10-13-06.
Trip 7 10/13/2006 Water 1,2,4-Trichlorobenzene ND ug/L S610267 Trip blank for Data Center sampling visit on 10-13-06.
Trip 7 10/13/2006 Water 1,1,1-Trichloroethane ND ug/L S610267 Trip blank for Data Center sampling visit on 10-13-06.
Trip 7 10/13/2006 Water 1,1,2-Trichloroethane ND ug/L S610267 Trip blank for Data Center sampling visit on 10-13-06.
Trip 7 10/13/2006 Water Trichloroethene ND ug/L S610267 Trip blank for Data Center sampling visit on 10-13-06.
Trip 7 10/13/2006 Water Trichlorofluoromethane ND ug/L S610267 Trip blank for Data Center sampling visit on 10-13-06.
Trip 7 10/13/2006 Water 1,2,3-Trichloropropane ND ug/L S610267 Trip blank for Data Center sampling visit on 10-13-06.
Trip 7 10/13/2006 Water 1,2,4-Trimethylbenzene ND ug/L S610267 Trip blank for Data Center sampling visit on 10-13-06.
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Trip 7 10/13/2006 Water 1,3,5-Trimethylbenzene ND ug/L S610267 Trip blank for Data Center sampling visit on 10-13-06.
Trip 7 10/13/2006 Water Vinyl chloride ND ug/L S610267 Trip blank for Data Center sampling visit on 10-13-06.
Trip 7 10/13/2006 Water  Xylenes (total) ND ug/L S610267 Trip blank for Data Center sampling visit on 10-13-06.
Trip 9 11/7/2006 Water Benzene ND ug/L S611164 Trip blank for City of Berkeley sampling visit on 11-7-06.
Trip 9 11/7/2006 Water Bromobenzene ND ug/L S611164 Trip blank for City of Berkeley sampling visit on 11-7-06.
Trip 9 11/7/2006 Water Bromochloromethane ND ug/L S611164 Trip blank for City of Berkeley sampling visit on 11-7-06.
Trip 9 11/7/2006 Water Bromodichloromethane ND ug/L S611164 Trip blank for City of Berkeley sampling visit on 11-7-06.
Trip 9 11/7/2006 Water Bromoform ND ug/L S611164 Trip blank for City of Berkeley sampling visit on 11-7-06.
Trip 9 11/7/2006 Water Bromomethane ND ug/L S611164 Trip blank for City of Berkeley sampling visit on 11-7-06.
Trip 9 11/7/2006 Water n-Butylbenzene ND ug/L S611164 Trip blank for City of Berkeley sampling visit on 11-7-06.
Trip 9 11/7/2006 Water sec-Butylbenzene ND ug/L S611164 Trip blank for City of Berkeley sampling visit on 11-7-06.
Trip 9 11/7/2006 Water tert-Butylbenzene ND ug/L S611164 Trip blank for City of Berkeley sampling visit on 11-7-06.
Trip 9 11/7/2006 Water Carbon tetrachloride ND ug/L S611164 Trip blank for City of Berkeley sampling visit on 11-7-06.
Trip 9 11/7/2006 Water Chlorobenzene ND ug/L S611164 Trip blank for City of Berkeley sampling visit on 11-7-06.
Trip 9 11/7/2006 Water Chloroethane ND ug/L S611164 Trip blank for City of Berkeley sampling visit on 11-7-06.
Trip 9 11/7/2006 Water Chloroform ND ug/L S611164 Trip blank for City of Berkeley sampling visit on 11-7-06.
Trip 9 11/7/2006 Water Chloromethane ND ug/L S611164 Trip blank for City of Berkeley sampling visit on 11-7-06.
Trip 9 11/7/2006 Water 2-Chlorotoluene ND ug/L S611164 Trip blank for City of Berkeley sampling visit on 11-7-06.
Trip 9 11/7/2006 Water 4-Chlorotoluene ND ug/L S611164 Trip blank for City of Berkeley sampling visit on 11-7-06.
Trip 9 11/7/2006 Water Dibromochloromethane ND ug/L S611164 Trip blank for City of Berkeley sampling visit on 11-7-06.
Trip 9 11/7/2006 Water 1,2-Dibromoethane (EDB) ND ug/L S611164 Trip blank for City of Berkeley sampling visit on 11-7-06.
Trip 9 11/7/2006 Water Dibromomethane ND ug/L S611164 Trip blank for City of Berkeley sampling visit on 11-7-06.
Trip 9 11/7/2006 Water 1,2-Dibromo-3-chloropropane ND ug/L S611164 Trip blank for City of Berkeley sampling visit on 11-7-06.
Trip 9 11/7/2006 Water 1,2-Dichlorobenzene ND ug/L S611164 Trip blank for City of Berkeley sampling visit on 11-7-06.
Trip 9 11/7/2006 Water 1,3-Dichlorobenzene ND ug/L S611164 Trip blank for City of Berkeley sampling visit on 11-7-06.
Trip 9 11/7/2006 Water 1,4-Dichlorobenzene ND ug/L S611164 Trip blank for City of Berkeley sampling visit on 11-7-06.
Trip 9 11/7/2006 Water Dichlorodifluoromethane ND ug/L S611164 Trip blank for City of Berkeley sampling visit on 11-7-06.
Trip 9 11/7/2006 Water 1,1-Dichloroethane ND ug/L S611164 Trip blank for City of Berkeley sampling visit on 11-7-06.
Trip 9 11/7/2006 Water 1,2-Dichloroethane ND ug/L S611164 Trip blank for City of Berkeley sampling visit on 11-7-06.
Trip 9 11/7/2006 Water 1,1-Dichloroethene ND ug/L S611164 Trip blank for City of Berkeley sampling visit on 11-7-06.
Trip 9 11/7/2006 Water cis-1,2-Dichloroethene ND ug/L S611164 Trip blank for City of Berkeley sampling visit on 11-7-06.
Trip 9 11/7/2006 Water trans-1,2-Dichloroethene ND ug/L S611164 Trip blank for City of Berkeley sampling visit on 11-7-06.
Trip 9 11/7/2006 Water 1,2-Dichloropropane ND ug/L S611164 Trip blank for City of Berkeley sampling visit on 11-7-06.
Trip 9 11/7/2006 Water 1,3-Dichloropropane ND ug/L S611164 Trip blank for City of Berkeley sampling visit on 11-7-06.
Trip 9 11/7/2006 Water 2,2-Dichloropropane ND ug/L S611164 Trip blank for City of Berkeley sampling visit on 11-7-06.
Trip 9 11/7/2006 Water 1,1-Dichloropropene ND ug/L S611164 Trip blank for City of Berkeley sampling visit on 11-7-06.
Trip 9 11/7/2006 Water Ethylbenzene ND ug/L S611164 Trip blank for City of Berkeley sampling visit on 11-7-06.
Trip 9 11/7/2006 Water Hexachlorobutadiene ND ug/L S611164 Trip blank for City of Berkeley sampling visit on 11-7-06.
Trip 9 11/7/2006 Water Isopropylbenzene ND ug/L S611164 Trip blank for City of Berkeley sampling visit on 11-7-06.
Trip 9 11/7/2006 Water p-Isopropyltoluene ND ug/L S611164 Trip blank for City of Berkeley sampling visit on 11-7-06.
Trip 9 11/7/2006 Water Methylene chloride ND ug/L S611164 Trip blank for City of Berkeley sampling visit on 11-7-06.
Trip 9 11/7/2006 Water Methyl tert-butyl ether ND ug/L S611164 Trip blank for City of Berkeley sampling visit on 11-7-06.
Trip 9 11/7/2006 Water Naphthalene ND ug/L S611164 Trip blank for City of Berkeley sampling visit on 11-7-06.
Trip 9 11/7/2006 Water n-Propylbenzene ND ug/L S611164 Trip blank for City of Berkeley sampling visit on 11-7-06.
Trip 9 11/7/2006 Water Styrene ND ug/L S611164 Trip blank for City of Berkeley sampling visit on 11-7-06.
Trip 9 11/7/2006 Water 1,1,1,2-Tetrachloroethane ND ug/L S611164 Trip blank for City of Berkeley sampling visit on 11-7-06.
Trip 9 11/7/2006 Water 1,1,2,2-Tetrachloroethane ND ug/L S611164 Trip blank for City of Berkeley sampling visit on 11-7-06.
Trip 9 11/7/2006 Water Tetrachloroethene ND ug/L S611164 Trip blank for City of Berkeley sampling visit on 11-7-06.
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Trip 9 11/7/2006 Water Toluene ND ug/L S611164 Trip blank for City of Berkeley sampling visit on 11-7-06.
Trip 9 11/7/2006 Water 1,2,3-Trichlorobenzene ND ug/L S611164 Trip blank for City of Berkeley sampling visit on 11-7-06.
Trip 9 11/7/2006 Water 1,2,4-Trichlorobenzene ND ug/L S611164 Trip blank for City of Berkeley sampling visit on 11-7-06.
Trip 9 11/7/2006 Water 1,1,1-Trichloroethane ND ug/L S611164 Trip blank for City of Berkeley sampling visit on 11-7-06.
Trip 9 11/7/2006 Water 1,1,2-Trichloroethane ND ug/L S611164 Trip blank for City of Berkeley sampling visit on 11-7-06.
Trip 9 11/7/2006 Water Trichloroethene ND ug/L S611164 Trip blank for City of Berkeley sampling visit on 11-7-06.
Trip 9 11/7/2006 Water Trichlorofluoromethane ND ug/L S611164 Trip blank for City of Berkeley sampling visit on 11-7-06.
Trip 9 11/7/2006 Water 1,2,3-Trichloropropane ND ug/L S611164 Trip blank for City of Berkeley sampling visit on 11-7-06.
Trip 9 11/7/2006 Water 1,2,4-Trimethylbenzene ND ug/L S611164 Trip blank for City of Berkeley sampling visit on 11-7-06.
Trip 9 11/7/2006 Water 1,3,5-Trimethylbenzene ND ug/L S611164 Trip blank for City of Berkeley sampling visit on 11-7-06.
Trip 9 11/7/2006 Water Vinyl chloride ND ug/L S611164 Trip blank for City of Berkeley sampling visit on 11-7-06.
Trip 9 11/7/2006 Water  Xylenes (total) ND ug/L S611164 Trip blank for City of Berkeley sampling visit on 11-7-06.
Trip 10 11/20/2006 Water Benzene ND ug/L S611454 Trip blank for Trumer Brauerie sampling visit on 11-20-06.
Trip 10 11/20/2006 Water Bromobenzene ND ug/L S611454 Trip blank for Trumer Brauerie sampling visit on 11-20-06.
Trip 10 11/20/2006 Water Bromochloromethane ND ug/L S611454 Trip blank for Trumer Brauerie sampling visit on 11-20-06.
Trip 10 11/20/2006 Water Bromodichloromethane ND ug/L S611454 Trip blank for Trumer Brauerie sampling visit on 11-20-06.
Trip 10 11/20/2006 Water Bromoform ND ug/L S611454 Trip blank for Trumer Brauerie sampling visit on 11-20-06.
Trip 10 11/20/2006 Water Bromomethane ND ug/L S611454 Trip blank for Trumer Brauerie sampling visit on 11-20-06.
Trip 10 11/20/2006 Water n-Butylbenzene ND ug/L S611454 Trip blank for Trumer Brauerie sampling visit on 11-20-06.
Trip 10 11/20/2006 Water sec-Butylbenzene ND ug/L S611454 Trip blank for Trumer Brauerie sampling visit on 11-20-06.
Trip 10 11/20/2006 Water tert-Butylbenzene ND ug/L S611454 Trip blank for Trumer Brauerie sampling visit on 11-20-06.
Trip 10 11/20/2006 Water Carbon tetrachloride ND ug/L S611454 Trip blank for Trumer Brauerie sampling visit on 11-20-06.
Trip 10 11/20/2006 Water Chlorobenzene ND ug/L S611454 Trip blank for Trumer Brauerie sampling visit on 11-20-06.
Trip 10 11/20/2006 Water Chloroethane ND ug/L S611454 Trip blank for Trumer Brauerie sampling visit on 11-20-06.
Trip 10 11/20/2006 Water Chloroform ND ug/L S611454 Trip blank for Trumer Brauerie sampling visit on 11-20-06.
Trip 10 11/20/2006 Water Chloromethane ND ug/L S611454 Trip blank for Trumer Brauerie sampling visit on 11-20-06.
Trip 10 11/20/2006 Water 2-Chlorotoluene ND ug/L S611454 Trip blank for Trumer Brauerie sampling visit on 11-20-06.
Trip 10 11/20/2006 Water 4-Chlorotoluene ND ug/L S611454 Trip blank for Trumer Brauerie sampling visit on 11-20-06.
Trip 10 11/20/2006 Water Dibromochloromethane ND ug/L S611454 Trip blank for Trumer Brauerie sampling visit on 11-20-06.
Trip 10 11/20/2006 Water 1,2-Dibromoethane (EDB) ND ug/L S611454 Trip blank for Trumer Brauerie sampling visit on 11-20-06.
Trip 10 11/20/2006 Water Dibromomethane ND ug/L S611454 Trip blank for Trumer Brauerie sampling visit on 11-20-06.
Trip 10 11/20/2006 Water 1,2-Dibromo-3-chloropropane ND ug/L S611454 Trip blank for Trumer Brauerie sampling visit on 11-20-06.
Trip 10 11/20/2006 Water 1,2-Dichlorobenzene ND ug/L S611454 Trip blank for Trumer Brauerie sampling visit on 11-20-06.
Trip 10 11/20/2006 Water 1,3-Dichlorobenzene ND ug/L S611454 Trip blank for Trumer Brauerie sampling visit on 11-20-06.
Trip 10 11/20/2006 Water 1,4-Dichlorobenzene ND ug/L S611454 Trip blank for Trumer Brauerie sampling visit on 11-20-06.
Trip 10 11/20/2006 Water Dichlorodifluoromethane ND ug/L S611454 Trip blank for Trumer Brauerie sampling visit on 11-20-06.
Trip 10 11/20/2006 Water 1,1-Dichloroethane ND ug/L S611454 Trip blank for Trumer Brauerie sampling visit on 11-20-06.
Trip 10 11/20/2006 Water 1,2-Dichloroethane ND ug/L S611454 Trip blank for Trumer Brauerie sampling visit on 11-20-06.
Trip 10 11/20/2006 Water 1,1-Dichloroethene ND ug/L S611454 Trip blank for Trumer Brauerie sampling visit on 11-20-06.
Trip 10 11/20/2006 Water cis-1,2-Dichloroethene ND ug/L S611454 Trip blank for Trumer Brauerie sampling visit on 11-20-06.
Trip 10 11/20/2006 Water trans-1,2-Dichloroethene ND ug/L S611454 Trip blank for Trumer Brauerie sampling visit on 11-20-06.
Trip 10 11/20/2006 Water 1,2-Dichloropropane ND ug/L S611454 Trip blank for Trumer Brauerie sampling visit on 11-20-06.
Trip 10 11/20/2006 Water 1,3-Dichloropropane ND ug/L S611454 Trip blank for Trumer Brauerie sampling visit on 11-20-06.
Trip 10 11/20/2006 Water 2,2-Dichloropropane ND ug/L S611454 Trip blank for Trumer Brauerie sampling visit on 11-20-06.
Trip 10 11/20/2006 Water 1,1-Dichloropropene ND ug/L S611454 Trip blank for Trumer Brauerie sampling visit on 11-20-06.
Trip 10 11/20/2006 Water Ethylbenzene ND ug/L S611454 Trip blank for Trumer Brauerie sampling visit on 11-20-06.
Trip 10 11/20/2006 Water Hexachlorobutadiene ND ug/L S611454 Trip blank for Trumer Brauerie sampling visit on 11-20-06.
Trip 10 11/20/2006 Water Isopropylbenzene ND ug/L S611454 Trip blank for Trumer Brauerie sampling visit on 11-20-06.
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Appendix B
Trip Blank Sampling Results

Sample Sample Original laboratory 
Number Date Matrix Analyte Results Units report number Comment
Trip 10 11/20/2006 Water p-Isopropyltoluene ND ug/L S611454 Trip blank for Trumer Brauerie sampling visit on 11-20-06.
Trip 10 11/20/2006 Water Methylene chloride ND ug/L S611454 Trip blank for Trumer Brauerie sampling visit on 11-20-06.
Trip 10 11/20/2006 Water Methyl tert-butyl ether ND ug/L S611454 Trip blank for Trumer Brauerie sampling visit on 11-20-06.
Trip 10 11/20/2006 Water Naphthalene ND ug/L S611454 Trip blank for Trumer Brauerie sampling visit on 11-20-06.
Trip 10 11/20/2006 Water n-Propylbenzene ND ug/L S611454 Trip blank for Trumer Brauerie sampling visit on 11-20-06.
Trip 10 11/20/2006 Water Styrene ND ug/L S611454 Trip blank for Trumer Brauerie sampling visit on 11-20-06.
Trip 10 11/20/2006 Water 1,1,1,2-Tetrachloroethane ND ug/L S611454 Trip blank for Trumer Brauerie sampling visit on 11-20-06.
Trip 10 11/20/2006 Water 1,1,2,2-Tetrachloroethane ND ug/L S611454 Trip blank for Trumer Brauerie sampling visit on 11-20-06.
Trip 10 11/20/2006 Water Tetrachloroethene ND ug/L S611454 Trip blank for Trumer Brauerie sampling visit on 11-20-06.
Trip 10 11/20/2006 Water Toluene ND ug/L S611454 Trip blank for Trumer Brauerie sampling visit on 11-20-06.
Trip 10 11/20/2006 Water 1,2,3-Trichlorobenzene ND ug/L S611454 Trip blank for Trumer Brauerie sampling visit on 11-20-06.
Trip 10 11/20/2006 Water 1,2,4-Trichlorobenzene ND ug/L S611454 Trip blank for Trumer Brauerie sampling visit on 11-20-06.
Trip 10 11/20/2006 Water 1,1,1-Trichloroethane ND ug/L S611454 Trip blank for Trumer Brauerie sampling visit on 11-20-06.
Trip 10 11/20/2006 Water 1,1,2-Trichloroethane ND ug/L S611454 Trip blank for Trumer Brauerie sampling visit on 11-20-06.
Trip 10 11/20/2006 Water Trichloroethene ND ug/L S611454 Trip blank for Trumer Brauerie sampling visit on 11-20-06.
Trip 10 11/20/2006 Water Trichlorofluoromethane ND ug/L S611454 Trip blank for Trumer Brauerie sampling visit on 11-20-06.
Trip 10 11/20/2006 Water 1,2,3-Trichloropropane ND ug/L S611454 Trip blank for Trumer Brauerie sampling visit on 11-20-06.
Trip 10 11/20/2006 Water 1,2,4-Trimethylbenzene ND ug/L S611454 Trip blank for Trumer Brauerie sampling visit on 11-20-06.
Trip 10 11/20/2006 Water 1,3,5-Trimethylbenzene ND ug/L S611454 Trip blank for Trumer Brauerie sampling visit on 11-20-06.
Trip 10 11/20/2006 Water Vinyl chloride ND ug/L S611454 Trip blank for Trumer Brauerie sampling visit on 11-20-06.
Trip 10 11/20/2006 Water  Xylenes (total) ND ug/L S611454 Trip blank for Trumer Brauerie sampling visit on 11-20-06.
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